FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log

Particulate and VOC Monitoring
Date: | Z I 2 || "f
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m® (ppm) (mg/m” (ppm) (ppm)
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Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
otee | 85301339819 0 mg/m’ 0  myw u-1
o700 853 0133810 () _mg/m’ [ mg/m’ D - )
mg/m3 mg/m’
Calibration - Photoionization Detector
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0700 | M uirae 3000 5Q9-90%2/28 O e | D~
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Notes/Activities: Ao Ay eedonces

See map on back for location information.







TrackPro Report

WA

Test 043

Page 1 of 1

Instrument Data Properties

Model DustTrak 1l Start Date 12/02/2014

Instrument S/N 8530133819 Start Time 09:46:09
Stop Date 12/02/2014
Stop Time 14:31:09
Total Time 0:04:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43

1 12/02/2014 10:01:09 0.026
2 12/02/2014 10:16:09 0.012
3 12/02/2014 10:31:09 0.014
4 12/02/2014 10:46:09 0.014
5 12/02/2014 11:01:09 0.014
6 12/02/2014 11:16:09 0.014
7 12/02/2014 11:31:09 0.015
8 12/02/2014 11:46:09 0.016
9 12/02/2014 12:01:09 0.016
10 12/02/2014 12:16:09 0.016
11 12/02/2014 12:31:09 0.016
12 12/02/2014 12:46:09 0.016
13 12/02/2014 13:01:09 0.018
14 12/02/2014 13:16:09 0.015
15 12/02/2014 13:31:09 0.015
16 12/02/2014 13:46:09 0.015
17 12/02/2014 14:01:09 0.015
18 12/02/2014 14:16:09 0.016
19 12/02/2014 14:31:09 0.019

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 035 -
Instrument Data Properties
Model DustTrak I} Start Date 12/02/2014
Instrument S/N 8530133810 Start Time 09:44:10
Stop Date 12/02/2014
Stop Time 14:59:10
Total Time 0:05:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/02/2014 09:59:10 0.021
2 12/02/2014 10:14:10 0.015
3 12/02/2014 10:29:10 0.015
4 12/02/2014 10:44:10 0.015
5 12/02/2014 10:59:10 0.015
6 12/02/2014 11:14:10 0.015
i 12/02/2014 11:29:10 0.015
8 12/02/2014 11:44:10 0.015
9 12/02/2014 11:59:10 0.016
10 12/02/2014 12:14:10 0.016
11 12/02/2014 12:29:10 0.016
12 12/02/2014 12:44:10 0.015
13 12/02/2014 12:59:10 0.017
14 12/02/2014 13:14:10 0.017
15 12/02/2014 13:29:10 0.018
16 12/02/2014 13:44:10 0.015
17 12/02/2014 13:59:10 0.015
18 12/02/2014 14:14:10 0.015
19 12/02/2014 14:29:10 0.015
20 12/02/2014 14:44:10 0.016
21 12/02/2014 14:59:10 0.016

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137

Daily Community Air Monitoring Log

Particulate and VOC Monitoring
Date: /LI/}JJ"’
Upwind Downwind Work Area
Time Wind Direction{ Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m? (ppm) (ppm)
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Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
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Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air LOCeﬂ 100
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See map on back for location information.
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Page 1 of 1

TrackPro Report
Test 036 V-\
Instrument Data Properties
Model DustTrak Il Start Date 12/03/2014
Instrument S/N 8530133810 Start Time 07:28:31
Stop Date 12/03/2014
Stop Time 14:28:31
Total Time 0:07:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/mA3
1 12/03/2014 07:43:31 0.021
2 12/03/2014 07:58:31 0.016
3 12/03/2014 08:13:31 0.016
4 12/03/2014 08:28:31 0.018
5 12/03/2014 08:43:31 0.018
6 12/03/2014 08:58:31 0.018
7 12/03/2014 09:13:31 0.018
8 12/03/2014 09:28:31 0.018
9 12/03/2014 09:43:31 0.018
10 12/03/2014 09:58:31 0.018
11 12/03/2014 10:13:31 0.019
12 12/03/2014 10:28:31 0.018
13 12/03/2014 10:43:31 0.017
14 12/03/2014 10:58:31 0.017
15 12/03/2014 11:13:31 0.016
16 12/03/2014 11:28:31 0.016
17 12/03/2014 11:43:31 0.016
18 12/03/2014 11:58:31 0.016
19 12/03/2014 12:13:31 0.016
20 12/03/2014 12:28:31 0.016
21 12/03/2014 12:43:31 0.017
22 12/03/2014 12:58:31 0.017
23 12/03/2014 13:13:31 0.015
24 12/03/2014 13:28:31 0.015
25 12/03/2014 13:43:31 0.014
26 12/03/2014 13:58:31 0.014
27 12/03/2014 14:13:31 0.014
28 12/03/2014 14:28:31 0.014

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137

Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: il!"f' je
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates YOCs VOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
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Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
XX 3530‘338|q mg/m’ — mg/m’ 19 1
o700 853 01 338lo - mg/m’ —_ mg/m’ D - )
mg/m3 mg/m3
Calibration - Photoionization Detector —
Time Model Serial Number Zero (Ambient) Air Loc‘\‘" 108
o200 | Minicae 3000 599~ 909185 & pem | A=)
0700 | M uirae 3060 593-%09/28 0 eem | D~
PPrM
Notes/Activities: A0 Reeedandle N

See map on back for location information.
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Page 1 of 1

TrackPro Report
Test 044 () -\
Instrument Data Properties
Model DustTrak Il Start Date 12/04/2014
instrument S/N 8530133819 Start Time 07:27:52
Stop Date 12/04/2014
Stop Time 14:12:52
Total Time 0:06:45:00
Logging Intervai 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/04/2014 07:42:52 0.030
2 12/04/2014 07:57:52 0.030
3 12/04/2014 08:12:52 0.036
4 12/04/2014 08:27:52 0.044
5 12/04/2014 08:42:52 0.056
6 12/04/2014 08:57:52 0.057
7 12/04/2014 09:12:52 0.057
8 12/04/2014 09:27:52 0.057
9 12/04/2014 09:42:52 0.046
10 12/04/2014 09:57:52 0.040
11 12/04/2014 10:12:52 0.036
12 12/04/2014 10:27:52 0.031
13 12/04/2014 10:42:52 0.029
14 12/04/2014 10:57:52 0.028
15 12/04/2014 11:12:52 0.027
16 12/04/2014 11:27:52 0.029
17 12/04/2014 11:42:52 0.031
18 12/04/2014 11:57:52 0.029
19 12/04/2014 12:12:52 0.028
20 12/04/2014 12:27:52 0.029
21 12/04/2014 12:42:52 0.029
22 12/04/2014 12:57:52 0.029
23 12/04/2014 13:12:52 0.029
24 12/04/2014 13:27:52 0.029
25 12/04/2014 13:42:52 0.025
26 12/04/2014 13:57:52 0.022
27 12/04/2014 14:12:52 0.022

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 037 D'
Instrument Data Properties
Model DustTrak Il Start Date 12/04/2014
Instrument S/N 8530133810 Start Time 07:06:22
Stop Date 12/04/2014
Stop Time 14:21:22
Total Time 0:07:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/04/2014 07:21:22 0.027
2 12/04/2014 07:36:22 0.020
3 12/04/2014 07:51:22 0.020
4 12/04/2014 08:06:22 0.021
5 12/04/2014 08:21:22 0.023
6 12/04/2014 08:36:22 0.028
7 12/04/2014 08:51:22 0.031
8 12/04/2014 09:06:22 0.031
9 12/04/2014 09:21:22 0.031
10 12/04/2014 09:36:22 0.028
11 12/04/2014 09:51:22 0.026
12 12/04/2014 10:06:22 0.024
13 12/04/2014 10:21:22 0.022
14 12/04/2014 10:36:22 0.021
15 12/04/2014 10:51:22 0.020
16 12/04/2014 11:06:22 0.020
17 12/04/2014 11:21:22 0.020
18 12/04/2014 11:36:22 0.020
19 12/04/2014 11:51:22 0.020
20 12/04/2014 12:06:22 0.020
21 12/04/2014 12:21:22 0.020
22 12/04/2014 12:36:22 0.021
23 12/04/2014 12:51:22 0.020
24 12/04/2014 13:06:22 0.020
25 12/04/2014 13:21:22 0.019
26 12/04/2014 13:36:22 0.019
27 12/04/2014 13:51:22 0.018
28 12/04/2014 14:06:22 0.018
29 12/04/2014 14:21:22 0.018

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VO Monitoring

Date: /2 /S 74
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m? (ppm) (ppm)
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Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero' Kir Filter Background Location
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Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air L“‘H 10M
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See map on back for location information.
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Page 1 of |

TrackPro Report
Test 045 -1
Instrument Data Properties
Model DustTrak Il Start Date 12/05/2014
Instrument S/N 8530133819 Start Time 07:56:31
Stop Date 12/05/2014
Stop Time 14:41:31
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/05/2014 08:11:31 0.053
2 12/05/2014 08:26:31 0.048
3 12/05/2014 08:41:31 0.049
4 12/05/2014 08:56:31 0.049
5 12/05/2014 09:11:31 0.048
6 12/05/2014 09:26:31 0.045
7 12/05/2014 09:41:31 0.041
8 12/05/2014 09:56:31 0.038
9 12/05/2014 10:11:31 0.038
10 12/05/2014 10:26:31 0.038
11 12/05/2014 10:41:31 0.037
12 12/05/2014 10:56:31 0.036
13 12/05/2014 11:11:31 0.040
14 12/05/2014 11:26:31 0.037
15 12/05/2014 11:41:31 0.037
16 12/05/2014 11:56:31 0.037
17 12/05/2014 12:11:31 0.036
18 12/05/2014 12:26:31 0.036
19 12/05/2014 12:41:31 0.037
20 12/05/2014 12:56:31 0.035
21 12/05/2014 13:11:31 0.035
22 12/05/2014 13:26:31 0.038
23 12/05/2014 13:41:31 0.052
24 12/05/2014 13:56:31 0.033
25 12/05/2014 14:11:31 0.032
26 12/05/2014 14:26:31 0.033
27 12/05/2014 14:41:31 0.035

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 038 -
Instrument Data Properties
Model DustTrak Il Start Date 12/05/2014
Instrument S/N 8530133810 Start Time 07:48:51
Stop Date 12/05/2014
Stop Time 14:33:51
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/05/2014 08:03:51 0.032
2 12/05/2014 08:18:51 0.025
3 12/05/2014 08:33:51 0.026
4 12/05/2014 08:48:51 0.026
5 12/05/2014 09:03:51 0.026
6 12/05/2014 09:18:51 0.026
7 12/05/2014 09:33:51 0.025
8 12/05/2014 09:48:51 0.023
9 12/05/2014 10:03:51 0.024
10 12/05/2014 10:18:51 0.023
11 12/05/2014 10:33:51 0.023
12 12/05/2014 10:48:51 0.022
13 12/05/2014 11:03:51 0.022
14 12/05/2014 11:18:51 0.023
15 12/05/2014 11:33:51 0.022
16 12/05/2014 11:48:51 0.023
17 12/05/2014 12:03:51 0.023
18 12/05/2014 12:18:51 0.022
19 12/05/2014 12:33:51 0.022
20 12/05/2014 12:48:51 0.022
21 12/05/2014 13:03:51 0.022
22 12/05/2014 13:18:51 0.022
23 12/05/2014 13:33:51 0.022
24 12/05/2014 13:48:51 0.026
25 12/05/2014 14:03:51 0.024
26 12/05/2014 14:18:51 0.023
27 12/05/2014 14:33:51 0.023

about:blank

2/16/2015



Daily Community Air Monitoring Log
Particulate and VOC Monitoring

FORMER MONACO OIL - BCP SITE #C828137

Date: 2|8 J i<
Upwind Downwind Work Area
Time Wind Direetion Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
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Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number *With Zero Air Filter Background Location
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Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air | Locechion
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0700 | M uirae 3000 593-90%/28 /) PPM D~}
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See map on back for location information.
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Page 1 of 1

TrackPro Report
Test 046 -\
Instrument Data Properties
Model DustTrak Il Start Date 12/08/2014
Instrument S/N 8530133819 Start Time 07:31:07
Stop Date 12/08/2014
Stop Time 14:46:07
Total Time 0:07:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/08/2014 07:46:07 0.030
2 12/08/2014 08:01:07 0.020
3 12/08/2014 08:16:07 0.028
4 12/08/2014 08:31:07 0.021
5 12/08/2014 08:46:07 0.024
6 12/08/2014 09:01:07 0.025
7 12/08/2014 09:16:07 0.024
8 12/08/2014 09:31:07 0.023
9 12/08/2014 09:46:07 0.023
10 12/08/2014 10:01:07 0.022
11 12/08/2014 10:16:07 0.023
12 12/08/2014 10:31:07 0.025
13 12/08/2014 10:46:07 0.022
14 12/08/2014 11:01:07 0.027
15 12/08/2014 11:16:07 0.020
16 12/08/2014 11:31:07 0.019
17 12/08/2014 11:46:07 0.020
18 12/08/2014 12:01:07 0.015
19 12/08/2014 12:16:07 0.017
20 12/08/2014 12:31:07 0.019
21 12/08/2014 12:46:07 0.016
22 12/08/2014 13:01:07 0.017
23 12/08/2014 13:16:07 0.020
24 12/08/2014 13:31:07 0.017
25 12/08/2014 13:46:07 0.018
26 12/08/2014 14:01:07 0.023
27 12/08/2014 14:16:07 0.020
28 12/08/2014 14:31:07 0.023
29 12/08/2014 14:46:07 0.014

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 039 D
Instrument Data Properties
Model DustTrak Il Start Date 12/08/2014
Instrument S/N 8530133810 Start Time 07:32:52
Stop Date 12/08/2014
Stop Time 14:47:52
Total Time 0:07:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 12/08/2014 07:47:52 0.028
2 12/08/2014 08:02:52 0.018
3 12/08/2014 08:17:52 0.018
4 12/08/2014 08:32:52 0.019
5 12/08/2014 08:47:52 0.019
6 12/08/2014 09:02:52 0.019
7 12/08/2014 09:17:52 0.019
8 12/08/2014 09:32:52 0.019
9 12/08/2014 09:47:52 0.019
10 12/08/2014 10:02:52 0.019
11 12/08/2014 10:17:52 0.019
12 12/08/2014 10:32:52 0.018
13 12/08/2014 10:47:52 0.018
14 12/08/2014 11:02:52 0.017
15 12/08/2014 11:17:52 0.017
16 12/08/2014 11:32:52 0.016
17 12/08/2014 11:47:52 0.015
18 12/08/2014 12:02:52 0.015
19 12/08/2014 12:17:52 0.015
20 12/08/2014 12:32:52 0.017
21 12/08/2014 12:47:52 0.016
22 12/08/2014 13:02:52 0.016
23 12/08/2014 13:17:52 0.017
24 12/08/2014 13:32:52 0.016
25 12/08/2014 13:47:52 0.017
26 12/08/2014 14:02:52 0.016
27 12/08/2014 14:17:52 0.016
28 12/08/2014 14:32:52 0.016
29 12/08/2014 14:47:52 0.015

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137

Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: 12,!61 'H—!

Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
900 | Feom | -\ = D1 o -
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i1 vo t bl 2 -
Lo ‘ Q o O
1209 | | 0 o )
250 [ | 0 o )
(p00 | I o } 0 o
1%%9 | 0 | O O
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Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
0Teo0 2530133814 /&) mg/m’ _mg/m’ u-1
o700 852 01 33 8lo ®) _mg/m’ — mg/m’ D -1
mg/m3 mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air l-OCerl' 10N
o700 | Minicue 3000 592~ 909185 o pem | UA=)
0700 M uirae 3000 5QQ3-909/(28 o PPM D~
PPM
Notes/Activities: — A/ Lycecdurlel
~ se¢ atdeclae A SWwee S fen Ao e

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 047 0 -!

Instrument Data Properties

Model DustTrak Il Start Date 12/09/2014

Instrument S/N 8530133819 Start Time 09:44:25
Stop Date 12/09/2014
Stop Time 14:44:25
Total Time 0:05:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43

1 12/09/2014 09:59:25 0.035
2 12/09/2014 10:14:25 0.029
3 12/09/2014 10:29:25 0.035
4 12/09/2014 10:44:25 0.022
5 12/09/2014 10:59:25 0.018
6 12/09/2014 11:14:25 0.017
7 12/09/2014 11:29:25 0.019
8 12/09/2014 11:44:25 0.020
9 12/09/2014 11:59:25 0.019
10 12/09/2014 12:14:25 0.018
11 12/09/2014 12:29:25 0.017
12 12/09/2014 12:44:25 0.018
13 12/09/2014 12:59:25 0.017
14 12/09/2014 13:14:25 0.020
15 12/09/2014 13:29:25 0.021
16 12/09/2014 13:44:25 0.020
17 12/09/2014 13:59:25 0.018
18 12/09/2014 14:14:25 0.020
19 12/09/2014 14:29:25 0.021
20 12/09/2014 14:44:25 0.023

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 040 D~
Instrument Data Properties
Model DustTrak Il Start Date 12/09/2014
Instrument S/N 8530133810 Start Time 09:44:27
Stop Date 12/09/2014
Stop Time 14:44:27
Total Time 0:05:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 12/09/2014 09:59:27 0.023
2 12/09/2014 10:14:27 0.017
3 12/09/2014 10:29:27 0.019
4 12/09/2014 10:44:27 0.016
5 12/09/2014 10:59:27 0.014
6 12/09/2014 11:14:27 0.015
7 12/09/2014 11:29:27 0.014
8 12/09/2014 11:44:27 0.014
9 12/09/2014 11:59:27 0.014
10 12/09/2014 12:14:27 0.014
11 12/09/2014 12:29:27 0.013
12 12/09/2014 12:44:27 0.013
13 12/09/2014 12:59:27 0.013
14 12/09/2014 13:14:27 0.013
15 12/09/2014 13:29:27 0.013
16 12/09/2014 13:44:27 0.014
17 12/09/2014 13:59:27 0.013
18 12/09/2014 14:14:27 0.013
19 12/09/2014 14:29:27 0.014
20 12/09/2014 14:44:27 0.014

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log

Particulate and VOC Monitoring
Date: ’7". IDIE"’l
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs vVOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
OF, 00 f s 5~ U1 O P o
0 §%0 0 = <
pguo 0 (o) o
0G0 0 o o
(0u? o 0 0
109 ‘ ) o o
{(od \,Y ) “ =
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Backeround Location
o7e0 | 3530133814 O mgn’ —  mgw u-1
o700 | 8%5301338l0 o mg/m’ — mgw D -\
mg/m:’ mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air L“‘H"‘”
o700 | Minimae 2000 592~ 909185 O PPM u-\
0700 M:’uirﬂb_ﬂa'_QG‘?{Za o) PPM D-]
PPM
Notes/Activities: ~ Mo excecdanted

- Sef

ey o ¢ boed

At

oA cr-ten

See map on back for location information.
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TrackPro Report
Test 048 U\~
Instrument Data Properties
Model DustTrak Il Start Date 12/10/2014
Instrument S/N 8530133819 Start Time 07:29:46
Stop Date 12/10/2014
Stop Time 10:44:46
Total Time 0:03:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/10/2014 07:44:46 0.030
2 12/10/2014 07:59:46 0.023
3 12/10/2014 08:14:46 0.034
4 12/10/2014 08:29:46 0.017
5 12/10/2014 08:44:46 0.017
6 12/10/2014 08:59:46 0.043
7 12/10/2014 09:14:46 0.030
8 12/10/2014 09:29:46 0.097
9 12/10/2014 09:44:46 0.106
10 12/10/2014 09:59:46 0.068
11 12/10/2014 10:14:46 0.058
12 12/10/2014 10:29:46 0.026
13 12/10/2014 10:44:46 0.016

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 041 [) — k
Instrument Data Properties
Model DustTrak Il Start Date 12/10/2014
Instrument S/N 8530133810 Start Time 07:30:31
Stop Date 12/10/2014
Stop Time 10:45:31
Total Time 0:03:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/10/2014 07:45:31 0.023
2 12/10/2014 08:00:31 0.020
3 12/10/2014 08:15:31 0.022
4 12/10/2014 08:30:31 0.017
5 12/10/2014 08:45:31 0.017
6 12/10/2014 09:00:31 0.025
7 12/10/2014 09:15:31 0.021
8 12/10/2014 09:30:31 0.037
9 12/10/2014 09:45:31 0.040
10 12/10/2014 10:00:31 0.028
11 12/10/2014 10:15:31 0.029
12 12/10/2014 10:30:31 0.021
13 12/10/2014 10:45:31 0.018

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log

Particulate and VOC Monitoring
Date: Izllfll"!
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m> (ppm) (mg/m” (ppm) (ppm)
L BE® A= 1D —l o )
09870 0 i o o
000 (0] o o
040 o O %
L 0oV 0 0 O
09 O 0 %
[{ oo o 0 i
(50 0 | 0 »
2% 0 l 0 o)
)¢ o 0 0
[Heo 9, 0 O
[»30 0 O %
RS D . 2 0
4% W n WV 0 o)
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o7e6 | 3530133919 o mg/m’ —  mgo u -1
o700 852 0133 8l0 o mg/m’ — mg/m’ D -1
|11g,1'mJ mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air LOC °l+'.°”
o200 | Minicue 3000 392~ 909185 2 pem | U-)
0700 | M uirae 3000 5Q93-909/28 o rem | D~
PPM
Notes/Activities: A0 excee clpales

— Sce _addacyed

A s

o fd“f.‘::d‘

See map on back for location information.
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TrackPro Report
Test 049 U\
Instrument Data Properties
Model DustTrak i Start Date 12/15/2014
Instrument S/N 8530133819 Start Time 07:19:54
Stop Date 12/15/2014
Stop Time 14:34:54
Total Time 0:07:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/15/2014 07:34:54 0.019
2 12/15/2014 07:49:54 0.027
3 12/15/2014 08:04:54 0.029
4 12/15/2014 08:19:54 0.032
5 12/15/2014 08:34:54 0.034
6 12/15/2014 08:49:54 0.037
7 12/15/2014 09:04:54 0.039
8 12/15/2014 09:19:54 0.043
9 12/15/2014 09:34:54 0.044
10 12/15/2014 09:49:54 0.048
11 12/15/2014 10:04:54 0.048
12 12/15/2014 10:19:54 0.049
13 12/15/2014 10:34:54 0.046
14 12/15/2014 10:49:54 0.041
15 12/15/2014 11:04:54 0.039
16 12/15/2014 11:19:54 0.039
17 12/15/2014 11:34:54 0.037
18 12/15/2014 11:49:54 0.037
19 12/15/2014 12:04:54 0.032
20 12/15/2014 12:19:54 0.032
21 12/15/2014 12:34:54 0.031
22 12/15/2014 12:49:54 0.031
23 12/15/2014 13:04:54 0.024
24 12/15/2014 13:19:54 0.021
25 12/15/2014 13:34:54 0.032
26 12/15/2014 13:49:54 0.036
27 12/15/2014 14:04:54 0.035
28 12/15/2014 14:19:54 0.032
29 12/15/2014 14:34:54 0.030

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 042 1) -

Instrument Data Properties

Model DustTrak Il Start Date 12/15/2014

Instrument S/N 8530133810 Start Time 07:38:55
Stop Date 12/15/2014
Stop Time 14:38:55
Total Time 0:07:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3

1 12/15/2014 07:53:55 0.030
2 12/15/2014 08:08:55 0.019
3 12/15/2014 08:23:55 0.024
4 12/15/2014 08:38:55 0.024
5 12/15/2014 08:53:55 0.027
6 12/15/2014 09:08:55 0.026
7 12/15/2014 09:23:55 0.027
8 12/15/2014 09:38:55 0.030
9 12/15/2014 09:53:55 0.031
10 12/15/2014 10:08:55 0.034
11 12/15/2014 10:23:55 0.033
12 12/15/2014 10:38:55 0.031
13 12/15/2014 10:53:55 0.030
14 12/15/2014 11:08:55 0.031
15 12/15/2014 11:23:55 0.030
16 12/15/2014 11:38:55 0.028
17 12/15/2014 11:53:55 0.026
18 12/15/2014 12:08:55 0.026
19 12/15/2014 12:23:55 0.027
20 12/15/2014 12:38:55 0.028
21 12/15/2014 12:53:55 0.026
22 12/15/2014 13:08:55 0.021
23 12/15/2014 13:23:55 0.022
24 12/15/2014 13:38:55 0.028
25 12/15/2014 13:53:55 0.029
26 12/15/2014 14:08:55 0.028
27 12/15/2014 14:23:55 0.029
28 12/15/2014 14:38:55 0.029

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log

Particnlate and VOC Monitoring
Date: 17,'};(;'{\'
Upwind Downwind Work Area
Time Wind Rirection Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m® (ppm) (mg/m” (ppm) (ppm)
0T | Eowm (A= o) D\ ) A
0 0° | S | 0 o O
0330 , I 0 6 O
o400 J o) O O
0430 | 0 o o)
[ 009 | 2) 0 o
(630 | 0 | 0 0
(00 | O | 0 0
(%0 0 % o
(20 0 o) ®)
(150 A d 0] % o) o)
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Localion
07e0 3530‘333‘q M mg/m’ mg/m’ u-1
o700 25 3 ol 33 3lo o mg/m3 (@) mym3 D - \
mg/m’ mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air | Locertion
o700 | Minicue 3000 S92- 909185 — pev | =)
0700 M uicae 3000  |523-902/28 %) PPM D~1
PPM
Notes/Activities: ) M weyleeddanvces
— see u-tduc e Au>t  cdeate g
— (4] Ay~T e £e | 7= 44—(’(’) AL oA

See map on back for location information.
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Page 1 of |

TrackPro Report
Test 043 O/\
Instrument Data Properties
Model DustTrak Il Start Date 12/16/2014
Instrument S/N 8530133810 Start Time 07:20:39
Stop Date 12/16/2014
Stop Time 12:20:39
Total Time 0:05:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/16/2014 07:35:39 0.052
2 12/16/2014 07:50:39 0.033
3 12/16/2014 08:05:39 0.035
4 12/16/2014 08:20:39 0.037
5 12/16/2014 08:35:39 0.037
6 12/16/2014 08:50:39 0.036
7 12/16/2014 09:05:39 0.038
8 12/16/2014 09:20:39 0.037
9 12/16/2014 09:35:39 0.038
10 12/16/2014 09:50:39 0.037
11 12/16/2014 10:05:39 0.038
12 12/16/2014 10:20:39 0.039
13 12/16/2014 10:35:39 0.042
14 12/16/2014 10:50:39 0.040
15 12/16/2014 11:05:39 0.039
16 12/16/2014 11:20:39 0.040
17 12/16/2014 11:35:39 0.042
18 12/16/2014 11:50:39 0.046
19 12/16/2014 12:05:39 0.045
20 12/16/2014 12:20:39 0.048

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: _.tzlh'?j 1Y

Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m? (ppm) (ppm)
O KOO | FRo™M U=\ @) D~\ 0 D
0820 | S 0 I ) )
04 00 \ 0 [ 0 0
0U%0 l 0 O 0
Looo \ 0 0 9
(03O 0 0 0
[ o0 6] 0 @)
i(vo 0 O O
1200 @) 9] 0
{230 O O O
ryoo 8 0 Q
(539 M) o 9]
(499 0 o) Q
{459 Q /, O 0
SN 4 0 ~ 0 O
LI
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o766 | 35320133814 &) mg/m® — mg/m’ u-1
o700 | 8%301333l0 > mgm = mg/m® D -1
mg/m3 mym3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air ‘ L“‘d 100
o200 | Minicae 3000 592- 909185 ) pem | A=)
0700 M uimae 3000 533-902/28 ) PPM D-1
PPM
Notes/Activities: — o ewecdunces
— see attuclied chia st cleg fens

See map on back for location information.
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Page 1 of 1

TrackPro Report
Test 050 -\
Instrument Data Properties
Model DustTrak Il Start Date 12/17/2014
Instrument S/N 8530133819 Start Time 07:37:27
Stop Date 12/17/2014
Stop Time 14:54:27
Total Time 0:07:17:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/17/2014 07:52:27 0.005
2 12/17/2014 08:07:27 0.004
3 12/17/2014 08:22:27 0.003
4 12/17/2014 08:37:27 0.004
5 12/17/2014 08:52:27 0.004
6 12/17/2014 09:07:27 0.004
7 12/17/2014 09:22:27 0.003
8 12/17/2014 09:37:27 0.003
9 12/17/2014 09:52:27 0.003
10 12/17/2014 10:07:27 0.003
11 12/17/2014 10:22:27 0.003
12 12/17/2014 10:37:27 0.003
13 12/17/2014 10:52:27 0.004
14 12/17/2014 11:07:27 0.005
15 12/17/2014 11:22:27 0.005
16 12/17/2014 11:37:27 0.005
17 12/17/2014 11:52:27 0.005
18 12/17/2014 12:07:27 0.006
19 12/17/2014 12:22:27 0.006
20 12/17/2014 12:37:27 0.006
21 12/17/2014 12:52:27 0.007
22 12/17/2014 13:07:27 0.007
23 12/17/2014 13:22:27 0.008
24 12/17/2014 13:37:27 0.008
25 12/17/2014 13:52:27 0.009
26 12/17/2014 14:07:27 0.009
27 12/17/2014 14:22:27 0.009
28 12/17/2014 14:37:27 0.009
29 12/17/2014 14:54:28 0.000

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 044 D |
Instrument Data Properties
Model DustTrak Il Start Date 12/17/2014
Instrument S/N 8530133810 Start Time 07:41:18
Stop Date 12/17/2014
Stop Time 14:41:18
Total Time 0:07:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 12/17/2014 07:56:18 0.011
2 12/17/2014 08:11:18 0.012
3 12/17/2014 08:26:18 0.002
4 12/17/2014 08:41:18 0.002
5 12/17/2014 08:56:18 0.004
6 12/17/2014 09:11:18 0.003
7 12/17/2014 09:26:18 0.006
8 12/17/2014 09:41:18 0.002
9 12/17/2014 09:56:18 0.002
10 12/17/2014 10:11:18 0.002
11 12/17/2014 10:26:18 0.005
12 12/17/2014 10:41:18 0.004
13 12/17/2014 10:56:18 0.004
14 12/17/2014 11:11:18 0.005
15 12/17/2014 11:26:18 0.004
16 12/17/2014 11:41:18 0.003
17 12/17/2014 11:56:18 0.016
18 12/17/2014 12:11:18 0.007
19 12/17/2014 12:26:18 0.004
20 12/17/2014 12:41:18 0.004
21 12/17/2014 12:56:18 0.007
22 12/17/2014 13:11:18 0.006
23 12/17/2014 13:26:18 0.005
24 12/17/2014 13:41:18 0.005
25 12/17/2014 13:56:18 0.006
26 12/17/2014 14:11:18 0.006
27 12/17/2014 14:26:18 0.006
28 12/17/2014 14:41:18 0.006

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137

Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: 11!137‘!"-/!
Upwind Downwind Work Area
Time Wind Direction Location Particulates VOCs = p—— Particulates VOCs VOCs
(mg/m” (ppm) (mg/m” (ppm) (ppm)
o730 | FRom | (- o D~| 0 6
08X | wedT 0 o Q
OFHO { @) 0 ¥
0400 0 O 9
04%0 0 0 0
L QOO 0 @ o
19Y0 0 o 0
(00 0 0 O
(B0 Q J 0]
1200 Q 0 0
1250 Q 0 0
(yoo N 0 0
1YY 0 0 0
| 100 0 A )
ER D | 6 o
1500 \ \y Q v O o
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
oteo | 3530133814 @ my/m’ — mg/m’ u-1
o700 852 0133810 (4D mg/m’ - mg/m’ D -\
mg/m’ mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air LOCGHI'OA’
02060 Minicae 3000 593~ 909185 o PPM =)
0700 M nirae 2000 5Q3-90%/28 0 PPM D~
PPM
Notes/Activities: o exceedayie s
— see ruldae !m:’m” cdidost ol

See map on back for location information.
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TrackPro Report
Test 051 U-
Instrument Data Properties
Model DustTrak Il Start Date 12/18/2014
Instrument S/N 8530133819 Start Time 07:05:26
Stop Date 12/18/2014
Stop Time 14:50:26
Total Time 0:07:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/18/2014 07:20:26 0.016
2 12/18/2014 07:35:26 0.017
3 12/18/2014 07:50:26 0.018
4 12/18/2014 08:05:26 0.017
5 12/18/2014 08:20:26 0.016
6 12/18/2014 08:35:26 0.016
7 12/18/2014 08:50:26 0.017
8 12/18/2014 09:05:26 0.018
9 12/18/2014 09:20:26 0.019
10 12/18/2014 09:35:26 0.019
11 12/18/2014 09:50:26 0.019
12 12/18/2014 10:05:26 0.019
13 12/18/2014 10:20:26 0.019
14 12/18/2014 10:35:26 0.019
15 12/18/2014 10:50:26 0.020
16 12/18/2014 11:05:26 0.021
17 12/18/2014 11:20:26 0.021
18 12/18/2014 11:35:26 0.020
19 12/18/2014 11:50:26 0.020
20 12/18/2014 12:05:26 0.021
21 12/18/2014 12:20:26 0.020
22 12/18/2014 12:35:26 0.018
23 12/18/2014 12:50:26 0.018
24 12/18/2014 13:05:26 0.020
25 12/18/2014 13:20:26 0.022
26 12/18/2014 13:35:26 0.023
27 o 12/18/2014 13:50:26 0.024
28 12/18/2014 14:05:26 0.025
29 12/18/2014 14:20:26 0.024
30 12/18/2014 14:35:26 0.025
31 12/18/2014 14:50:26 0.026

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 045 D!
Instrument Data Properties
Model DustTrak Il Start Date 12/18/2014
Instrument S/N 8530133810 Start Time 07:06:59
Stop Date 12/18/2014
Stop Time 14:51:59
Total Time 0:07:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/18/2014 07:21:59 0.009
2 12/18/2014 07:36:59 0.010
3 12/18/2014 07:51:59 0.010
4 12/18/2014 08:06:59 0.010
5 12/18/2014 08:21:59 0.009
6 12/18/2014 08:36:59 0.009
7 12/18/2014 08:51:59 0.010
8 12/18/2014 09:06:59 0.010
9 12/18/2014 09:21:59 0.011
10 12/18/2014 09:36:59 0.011
11 12/18/2014 09:51:59 0.011
12 12/18/2014 10:06:59 0.011
13 12/18/2014 10:21:59 0.011
14 12/18/2014 10:36:59 0.011
15 12/18/2014 10:51:59 0.011
16 12/18/2014 11:06:59 0.012
17 12/18/2014 11:21:59 0.012
18 12/18/2014 11:36:59 0.011
19 12/18/2014 11:51:59 0.011
20 12/18/2014 12:06:59 0.012
21 12/18/2014 12:21:59 0.011
22 12/18/2014 12:36:59 0.010
23 12/18/2014 12:51:59 0.011
24 12/18/2014 13:06:59 0.012
25 12/18/2014 13:21:59 0.012
26 12/18/2014 13:36:59 0.013
27 12/18/2014 13:51:59 0.014
28 12/18/2014 14:06:59 0.014
29 12/18/2014 14:21:59 0.014
30 12/18/2014 14:36:59 0.014
31 12/18/2014 14:51:59 0.015

about;blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137

Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: |z ] 12 J
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
0400 | FRom U-| o) D-| O ®)
a0 | sw/ ( o) . o O
[ 000 | 0O Q Q
L O%0 O 0 (@)
(o2 O 0 Q
1(vO 0 0 0
(200 | 0 0 0
1130 [ 0 . 0 O
>0 ! | V) 0 0
15%0 0 0 Q
[{9O 0 0 0
(>0 l 0 ) 0
(S0 / 0 ) V)
(730 N Vi 0 NV M O
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o700 3530‘33§ 19 O mg/m’ -— _rggfm’ -]
o100 8580133315 O mg/m’ - mg/m’ D=1
mym3 m_g}m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air L ocaT oA
o7e0 Mivirae. 3000 543 - 909185 o PPM u-!
0700 M wirue 3000 89a- 909128 ° PEM v-)
PPM
Notes/Activities: - MO exceedunles
_ See adducked  Clus4  Aylea

See map on back for location information.
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TrackPro Report
Test 052 A\
Instrument Data Properties
Model DustTrak Il Start Date 12/22/2014
Instrument S/N 8530133819 Start Time 08:20:55
Stop Date 12/22/2014
Stop Time 14:50:55
Total Time 0:06:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/22/2014 08:35:55 0.048
2 12/22/2014 08:50:55 0.047
3 12/22/2014 09:05:55 0.050
4 12/22/2014 09:20:55 0.050
5 12/22/2014 09:35:55 0.050
6 12/22/2014 09:50:55 0.049
7 12/22/2014 10:05:55 0.051
8 12/22/2014 10:20:55 0.049
9 12/22/2014 10:35:55 0.047
10 12/22/2014 10:50:55 0.046
11 12/22/2014 11:05:55 0.045
12 12/22/2014 11:20:55 0.045
13 12/22/2014 11:35:55 0.044
14 12/22/2014 11:50:55 0.042
15 12/22/2014 12:05:55 0.041
16 12/22/2014 12:20:55 0.039
17 12/22/2014 12:35:55 0.038
18 12/22/2014 12:50:55 0.037
19 12/22/2014 13:05:55 0.037
20 12/22/2014 13:20:55 0.036
21 12/22/2014 13:35:55 0.035
22 12/22/2014 13:50:55 0.034
23 12/22/2014 14:05:55 0.033
24 12/22/2014 14:20:55 0.035
25 12/22/2014 14:35:55 0.034
26 12/22/2014 14:50:55 0.035

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 057 {)-/
Instrument Data Properties
Model DustTrak Il Start Date 12/22/2014
Instrument S/N 8530133815 Start Time 08:10:47
Stop Date 12/22/2014
Stop Time 15:40:47
Total Time 0:07:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/22/2014 08:25:47 0.079
2 12/22/2014 08:40:47 0.040
3 12/22/2014 08:55:47 0.041
4 12/22/2014 09:10:47 0.042
5 12/22/2014 09:25:47 0.041
6 12/22/2014 09:40:47 0.040
7 12/22/2014 09:55:47 0.039
8 12/22/2014 10:10:47 0.039
9 12/22/2014 10:25:47 0.038
10 12/22/2014 10:40:47 0.037
11 12/22/2014 10:55:47 0.039
12 12/22/2014 11:10:47 0.048
13 12/22/2014 11:25:47 0.033
14 12/22/2014 11:40:47 0.033
15 12/22/2014 11:55:47 0.032
16 12/22/2014 12:10:47 0.032
17 12/22/2014 12:25:47 0.031
18 12/22/2014 12:40:47 0.031
19 12/22/2014 12:55:47 0.029
20 12/22/2014 13:10:47 0.027
21 12/22/2014 13:25:47 0.026
22 12/22/2014 13:40:47 0.026
23 12/22/2014 13:55:47 0.026
24 12/22/2014 14:10:47 0.025
25 12/22/2014 14:25:47 0.025
26 12/22/2014 14:40:47 0.024
27 12/22/2014 14:55:47 0.023
28 12/22/2014 15:10:47 0.023
29 12/22/2014 15:25:47 0.023
30 12/22/2014 15:40:47 0.023

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: [ 2 _/'Z-”S !I"/
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs YOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
4o | ERQum U o n-1 o &)
OAO S ) O )
(000 ¢ o 0 O
{ 00 | 0] @) o
1100 \ e O O
T \ 0 O &
1200 v o) <+ O O
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o700 2530133219 (@) mg/m’ — mgw’ Uu-l
0700 85%0 133815 @) mg/m’ —  mght D~
mg/m’ mg/nt’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air ! L oCa T o N
o700 Mivirae. 3o0o 593 - 904185 & PEM -
0700 M fwirue 3000 §9a-909128 @) PPM v-)
PFM
Notes/Activities: - Wo exeedunce
T sce attecwed _duxt AJuty

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 053 U\
Instrument Data Properties
Model DustTrak Il Start Date 12/23/2014
Instrument S/N 8530133819 Start Time 07:24:30
Stop Date 12/23/2014
Stop Time 11:09:30
Total Time 0:03:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/23/2014 07:39:30 0.042
2 12/23/2014 07:54:30 0.039
3 12/23/2014 08:09:30 0.042
4 12/23/2014 08:24:30 0.043
5 12/23/2014 08:39:30 0.044
6 12/23/2014 08:54:30 0.044
7 12/23/2014 09:09:30 0.045
8 12/23/2014 09:24:30 0.041
9 12/23/2014 09:39:30 0.040
10 12/23/2014 09:54:30 0.039
11 12/23/2014 10:09:30 0.043
12 12/23/2014 10:24:30 0.043
13 12/23/2014 10:39:30 0.039
14 12/23/2014 10:54:30 0.035
15 12/23/2014 11:09:30 0.023

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 058 (— :
Instrument Data Properties
Model DustTrak Il Start Date 12/23/2014
Instrument S/N 8530133815 Start Time 08:29:56
Stop Date 12/23/2014
Stop Time 11:59:56
Total Time 0:03:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 12/23/2014 08:44:56 0.022
2 12/23/2014 08:59:56 0.023
3 12/23/2014 09:14:56 0.021
4 12/23/2014 09:29:56 0.027
5 12/23/2014 09:44:56 0.024
6 12/23/2014 09:59:56 0.026
7 12/23/2014 10:14:56 0.019
8 12/23/2014 10:29:56 0.019
9 12/23/2014 10:44:56 0.018
10 12/23/2014 10:59:56 0.018
11 12/23/2014 11:14:56 0.023
12 12/23/2014 11:29:56 0.019
13 12/23/2014 11:44:56 0.017
14 12/23/2014 11:59:56 0.012

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log

Particulate and VOC Monijtoring
Date: 12124 'l"
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m? (ppm) (ppm)
U0 | From U=\ 9) D-1 &)
[O0O e 0 [ O ()
jo%0 . 0 8 0
1[0 | 0 o 0
(10 0 o 0
209 ) o @]
11%0 Vi % 0
(Hov o @ %
1H%9 0 0 0
1Moo 0 \ D 0
({30 0 \ 0 0
1509 o) \ ) 0
| 99 0 N Q Qy o O
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Loeation
0700 2530133319 @) mg/m® — mg/m’ u-!
0700 $85%0 133815 o mg/m’ v mg/m’® D~
n'lg&’ma mg.’m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air \ L ocu-n'o N
o700 Minirae. 3000 593 - 909185 (&) e | W)
6700 M iuirue 3000 892-909128 O PPM V-
PPM
Notes/Activities: ~ Vo _LXcee 24 v e

_Spe clloched  Adu>t Aduts

See map on back for location information.
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TrackPro Report
Test 054 -\

Instrument Data Properties

Model DustTrak Il Start Date 12/29/2014

Instrument S/N 8530133819 Start Time 07:22:37
Stop Date 12/29/2014
Stop Time 15:07:37
Total Time 0:07:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3

1 12/29/2014 07:37:37 0.027
2 12/29/2014 07:52:37 0.028
3 12/29/2014 08:07:37 0.028
4 12/29/2014 08:22:37 0.029
5 12/29/2014 08:37:37 0.030
6 12/29/2014 08:52:37 0.030
7 12/29/2014 09:07:37 0.029
8 12/29/2014 09:22:37 0.029
9 12/29/2014 09:37:37 0.022
10 12/29/2014 09:52:37 0.010
11 12/29/2014 10:07:37 0.010
12 12/29/2014 10:22:37 0.009
13 12/29/2014 10:37:37 0.009
14 12/29/2014 10:52:37 0.008
15 12/29/2014 11:07:37 0.007
16 12/29/2014 11:22:37 0.008
17 12/29/2014 11:37:37 0.008
18 12/29/2014 11:52:37 0.008
19 12/29/2014 12:07:37 0.009
20 12/29/2014 12:22:37 0.008
21 12/29/2014 12:37:37 0.008
22 12/29/2014 12:52:37 0.008
23 12/29/2014 13:07:37 0.016
24 12/29/2014 13:22:37 0.009
25 12/29/2014 13:37:37 0.008
26 12/29/2014 13:52:37 0.008
27 12/29/2014 14:07:37 0.009
28 12/29/2014 14,22:37 0.008
29 12/29/2014 14:37:37 0.008
30 12/29/2014 14:52:37 0.008
31 12/29/2014 15:07:37 0.008

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 059 (-
Instrument Data Properties
Model DustTrak Il Start Date 12/29/2014
Instrument S/N 8530133815 Start Time 08:48:13
Stop Date 12/29/2014
Stop Time 15:48:13
Total Time 0:07:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 12/29/2014 09:03:13 0.016
2 12/29/2014 09:18:13 0.012
3 12/29/2014 09:33:13 0.012
4 12/29/2014 09:48:13 0.013
5 12/29/2014 10:03:13 0.013
6 12/29/2014 10:18:13 0.012
7 12/29/2014 10:33:13 0.011
8 12/29/2014 10:48:13 0.005
9 12/29/2014 11:03:13 0.004
10 12/29/2014 11:18:13 0.004
11 12/29/2014 11:33:13 0.004
12 12/29/2014 11:48:13 0.003
13 12/29/2014 12:03:13 0.003
14 12/29/2014 12:18:13 0.003
15 12/29/2014 12:33:13 0.003
16 12/29/2014 12:48:13 0.003
17 12/29/2014 13:03:13 0.004
18 12/29/2014 13:18:13 0.004
19 12/29/2014 13:33:13 0.004
20 12/29/2014 13:48:13 0.004
21 12/29/2014 14:03:13 0.003
22 12/29/2014 14:18:13 0.003
23 12/29/2014 14:33:13 0.003
24 12/29/2014 14:48:13 0.003
25 12/29/2014 15:03:13 0.004
26 12/29/2014 15:18:13 0.004
27 12/29/2014 15:33:13 0.004
28 12/29/2014 15:48:13 0.004

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137

Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: Ill'ﬁi} )"I

Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m® (ppm) (mg/m” (ppm) (ppm)
O 4pe | Frow U 0 p-\ (®) 0
olvo | s o o ®)
| OO O ©) &)
jU2O (o} 0o 0
{] 00 o) O O
(50 0 0 0
(L0 O o o
(L% | 0) o 9]
1y 00 ! N 0O 0
1h3e { 0 O ©
(% O 0 [}
[0 0 Y 6
(50O Q o Q
5P | ¢ = O ~ o o
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
(ex I-10) 2530133819 O mgn’ — mg/m’® Uu-]
0700 8580 13381S o mg/n®_ - mg/m’ o1
mgfmj mg."m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air \ L OCﬁm’o N
0760 Mivirae. 3000 594 - 909185 o pev | WU =)
0700 M twirue 3000 89a-909128 9 PEM v~
PPM
Notes/Activities: A% ewceed anie §
~ See gttutlhed cAayt  clofo

See map on back for location information.
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Page 1 of 1

TrackPro Report
Test 056 U~
Instrument Data Properties
Model DustTrak Il Start Date 12/31/2014
Instrument S/N 8530133819 Start Time 07:28:19
Stop Date 12/31/2014
Stop Time 14:43:19
Total Time 0:07:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 12/31/2014 07:43:19 0.029
2 12/31/2014 07:58:19 0.022
3 12/31/2014 08:13:19 0.017
4 12/31/2014 08:28:19 0.015
5 12/31/2014 08:43:19 0.016
6 12/31/2014 08:58:19 0.021
7 12/31/2014 09:13:19 0.033
8 12/31/2014 09:28:19 0.023
9 12/31/2014 09:43:19 0.016
10 12/31/2014 09:58:19 0.011
11 12/31/2014 10:13:19 0.011
12 12/31/2014 10:28:19 0.051
13 12/31/2014 10:43:19 0.022
14 12/31/2014 10:58:19 0.022
15 12/31/2014 11:13:19 0.022
16 12/31/2014 11:28:19 0.011
17 12/31/2014 11:43:19 0.011
18 12/31/2014 11:58:19 0.016
19 12/31/2014 12:13:19 0.029
20 12/31/2014 12:28:19 0.030
21 12/31/2014 12:43:19 0.022
22 12/31/2014 12:58:19 0.012
23 12/31/2014 13:13:19 0.014
24 12/31/2014 13:28:19 0.016
25 12/31/2014 13:43:19 0.031
26 12/31/2014 13:58:19 0.025
27 12/31/2014 14:13:19 0.026
28 12/31/2014 14:28:19 0.014
29 12/31/2014 14:43:19 0.019

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 060 0!

Instrument Data Properties

Model DustTrak Il Start Date 12/31/2014

Instrument S/N 8530133815 Start Time 08:44:25
Stop Date 12/31/2014
Stop Time 15:29:25
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3

1 12/31/2014 08:59:25 0.011
2 12/31/2014 09:14:25 0.006
3 12/31/2014 09:29:25 0.006
4 12/31/2014 09:44:25 0.006
5 12/31/2014 09:59:25 0.006
6 12/31/2014 10:14:25 0.006
7 12/31/2014 10:29:25 0.006
8 12/31/2014 10:44:25 0.005
9 12/31/2014 10:59:25 0.005
10 12/31/2014 11:14:25 0.005
11 12/31/2014 11:29:25 0.004
12 12/31/2014 11:44:25 0.004
13 12/31/2014 11:59:25 0.004
14 12/31/2014 12:14:25 0.004
15 12/31/2014 12:29:25 0.005
16 12/31/2014 12:44:25 0.005
17 12/31/2014 12:59:25 0.005
18 12/31/2014 13:14:25 0.005
19 12/31/2014 13:29:25 0.005
20 12/31/2014 13:44:25 0.005
21 12/31/2014 13:59:25 0.005
22 12/31/2014 14:14:25 0.005
23 12/31/2014 14:29:25 0.006
24 12/31/2014 14:44:25 0.006
25 12/31/2014 14:59:25 0.006
26 12/31/2014 15:14:25 0.007
27 12/31/2014 15:29:25 0.007

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: j |2 [I.S
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs YOCs
Location Location
(mg/m® (ppm) (mg/m”’ (ppm) (ppm)
Olpw | FRom iA=| ) nN— O o
o0 | west o Y 0l
Lo O 0 o
124 0 0 0,
1160 O 0 O
(10 0 © Q
(U0 ) 0 Q
1170 0 Y 0
60 0 Y 0
o0 | ~ N 0 ~ 0 )
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o700 2530133819 O  mg/m’ -  mg/m® -]
0700 | 85%0133815 0, mg/m’ - mg/m® ‘D~
g/’ mg/m’

Calibration - Photoionization Detector

Zero (Ambient) Air \ L oCa 1o N

Time Model Serial Number
o700 | Minjrae. 3000 594 - 249185 ) pem | U=
0700 M iuirue 3000 59a-%09128 ) PPM v =)
PPM
Notes/Activities: — A0 ey [.Q{.j ol es

—SNey

celtfec boeed

cAag ST

See map on back for location information.
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TrackPro Report
Test 057 V\J\
Instrument Data Properties
Model DustTrak Il Start Date 01/02/2015
Instrument S/N 8530133819 Start Time 07:32:09
Stop Date 01/02/2015
Stop Time 13:02:09
Total Time 0:05:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/02/2015 07:47:09 0.025
2 01/02/2015 08:02:09 0.024
3 01/02/2015 08:17:09 0.023
4 01/02/2015 08:32:09 0.025
5 01/02/2015 08:47:09 0.034
6 01/02/2015 09:02:09 0.032
7 01/02/2015 09:17:09 0.031
8 01/02/2015 09:32:09 0.030
9 01/02/2015 09:47:09 0.030
10 01/02/2015 10:02:09 0.028
11 01/02/2015 10:17:09 0.033
12 01/02/2015 10:32:09 0.027
13 01/02/2015 10:47:09 0.026
14 01/02/2015 11:02:09 0.022
15 01/02/2015 11:17:09 0.023
16 01/02/2015 11:32:09 0.027
17 01/02/2015 11:47:09 0.030
18 01/02/2015 12:02:09 0.030
19 01/02/2015 12:17:09 0.026
20 01/02/2015 12:32:09 0.024
21 01/02/2015 12:47:09 0.021
22 01/02/2015 13:02:09 0.022

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 061 \D _
Instrument Data Properties
Model DustTrak Il Start Date 01/02/2015
Instrument S/N 8530133815 Start Time 08:39:42
Stop Date 01/02/2015
Stop Time 13:39:42
Total Time 0:05:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 01/02/2015 08:54:42 0.015
2 01/02/2015 09:09:42 0.009
3 01/02/2015 09:24:42 0.009
4 01/02/2015 09:39:42 0.009
5l 01/02/2015 09:54:42 0.010
6 01/02/2015 10:09:42 0.010
7 01/02/2015 10:24:42 0.011
8 01/02/2015 10:39:42 0.011
9 01/02/2015 10:54:42 0.011
10 01/02/2015 11:09:42 0.010
11 01/02/2015 11:24:42 0.008
12 01/02/2015 11:39:42 0.008
13 01/02/2015 11:54:42 0.008
14 01/02/2015 12:09:42 0.008
15 01/02/2015 12:24:42 0.008
16 01/02/2015 12:39:42 0.009
17 01/02/2015 12:54:42 0.010
18 01/02/2015 13:09:42 0.010
19 01/02/2015 13:24:42 0.009
20 01/02/2015 13:39:42 0.007

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log

Particulate and V?C,Monitoring
Date: | |5 r 1>
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m®” (ppm) (mg/m” (ppm) (ppm)
| foo | FRen U 2 )| O o
[o3o w U 0 i O O
1100 o ) 0
1o 2, O D
1200 0 0 o)
(1 J O 0 0
(59C 0 0 0]
D 0 0 0
({00 ) 0 0
4 Q 0 D
| ‘3’0‘) J Y Q N (ﬁ) O
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
(o X-1¢] 25301233]9 & mg/m’ a mg/nt’ (2 5l
0700 | 8550133815 o) g/’ — mg/m’ o~
m[g,u"m:| m{,{;’m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air l L OCQTfO N
o700 Mivirae. 3000 594 - 942185 ) PPM u-|
0700 | M iwirue 3000 5%9a-909128 o oM w-]
Prv
Notes/Activities: -~ 4o exceclopte )
~ Nee aAfde.c be A ot A Fiy
— Mmeden CoAund ) A by Ty lee

See map on back for location information.
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TrackPro Report
Test 062 )|
Instrument Data Properties
Model DustTrak Il Start Date 01/05/2015
Instrument S/N 8530133815 Start Time 09:33:41
Stop Date 01/05/2015
Stop Time 15:18:41
Total Time 0:05:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 01/05/2015 09:48:41 0.046
2 01/05/2015 10:03:41 0.050
3 01/05/2015 10:18:41 0.032
4 01/05/2015 10:33:41 0.056
5 01/05/2015 10:48:41 0.056
6 01/05/2015 11:03:41 0.033
7 01/05/2015 11:18:41 0.008
8 01/05/2015 11:33:41 0.009
9 01/05/2015 11:48:41 0.014
10 01/05/2015 12:03:41 0.028
11 01/05/2015 12:18:41 0.011
12 01/05/2015 12:33:41 0.007
13 01/05/2015 12:48:41 0.009
14 01/05/2015 13:03:41 0.032
15 01/05/2015 13:18:41 0.034
16 01/05/2015 13:33:41 0.029
17 01/05/2015 13:48:41 0.036
18 01/05/2015 14:03:41 0.013
19 01/05/2015 14:18:41 0.011
20 01/05/2015 14:33:41 0.022
21 01/05/2015 14:48:41 0.008
22 01/05/2015 15:03:41 0.021
23 01/05/2015 15:18:41 0.006

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: / '/ g‘-,' />
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VYOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
0 Boo | From =1 %) - O S
030 | dw ™ 6] 0
M eo Q o O
g U39 0 0 O
| 000 0 o 0
(020 | 0 0 0
|0V | 0 0, 0
(%0 | 0 0 0
|20 0 | 0 0
'[Zfb O 0] 0 0
[Loo A 0] 0
(%O 0 0 0
[yw 0 k o 0
14%0 ) Q \ 0 V)
[T X v/ 0 N ¢ Q
Calibration - TSY DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o700 3530'33qu @ mg/m’ S me/m’ th=]
0700 85%0 133815 O _mg/m’ T g D~
mga'rn5 m\g»‘m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air \ L oCaTtroN
o700 | Mivirae. 3000 593 - 903185 o e | W)
0700 M iwirue. 3000 59a- 909128 0 PPM w-)
PPM
Notes/Activities: - Ao excecd ol S

See_ cudd eetped. o(d_lﬂ__/"( o . e

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 058 U\
Instrument Data Properties
Model DustTrak Il Start Date 01/06/2015
Instrument S/N 8530133819 Start Time 07:45:52
Stop Date 01/06/2015
Stop Time 14:30:52
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/06/2015 08:06:43 0.000
2 01/06/2015 08:15:52 0.013
3 01/06/2015 08:30:52 0.015
4 01/06/2015 08:45:52 0.011
5 01/06/2015 09:00:52 0.011
6 01/06/2015 09:15:52 0.038
7 01/06/2015 09:30:52 0.089
8 01/06/2015 09:45:52 0.088
9 01/06/2015 10:00:52 0.024
10 01/06/2015 10:15:52 0.014
11 01/06/2015 10:30:52 0.010
12 01/06/2015 10:45:52 0.009
13 01/06/2015 11:00:52 0.010
14 01/06/2015 11:15:52 0.014
15 01/06/2015 11:30:52 0.020
16 01/06/2015 11:45:52 0.079
17 01/06/2015 12:00:52 0.081
18 01/06/2015 12:15:52 0.109
19 01/06/2015 12:30:52 0.093
20 01/06/2015 12:45:52 0.075
21 01/06/2015 13:00:52 0.068
22 01/06/2015 13:15:52 0.019
23 01/06/2015 13:30:52 0.012
24 01/06/2015 13:45:52 0.016
25 01/06/2015 14:00:52 0.010
26 01/06/2015 14:15:52 0.009
27 01/06/2015 14:30:52 0.008

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 063 N-|
Instrument Data Properties
Model DustTrak Il Start Date 01/06/2015
Instrument S/N 8530133815 Start Time 08:38:44
Stop Date 01/06/2015
Stop Time 15:23:44
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 01/06/2015 08:53:44 0.008
2 01/06/2015 09:08:44 0.004
3 01/06/2015 09:23:44 0.003
4 01/06/2015 09:38:44 0.003
5 01/06/2015 09:53:44 0.003
6 01/06/2015 10:08:44 0.004
7 01/06/2015 10:23:44 0.008
8 01/06/2015 10:38:44 0.008
9 01/06/2015 10:53:44 0.004
10 01/06/2015 11:08:44 0.003
11 01/06/2015 11:23:44 0.002
12 01/06/2015 11:38:44 0.002
13 01/06/2015 11:563:44 0.002
14 01/06/2015 12:08:44 0.002
15 01/06/2015 12:23:44 0.002
16 01/06/2015 12:38:44 0.006
17 01/06/2015 12:53:44 0.005
18 01/06/2015 13:08:44 0.007
19 01/06/2015 13:23:44 0.007
20 01/06/2015 13:38:44 0.006
21 01/06/2015 13:53:44 0.005
22 01/06/2015 14:08:44 0.002
23 01/06/2015 14:23:44 0.002
24 01/06/2015 14:38:44 0.006
25 01/06/2015 14:53:44 0.005
26 01/06/2015 15:08:44 0.005
27 01/06/2015 15:23:44 0.005

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log

Particulate an? VOC Monitoring
Date: / J q J /D
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m® (ppm) (mg/m” (ppm) (ppm)
o5 | Frem | U=\ D) n—| o O
0%30 Sw O O O
pqoo ; O o 0
09%0 \ o) O D
[0oO \ ) 0 o
[ O Q O
(00 0 O U
(50 0 0 3
(10 0 0 0
(U0 I Q 0 0
[ v 0 0 g
20 . 0 0 0
|00 < Y 0 @ ©
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o100 | 853013389 O mgw’ — g’ Uu-)
07700 85%01338(5 O mg/m’ i mg/m® D=1
mg;‘mJ l'tlg!m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air ‘ L oCKﬂO N
o700 Mivirae. 3000 592 - 2049185 o PPM u-
0700 M fwirue 3000 59a-909128 & PEM w-)
oM |
Notes/Activities: ~A/D ©“wycee A oA e s
Sepe ciltac oA _ctud Loty

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 064 D!
Instrument Data Properties
Model DustTrak Il Start Date 01/09/2015
Instrument S/N 8530133815 Start Time 08:30:41
Stop Date 01/09/2015
Stop Time 14:45:41
Total Time 0:06:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m~3
1 01/09/2015 08:45:41 0.008
2 01/09/2015 09:00:41 0.003
3 01/09/2015 09:15:41 0.002
4 01/09/2015 09:30:41 0.002
5 01/09/2015 09:45:41 0.003
6 01/09/2015 10:00:41 0.002
7 01/09/2015 10:15:41 0.006
8 01/09/2015 10:30:41 0.015
9 01/09/2015 10:45:41 0.010
10 01/09/2015 11:00:41 0.007
11 01/09/2015 11:15:41 0.005
12 01/09/2015 11:30:41 0.010
13 01/09/2015 11:45:41 0.009
14 01/09/2015 12:00:41 0.009
15 01/09/2015 12:15:41 0.008
16 01/09/2015 12:30:41 0.004
17 01/09/2015 12:45:41 0.002
18 01/09/2015 13:00:41 0.003
19 01/09/2015 13:15:41 0.004
20 01/09/2015 13:30:41 0.003
21 01/09/2015 13:45:41 0.011
22 01/09/2015 14:00:41 0.008
23 01/09/2015 14:15:41 0.003
24 01/09/2015 14:30:41 0.002
25 01/09/2015 14:45:41 0.007

about:blank

2/16/2015



Page 1 of' 1

TrackPro Report
Test 059 U-"
Instrument Data Properties
Model DustTrak Il Start Date 01/09/2015
Instrument S/N 8530133819 Start Time 07:36:35
Stop Date 01/09/2015
Stop Time 13:51:35
Total Time 0:06:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43
1 01/09/2015 07:51:35 0.080
2 01/09/2015 08:06:35 0.027
3 01/09/2015 08:21:35 0.018
4 01/09/2015 08:36:35 0.015
5 01/09/2015 08:51:35 0.017
6 01/09/2015 09:06:35 0.011
7 01/09/2015 09:21:35 0.069
8 01/09/2015 09:36:35 0.156
9 01/09/2015 09:51:35 0.076
10 01/09/2015 10:06:35 0.048
11 01/09/2015 10:21:35 0.035
12 01/09/2015 10:36:35 0.116
13 01/09/2015 10:51:35 0.084
14 01/09/2015 11:06:35 0.092
15 01/09/2015 11:21:35 0.079
16 01/09/2015 11:36:35 0.027
17 01/09/2015 11:51:35 0.012
18 01/09/2015 12:06:35 0.037
19 01/09/2015 12:21:35 0.038
20 01/09/2015 12:36:35 0.031
21 01/09/2015 12:51:35 0.132
22 01/09/2015 13:06:35 0.032
23 01/09/2015 13:21:35 0.010 '
24 01/09/2015 13:36:35 0.007
25 01/09/2015 13:51:35 0.023

about:blank

2/3/2015



FORMER MONACO OIL - BCP SITE #C828137

Daily Community Air Monitoring Log
Particulate nn}:l VOC Monitoring

Date: | | L Z ] 5
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
o Gov | | Rum u-=-"\ O - o o
VB30 Sw 0 0 o
o qeo 0) ¥ O
) G0 0 @) 0
jOOC O O O
1030 0 ) D 0
1o 0 1) 0
(39 O O 0
v O 0 0
1234 0 O 0
] 3u0 0 0 0
(539 o Q 0
(09 0 ) 0
4% o) Q 0
[ W/ N O & ) 0)
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
cl00 2530133219 o mg/m’ —  mgm’ (250 |
0700 85%01338I1S @) mg/m’ - mg/m’® D~
mg/m’ mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air \ L °Cu,‘l1'o N
o700 | Miwirae 3000 594 - 2049185 o e | U=
0700 M iwirug 3000 892- 909126 @) PPM v-)
PPM
Notes/Activities: - A0 RX(Cee Ao e
— S €€ cadtrcleA Shee T

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 060 A\
Instrument Data Properties
Model DustTrak Il Start Date 01/12/2015
Instrument S/N 8530133819 Start Time 07:45:33
Stop Date 01/12/2015
Stop Time 14:15:33
Total Time 0:06:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 01/12/2015 08:00:33 0.055
2 01/12/2015 08:15:33 0.031
3 01/12/2015 08:30:33 0.018
4 01/12/2015 08:45:33 0.017
5 01/12/2015 09:00:33 0.038
6 01/12/2015 09:15:33 0.028
7 01/12/2015 09:30:33 0.027
8 01/12/2015 09:45:33 0.065
9 01/12/2015 10:00:33 0.070
10 01/12/2015 10:15:33 0.036
11 01/12/2015 10:30:33 0.019
12 01/12/2015 10:45:33 0.014
13 01/12/2015 11:00:33 0.013
14 01/12/2015 11:15:33 0.013
15 01/12/2015 11:30:33 0.016
16 01/12/2015 11:45:33 0.015
17 01/12/2015 12:00:33 0.020
18 01/12/2015 12:15:33 0.053
19 01/12/2015 12:30:33 0.054
20 01/12/2015 12:45:33 0.136
21 01/12/2015 13:00:33 0.134
22 01/12/2015 13:16:33 0.050
23 01/12/2015 13:30:33 0.027
24 01/12/2015 13:45:33 0.021
25 01/12/2015 14:00:33 0.044
26 01/12/2015 14:15:33 0.045

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 065 [)-|
Instrument Data Properties
Model DustTrak |l Start Date 01/12/2015
Instrument S/N 8530133815 Start Time 08:39:41
Stop Date 01/12/2015
Stop Time 15:09:41
Total Time 0:06:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/12/2015 08:54:41 0.033
2 01/12/2015 09:09:41 0.028
3 01/12/2015 09:24:41 0.024
4 01/12/2015 09:39:41 0.021
5 01/12/2015 09:54:41 0.021
6 01/12/2015 10:09:41 0.022
7 01/12/2015 10:24:41 0.024
8 01/12/2015 10:39:41 0.025
9 01/12/2015 10:54:41 0.023
10 01/12/2015 11:09:41 0.021
11 01/12/2015 11:24:41 0.019
12 01/12/2015 11:39:41 0.018
13 01/12/2015 11:54:41 0.017
14 01/12/2015 12:09:41 0.017
15 01/12/2015 12:24:41 0.018
16 01/12/2015 12:39:41 0.018
17 01/12/2015 12:54:41 0.017
18 01/12/2015 13:09:41 0.017
19 01/12/2015 13:24:41 0.019
20 01/12/2015 13:39:41 0.022
21 01/12/2015 13:54:41 0.022
22 01/12/2015 14:09:41 0.021
23 01/12/2015 14:24:41 0.019
24 01/12/2015 14:39:41 0.017
25 01/12/2015 14:54:41 0.017
26 01/12/2015 15:09:41 0.019

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VQC Monitoring

Date: __ || % ]IS
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs YOCs
Location Location
(mg/m” (ppm) [mg;'m“ (ppm) (ppm)
ok | From U /48] e o o
1) 530 w | [ O [
o Qoo N 8. @)
04%0 & %) 0
Lo 0 ¥ 0
(030 D \ 0 0
Lo 0 [ 0
nho [0 d 0
| 2o 0 0 0]
(o9 0] \ 0 0
30 5” \ 0 0
30 0 ‘ 0 0
[ {o0 % Q 0
450 ; 0 0 b
% Y D) 0 0
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o100 253013389 () mgm' — _mg/m’ 25
0700 85%0 '33_8[5 @) mg/m’ - mg/m® D~
mg/m’ mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air ' L OCaToN
0700 | Mivirae. 3000 594 - 909185 ) e § U~
0700 | M jwirue 3000 89a-909128 O PPM ©-)
PPM
Notes/Activities: — o excecdpate)
— Ser Ao koA st datey

See map on back for location information.
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Page 1 of 1

TrackPro Report
Test 066 [D—!

Instrument Data Properties

Model DustTrak Il Start Date 01/13/2015

Instrument S/N 8530133815 Start Time 08:20:28
Stop Date 01/13/2015
Stop Time 15:05:28
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3

1 01/13/2015 08:35:28 0.014
2 01/13/2015 08:50:28 0.007
3 01/13/2015 09:05:28 0.007
4 01/13/2015 09:20:28 0.007
5 01/13/2015 09:35:28 0.006
6 01/13/2015 09:50:28 0.006
7 01/13/2015 10:05:28 0.012
8 01/13/2015 10:20:28 0.019
9 01/13/2015 10:35:28 0.028
10 01/13/2015 10:50:28 0.016
11 01/13/2015 11:05:28 0.021
12 01/13/2015 11:20:28 0.008
13 01/13/2015 11:35:28 0.005
14 01/13/2015 11:50:28 0.004
15 01/13/2015 12:05:28 0.004
16 01/13/2015 12:20:28 0.008
17 01/13/2015 12:35:28 0.005
18 01/13/2015 12:50:28 0.004
19 01/13/2015 13:05:28 0.014
20 01/13/2015 13:20:28 0.018
21 01/13/2015 13:35:28 0.021
22 01/13/2015 13:50:28 0.022
23 01/13/2015 14:05:28 0.015
24 01/13/2015 14:20:28 0.006
25 01/13/2015 14:35:28 0.004
26 01/13/2015 14:50:28 0.003
27 01/13/2015 15:05:28 0.003

about:blank

2/16/2015



Page 1 of 1

TrackPro Report
Test 061 \-\
Instrument Data Properties
Model DustTrak Il Start Date 01/13/2015
Instrument S/N 8530133819 Start Time 07:26:13
Stop Date 01/13/2015
Stop Time 14:11:13
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/13/2015 07:41:13 0.037
2 01/13/2015 07:56:13 0.017
3 01/13/2015 08:11:13 0.014
4 01/13/2015 08:26:13 0.013
5 01/13/2015 08:41:13 0.013
6 01/13/2015 08:56:13 0.012
7 01/13/2015 09:11:13 0.026
8 01/13/2015 09:26:13 0.036
9 01/13/2015 09:41:13 0.048
10 01/13/2015 09:56:13 0.031
11 01/13/2015 10:11:13 0.064
12 01/13/2015 10:26:13 0.022
13 01/13/2015 10:41:13 0.011
14 01/13/2015 10:56:13 0.008
15 01/13/2015 11:11:13 0.010
16 01/13/2015 11:26:13 0.022
17 01/13/2015 11:41:13 0.013
18 01/13/2015 11:56:13 0.009
19 01/13/2015 12:11:13 0.047
20 01/13/2015 12:26:13 0.060
21 01/13/2015 12:41:13 0.064
22 01/13/2015 12:56:13 0.059
23 01/13/2015 13:11:13 0.039
24 01/13/2015 13:26:13 0.015
25 01/13/2015 13:41:13 0.009
26 01/13/2015 13:56:13 0.008
27 01/13/2015 14:11:13 0.007

about:blank

2/3/2015



FORMER MONACO OIL - BCP SITE #C828137

Daily Community Air Monitoring Log
Particulate and VQC Monitoring
11y [is
L

Date:
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m® (ppm) (mgm” (ppm) (ppm)
ORuo | Flom A~ 0 D-| 6 o
0400 S/ 0 O 2.
o920 ) &) (@
(0o 0 0 @)
jod o 0 0 o
([ 6 0 4]
((30 0 O 0
[ 1o 9, v, 0
(230 V) 0 0
I 300 \ 0 0 0
(%0 l 0 0 Q
(YW l 0 O G
(YO N v ) Y O (&)
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
Cloo | 353013338]9 @) mg/m’ - mg/m’ u-]
©700 | 8550133815 (@) mg/m’ - _mg/m’ o~
mgfmg m@'m’

Calibration - Photoionization Detector

Zero (Ambient) Air \ L oCaTroN

Time Model Serial Number
o760 Mivirae. 3000 544 - 909185 o e | W)
0700 M wirae 3000 59a-909128 O PPM v-)
PPM
Notes/Activities: — A6 excee Adantes i
— < 0p gAtrebedd Ay Kaled

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 062 )\
Instrument Data Properties
Model DustTrak 1l Start Date 01/14/2015
Instrument S/N 8530133819 Start Time 08:01:51
Stop Date 01/14/2015
Stop Time 14:16:51
Total Time 0:06:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/14/2015 08:16:51 0.068
2 01/14/2015 08:31:51 0.059
3 01/14/2015 08:46:51 0.061
4 01/14/2015 09:01:51 0.060
5 01/14/2015 09:16:51 0.067
6 01/14/2015 09:31:51 0.072
7 01/14/2015 09:46:51 0.062
8 01/14/2015 10:01:51 0.055
9 01/14/2015 10:16:51 0.036
10 01/14/2015 10:31:51 0.034
11 01/14/2015 10:46:51 0.033
12 01/14/2015 11:01:51 0.032
13 01/14/2015 11:16:51 0.034
14 01/14/2015 11:31:51 0.032
15 01/14/2015 11:46:51 0.032
16 01/14/2015 12:01:51 0.031
17 01/14/2015 12:16:51 0.031
18 01/14/2015 12:31:51 0.030
19 01/14/2015 12:46:51 0.027
20 01/14/2015 13:01:51 0.027
21 01/14/2015 13:16:51 0.025
22 01/14/2015 13:31:51 0.023
23 01/14/2015 13:46:51 0.022
24 01/14/2015 14:01:51 0.023
25 01/14/2015 14:16:51 0.025

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 067 (D—)
Instrument Data Properties
Model DustTrak Il Start Date 01/14/2015
Instrument S/N 8530133815 Start Time 08:54:11
Stop Date 01/14/2015
Stop Time 15:09:11
Total Time 0:06:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/14/2015 09:09:11 0.031
2 01/14/2015 09:24:11 0.033
3 01/14/2015 09:39:11 0.101
4 01/14/2015 09:54:11 0.035
5 01/14/2015 10:09:11 0.037
6 01/14/2015 10:24:11 0.042
7 01/14/2015 10:39:11 0.036
8 01/14/2015 10:54:11 0.035
9 01/14/2015 11:09:11 0.022
10 01/14/2015 11:24:11 0.021
11 01/14/2015 11:39:11 0.020
12 01/14/2015 11:54:11 0.019
13 01/14/2015 12:09:11 0.019
14 01/14/2015 12:24:11 0.019
15 01/14/2015 12:39:11 0.019
16 01/14/2015 12:54:11 0.018
17 01/14/2015 13:09:11 0.018
18 01/14/2015 13:24:11 0.018
19 01/14/2015 13:39:11 0.015
20 01/14/2015 13:54:11 0.014
21 01/14/2015 14:09:11 0.014
22 01/14/2015 14:24:11 0.013
23 01/14/2015 14:39:11 0.012
24 01/14/2015 14:54:11 0.013
25 01/14/2015 15:09:11 0.014

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: _ | ‘/ /5 iS5
Upwind Downwind Work Area
Time Wind Direction) Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m® (ppm) (ng/m” (ppm) (ppm)
670 F o (A1 18] D-—\ [ [
0300 ( Q { [0 &
0330 [ ) @, O
09 o O o 0
pé3o 0 0 0
[ w0 | 0 l o (2
(G929 ] Vi | Y Q
(Lov | 0 ! 0 o
K [ 0 0 0
2 | 0 Q 0
[Tvo 0 ’ 0 0
) 300 0 ! 0 0
{730 0 O 8]
[Hoo 0 Wi 0
(4% 0 0 0
[ o 0] & &)
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o700 24530133819 @) me/m’ = mg/m’ th=]
0700 | 8580133815 %) mg/m’ — mgw' o~
mg}’rnJ mglm3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air L oCuTToN)
o760 Mivirae. 3000 592 - 209185 O PPM -
0700 | M jwirue 3000 89a- 909128 o PPM w-)
rPrM
Notes/Activities: ~ Ao Rxeec cAopce , s
— A @0 of fecblcd cAgA cLtaker

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 063 -\
Instrument Data Properties
Model DustTrak Il Start Date 01/15/2015
Instrument S/N 8530133819 Start Time 07:12:48
Stop Date 01/15/2015
Stop Time 14:12:48
Total Time 0:07:00:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/15/2015 07:27:48 0.077
2 01/15/2015 07:42:48 0.047
3 01/15/2015 07:57:48 0.031
4 01/15/2015 08:12:48 0.027
5 01/15/2015 08:27:48 0.026
6 01/15/2015 08:42:48 0.037
7 01/15/2015 08:57:48 0.052
8 01/15/2015 09:12:48 0.038
9 01/15/2015 09:27:48 0.096
10 01/15/2015 09:42:48 0.091
11 01/15/2015 09:57:48 0.063
12 01/15/2015 10:12:48 0.042
13 01/15/2015 10:27:48 0.030
14 01/15/2015 10:42:48 0.023
15 01/15/2015 10:57:48 0.029
16 01/15/2015 11:12:48 0.027
17 01/15/2015 11:27:48 0.036
18 01/15/2015 11:42:48 0.027
19 01/15/2015 11:57:48 0.023
20 01/15/2015 12:12:48 0.086
21 01/15/2015 12:27:48 0.050
22 01/15/2015 12:42:48 0.047
23 01/15/2015 12:57:48 0.053
24 01/15/2015 13:12:48 0.039
25 01/15/2015 13:27:48 0.042
26 01/15/2015 13:42:48 0.032
27 01/15/2015 13:57:48 0.026
28 01/15/2015 14:12:48 0.029

about:blank

2/3/2015



Page 1 of |

TrackPro Report
Test 068 ()~ |
Instrument Data Properties
Model DustTrak Il Start Date 01/15/2015
Instrument S/N 8530133815 Start Time 08:03:37
Stop Date 01/15/2015
Stop Time 15:18:37
Total Time 0:07:15:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 01/15/2015 08:18:37 0.033
2 01/15/2015 08:33:37 0.027
3 01/15/2015 08:48:37 0.028
4 01/15/2015 09:03:37 0.029
5 01/15/2015 09:18:37 0.030
6 01/15/2015 09:33:37 0.033
7 01/15/2015 09:48:37 0.031
8 01/15/2015 10:03:37 0.031
9 01/15/2015 10:18:37 0.030
10 01/15/2015 10:33:37 0.029
11 01/15/2015 10:48:37 0.031
12 01/15/2015 11:03:37 0.028
13 01/15/2015 11:18:37 0.027
14 01/15/2015 11:33:37 0.027
15 01/15/2015 11:48:37 0.027
16 01/15/2015 12:03:37 0.028
17 01/15/2015 12:18:37 0.027
18 01/15/2015 12:33:37 0.027
19 01/15/2015 12:48:37 0.027
20 01/15/2015 13:03:37 0.028
21 01/15/2015 13:18:37 0.028
22 01/15/2015 13:33:37 0.028
23 01/15/2015 13:48:37 0.028
24 01/15/2015 14:03:37 0.029
25 01/15/2015 14:18:37 0.030
26 01/15/2015 14:33:37 0.031
27 01/15/2015 14:48:37 0.030
28 01/15/2015 15:03:37 0.030
29 01/15/2015 15:18:47 0.000

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate apd VOC Monitoring

Date: | ik | 1
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
X0 | Fiom U-| 0 DI o o
D50 | Sw O 0 0
04c0 ) 0 )
A 0 0 0
(oKX 0 Q 0
(0% O 0 Q 0
[[0O Q 0 0
(%0 ) Q 0
1130 0 O V)
el ¥ 0 0
(50 o 0 0
i1 (47 0 0 O
(139 v o Q0 « Y v
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
(ex]-Té] 2530133319 6 mg/nr’ — mg/m’ =]
o0J00 85%013381S > mg/m’ — g’ D=1
mg/m’ mg/m’
Calibration - Photoionization Detector
Time Model ¥ Serial Number Zero (Ambient) Air \ L mﬁo N
o700 Minjrae. 3000 593 - 909185 (&2, v | U=
0700 | M wirue 3000 §9a- 909128 o PPM w-)
PPM
Notes/Activities: - AO 2 (el Lzﬂ v (€S

— S¢e¢é uffckod AT LaTs

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 064 -\
Instrument Data Properties
Model DustTrak Il Start Date 01/16/2015
Instrument S/N 8530133819 Start Time 07:47:10
Stop Date 01/16/2015
Stop Time 14:17:10
Total Time 0:06:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m#3
1 01/16/2015 08:02:10 0.024
2 01/16/2015 08:17:10 0.011
3 01/16/2015 08:32:10 0.008
4 01/16/2015 08:47:10 0.009
5 01/16/2015 09:02:10 0.018
6 01/16/2015 09:17:10 0.037
7 01/16/2015 09:32:10 0.071
8 01/16/2015 09:47:10 0.051
9 01/16/2015 10:02:10 0.046
10 01/16/2015 10:17:10 0.015
11 01/16/2015 10:32:10 0.008
12 01/16/2015 10:47:10 0.008
13 01/16/2015 11:02:10 0.011
14 01/16/2015 11:17:10 0.016
15 01/16/2015 11:32:10 0.028
16 01/16/2015 11:47:10 0.036
17 01/16/2015 12:02:10 0.033
18 01/16/2015 12:17:10 0.040
19 01/16/2015 12:32:10 0.039
20 01/16/2015 12:47:10 0.039
21 01/16/2015 13:02:10 0.018
22 01/16/2015 13:17:10 0.011
23 01/16/2015 13:32:10 0.024
24 01/16/2015 13:47:10 0.032
25 01/16/2015 14:02:10 0.013
26 01/16/2015 14:17:10 0.008

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 069 N\
Instrument Data Properties
Model DustTrak Il Start Date 01/16/2015
Instrument S/N 8530133815 Start Time 08:41:08
Stop Date 01/16/2015
Stop Time 156:11:08
Total Time 0:06:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/16/2015 08:56:08 0.011
2 01/16/2015 09:11:08 0.005
3 01/16/2015 09:26:08 0.003
4 01/16/2015 09:41:08 0.003
5 01/16/2015 09:56:08 0.006
6 01/16/2015 10:11:08 0.015
7 01/16/2015 10:26:08 0.027
8 01/16/2015 10:41:08 0.020
9 01/16/2015 10:56:08 0.020
10 01/16/2015 11:11:08 0.006
11 01/16/2015 11:26:08 0.003
12 01/16/2015 11:41:08 0.003
13 01/16/2015 11:56:08 0.005
14 01/16/2015 12:11:08 0.006
15 01/16/2015 12:26:08 0.012
16 01/16/2015 12:41:08 0.016
17 01/16/2015 12:56:08 0.015
18 01/16/2015 13:11:08 0.014
19 01/16/2015 13:26:08 0.012
20 01/16/2015 13:41:08 0.014
21 01/16/2015 13:56:08 0.008
22 01/16/2015 14:11:08 0.004
23 01/16/2015 14:26:08 0.009
24 01/16/2015 14:41:08 0.013
25 01/16/2015 14:56:08 0.005
26 01/16/2015 15:11:08 0.003

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate aTd VOC Monitoring

Date: L 19 /5
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs VOCs
Location Location
(mg/m® (ppm) (mg/m” (ppm) (ppm)
0O FCO CR o e O -] o o
oo S 4 o @ @,
000 \ 0 O 0
0A%0 0 % O
\Qoo 0 0 O
[U5O \ 0 [ 0
({00 \ 0 0 @
(30 \ 0 () 0
e 1 0 0 @
(230 0 0 0
| Soe 0 0 @
%0 0 V) Q
1490 o} 0 0
(% | 8 0 0
(S Vv 0 0 0

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Filter Background Location
o100 2530133319 &) _mg/m’ — mg/m’ (2. 5d |
07700 85%0 '333[5 O mg/m’ - mg/m’ D~

mg/m’ mg/m’

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air ‘ L OCa o
o700 | Mivirae. 3000 594 - 94185 o e | WU-)
0700 M suirue 3000 59a-909128 0 PPM w-)

vem |
Notes/Activities: - Ao e ¥iee A OA L€ )

= See  gffec hod cly 1 Aa-f=

See map on back for location information.
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Page 1 of 1

TrackPro Report
Test 065 UL—\
Instrument Data Properties
Model DustTrak Il Start Date 01/19/2015
Instrument S/N 8530133819 Start Time 07:54:43
Stop Date 01/19/2015
Stop Time 14:39:43
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/19/2015 08:09:43 0.026
2 01/19/2015 08:24:43 0.026
3 01/19/2015 08:39:43 0.010
4 01/19/2015 08:54:43 0.027
5 01/19/2015 09:09:43 0.038
6 01/19/2015 09:24:43 0.065
7 01/19/2015 09:39:43 0.052
8 01/19/2015 09:54:43 0.056
9 01/19/2015 10:09:43 0.061
10 01/19/2015 10:24:43 0.021
11 01/19/2015 10:39:43 0.019
12 01/19/2015 10:54:43 0.030
13 01/19/2015 11:09:43 0.071
14 01/19/2015 11:24:43 0.051
15 01/19/2015 11:39:43 0.022
16 01/19/2015 11:54:43 0.013
17 01/19/2015 12:09:43 0.078
18 01/19/2015 12:24:43 0.067
19 01/19/2015 12:39:43 0.078
20 01/19/2015 12:54:43 0.032
21 01/19/2015 13:09:43 0.013
22 01/19/2015 13:24:43 0.013
23 01/19/2015 13:39:43 0.015
24 01/19/2015 13:54:43 0.016
25 01/19/2015 14:09:43 0.017
26 01/19/2015 14:24:43 0.021
27 01/19/2015 14:39:43 0.018

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 070 D—|

Instrument Data Properties

Model DustTrak Il Start Date 01/19/2015

Instrument S/N 8530133815 Start Time 08:48:43
Stop Date 01/19/2015
Stop Time 15:33:43
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3

1 01/19/2015 09:03:43 0.020
2 01/19/2015 09:18:43 0.005
3 01/19/2015 09:33:43 0.005
4 01/19/2015 09:48:43 0.006
5 01/19/2015 10:03:43 0.008
6 01/19/2015 10:18:43 0.009
7 01/19/2015 10:33:43 0.009
8 01/19/2015 10:48:43 0.010
9 01/19/2015 11:03:43 0.010
10 01/19/2015 11:18:43 0.010
11 01/19/2015 11:33:43 0.010
12 01/19/2015 11:48:43 0.010
13 01/19/2015 12:03:43 0.010
14 01/19/2015 12:18:43 0.010
15 01/19/2015 12:33:43 0.011
16 01/19/2015 12:48:43 0.011
17 01/19/2015 13:03:43 0.011
18 01/19/2015 13:18:43 0.011
19 01/19/2015 13:33:43 0.010
20 01/19/2015 13:48:43 0.010
21 01/19/2015 14:03:43 0.010
22 01/19/2015 14:18:43 0.009
23 01/19/2015 14:33:43 0.010
24 01/19/2015 14:48:43 0.011
25 01/19/2015 15:03:43 0.011
26 01/19/2015 15:18:43 0.011
27 01/19/2015 15:33:43 0.010

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VOQC Monitoring

Date: _/ [/ 2° /
Upwind Downwind Work Area
Time Wind Direction o Particulates VOCs B sediion Particulates VOCs VOCs
(mg/m? (ppm) (mg/m” (ppm) (ppm)
0500 | Flum U o -1 o o
08>0 | S | O . O O
Oqw \ 0 ' @) )
oq%0 0 O ©
(000 0 9] O
(030 0 O )
[Lo© O 0] Q
1818 Q ) 9,
1200 | O 0 O
(139 O 0 0]
[>09 e, 0 O
VY30 | 0 0 0
1MoV ! 0 0 O
(430 0 0 6
(50 0 | 0 0
PR | Y s 0 v o o)
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
(s g X1+ 2530133819 [G2) _mg/m’ = mg/m’ (7 Sd }
0700 85%013381S ®) mg/m’ —  mgn’ D~
mg;"rrlJ mgr‘l'u.:i
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air \ L ocu-n'o N
o7ec0 Mivirae. 3000 543 - 209185 (&2) pem | U=
0700 | M iwirue 3000 5%9a- 909128 o rPM w-)
PPM
Notes/Activities: - Ao excee N anie s
= NC @ AT bood Ayt cLeaden

See map on back for location information.
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Page 1 of 1

TrackPro Report
Test 066 |\
Instrument Data Propérties
Model DustTrak Il Start Date 01/20/2015
Instrument S/N 8530133819 Start Time 07:24:53
Stop Date 01/20/2015
Stop Time 15:09:53
Total Time 0:07:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m*3
1 01/20/2015 07:39:53 0.085
2 01/20/2015 07:54:53 0.074
3 01/20/2015 08:09:53 0.021
4 01/20/2015 08:24:53 0.019
5 01/20/2015 08:39:53 0.020
6 01/20/2015 08:54:53 0.020
7 01/20/2015 09:09:53 0.020
8 01/20/2015 09:24:53 0.018
9 01/20/2015 09:39:53 0.018
10 01/20/2015 09:54:53 0.018
11 01/20/2015 10:09:53 0.018
12 01/20/2015 10:24:53 0.019
13 01/20/2015 10:39:53 0.018
14 01/20/2015 10:54:53 0.019
15 01/20/2015 11:09:53 0.020
16 01/20/2015 11:24:53 0.021
17 01/20/2015 11:39:53 0.021
18 01/20/2015 11:54:53 0.021
19 01/20/2015 12:09:53 0.021
20 01/20/2015 12:24:53 0.022
21 01/20/2015 12:39:53 0.020
22 01/20/2015 12:54:53 0.021
23 01/20/2015 13:09:53 0.021
24 01/20/2015 13:24:53 0.021
25 01/20/2015 13:39:53 0.019
26 01/20/2015 13:54:53 0.018
27 01/20/2015 14:09:53 0.016
28 01/20/2015 14:24:53 0.016
29 01/20/2015 14:39:53 0.016
30 01/20/2015 14:54:53 0.017
31 01/20/2015 15:09:53 0.020

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 071 w '\
Instrument Data Properties
Model DustTrak I Start Date 01/20/2015
Instrument S/N 8530133815 Start Time 08:17:17
Stop Date 01/20/2015
Stop Time 16:02:17
Total Time 0:07:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/mA3
1 01/20/2015 08:32:17 0.021
2 01/20/2015 08:47:17 0.010
3 01/20/2015 09:02:17 0.010
4 01/20/2015 09:17:17 0.010
5 01/20/2015 09:32:17 0.011
6 01/20/2015 09:47:17 0.011
7 01/20/2015 10:02:17 0.011
8 01/20/2015 10:17:17 0.010
9 01/20/2015 10:32:17 0.010
10 01/20/2015 10:47:17 0.010
11 01/20/2015 11:02:17 0.010
12 01/20/2015 114:17:17 0.010
13 01/20/2015 11:32:17 0.010
14 01/20/2015 11:47:17 0.011
15 01/20/2015 12:02:17 0.011
16 01/20/2015 12:17:17 0.012
17 01/20/2015 12:32:17 0.012
18 01/20/2015 12:47:17 0.012
19 01/20/2015 13:02:17 0.011
20 01/20/2015 13:17:17 0.012
21 01/20/2015 13:32:17 0.011
22 01/20/2015 13:47:17 0.012
23 01/20/2015 14:02:17 0.012
24 01/20/2015 14:17:17 0.012
25 01/20/2015 14:32:17 0.011
26 01/20/2015 14:47:17 0.010
27 01/20/2015 15:02:17 0.009
28 01/20/2015 15:17:17 0.009
29 01/20/2015 15:32:17 0.009
30 01/20/2015 15:47:17 0.009
31 01/20/2015 16:02:17 0.010

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate a7d VOC Monitoring

Date: J I 21 J /s
Upwind Downwind Work Area
Time Wind Direction Particulates VOCs Particulates VOCs YOCs
Location Location
(mg/m” (ppm) (mg/m” (ppm) (ppm)
U1 FlZe | Qo N-\ ) &)
B0 S { O ) o
0Ed0 0 @ (&
04w Y% o o
oYy 0 O 0
[ 000 0 O o
(030 0 o &
[$00 A 0 o
[0 0 0 Y
2% 0 ) 0
11%0 0 () 0
1330 0 @) 6]
[{%0 % |/ 0 Y
(SO v v @) . )
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o700 ‘3530!‘5‘3;!‘! &) _mg/m’ —_ mg/m’ th=]
0700 85%01338I1S 0 mg/o’ — mg/m’ D=1
mg;"mJ |:|:|g;f'm3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air \ L ocuoN
o700 | Mivime. 3c00 593 - 929185 & pev | U~
0700 M iwirue 3000 59a-909126 o PPM v-)
PPM
Notes/Activities: — Ao (e lynsce S
<o 0 uffmcbed Lust oAnte

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 067 [/\_/\
Instrument Data Properties
Model DustTrak HI Start Date 01/21/2015
Instrument S/N 8530133819 Start Time 07:18:05
Stop Date 01/21/2015
Stop Time 14.03:05
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m~3
1 01/21/2015 07:33:05 0.067
2 01/21/2015 07:48:05 0.052
3 01/21/2015 08:03:05 0.048
4 01/21/2015 08:18:05 0.048
5 01/21/2015 08:33:05 0.052
6 01/21/2015 08:48:05 0.053
7 01/21/2015 09:03:05 0.058
8 01/21/2015 09:18:05 0.059
9 01/21/2015 09:33:05 0.056
10 01/21/2015 09:48:05 0.061
11 01/21/2015 10:03:05 0.062
12 01/21/2015 10:18:05 0.053
13 01/21/2015 10:33:05 0.051
14 01/21/2015 10:48:05 0.056
15 01/21/2015 11:03:05 0.059
16 01/21/2015 11:18:05 0.061
17 01/21/2015 11:33:05 0.062
18 01/21/2015 11:48:05 0.062
19 01/21/2015 12:03:05 0.061
20 01/21/2015 12:18:05 0.064
21 01/21/2015 12:33:05 0.058
22 01/21/2015 12:48:05 0.055
23 01/21/2015 13:03:05 0.051
24 01/21/2015 13:18:05 0.050
25 01/21/2015 13:33:05 0.050
26 01/21/2015 13:48:05 0.045
27 01/21/2015 14:03:05 0.037

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 072 ) L
Instrument Data Properties
Model DustTrak Il Start Date 01/21/2015
Instrument S/N 8530133815 Start Time 08:12:26
Stop Date 01/21/2015
Stop Time 14:57:26
Total Time 0:06:45:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/mA3
1 01/21/2015 08:27:26 0.035
2 01/21/2015 08:42:26 0.028
3 01/21/2015 08:57:26 0.027
4 01/21/2015 09:12:26 0.027
5 01/21/2015 09:27:26 0.029
6 01/21/2015 09:42:26 0.030
7 01/21/2015 09:57:26 0.031
8 01/21/2015 10:12:26 0.032
9 01/21/2015 10:27:26 0.033
10 01/21/2015 10:42:26 0.033
11 01/21/2015 10:57:26 0.033
12 01/21/2015 11:12:26 0.030
13 01/21/2015 11:27:26 0.030
14 01/21/2015 11:42:26 0.032
15 01/21/2015 11:57:26 0.035
16 01/21/2015 12:12:26 0.036
17 01/21/2015 12:27:26 0.038
18 01/21/2015 12:42:26 0.037
19 01/21/2015 12:57:26 0.038
20 01/21/2015 13:12:26 0.037
21 01/21/2015 13:27:26 0.034
22 01/21/2015 13:42:26 0.032
23 01/21/2015 13:57:26 0.031
24 01/21/2015 14:12:26 0.030
25 01/21/2015 14:27:26 0.030
26 01/21/2015 14:42:26 0.027
27 01/21/2015 14:57:26 0.023

about:blank

2/16/2015



FORMER MONACO OIL - BCP SITE #C828137
Daily Community Air Monitoring Log
Particulate and VOC Monitoring

Date: fr/’?,z II/’)/

Upwind Downwind Work Area
Time Wind Direction . Particulates VOCs Focailen Particulates VOCs vOCs
(mg/m> (ppm) (mg/m® (ppm) (ppm)
(513 | Frum | U=\ O p- & &)
0F 00 S @ ) o
0B | Q @ 0
0999 \ o Q @)
4LO \ 0 O 0
[000 l 0 0 0
(Y 0 ) 0
[ 00 V) 0 )
(59 0 Y 0]
|29V 0 0 O
(27 0 0 6
[y 09 O | 0) 0
[0 v : A 0 N4 9, )
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Filter Background Location
o100 | 2530133819 ®) mg/m® —  mgld Uu-)
0700 8580 133815 ) mg/ui® T g D~-I
mg/m’ mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air l L oCuToN
o700 Mivirae. 3000 593 - 99185 o PPM u-
0700 M fuirug 3000 59a-90q128 . PEM v -]
PPM

Notes/Activities:

— A et e S

— SeL CJ'?L Czel {fﬂl&’(

g

/'/é(/ci’(_.--

See map on back for location information.







Page 1 of 1

TrackPro Report
Test 068 )\ —\
Instrument Data Properties
Model DustTrak Il Start Date 01/22/2015
Instrument S/N 8530133819 Start Time 07:15:03
Stop Date 01/22/2015
Stop Time 12:45:03
Total Time 0:05:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/mA3
1 01/22/2015 07:30:03 0.044
2 01/22/2015 07:45:03 0.025
3 01/22/2015 08:00:03 0.025
4 01/22/2015 08:15:03 0.024
5 01/22/2015 08:30:03 0.024
6 01/22/2015 08:45:03 0.024
7 01/22/2015 09:00:03 0.025
8 01/22/2015 09:15:03 0.027
9 01/22/2015 09:30:03 0.025
10 01/22/2015 09:45:03 0.027
11 01/22/2015 10:00:03 0.019
12 01/22/2015 10:15:03 0.023
13 01/22/2015 10:30:03 0.017
14 01/22/2015 10:45:03 0.016
15 01/22/2015 11:00:03 0.019
16 01/22/2015 11:15:03 0.017
17 01/22/2015 11:30:03 0.019
18 01/22/2015 11:45:03 0.017
19 01/22/2015 12:00:03 0.017
20 01/22/2015 12:15:03 0.018
21 01/22/2015 12:30:03 0.021
22 01/22/2015 12:45:03 0.024

about:blank

2/3/2015



Page 1 of 1

TrackPro Report
Test 073 /) —|

Instrument Data Properties

Model DustTrak Il Start Date 01/22/2015

Instrument S/N 8530133815 Start Time 08:09:19
Stop Date 01/22/2015
Stop Time 13:39:19
Total Time 0:05:30:00
Logging Interval 900 seconds
Test Data
Data Point Date Time AEROSOL mg/m43

1 01/22/2015 08:24:19 0.031
2 01/22/2015 08:39:19 0.014
3 01/22/2015 08:54:19 0.014
4 01/22/2015 09:09:19 0.014
5 01/22/2015 09:24:19 0.014
6 01/22/2015 09:39:19 0.014
7 01/22/2015 09:54:19 0.015
8 01/22/2015 10:09:19 0.015
9 01/22/2015 10:24:19 0.013
10 01/22/2015 10:39:19 0.012
11 01/22/2015 10:54:19 0.011
12 01/22/2015 11:09:19 0.010
13 01/22/2015 11:24:19 0.010
14 01/22/2015 11:39:19 0.009
15 01/22/2015 11:54:19 0.009
16 01/22/2015 12:09:19 0.009
17 01/22/2015 12:24:19 0.009
18 01/22/2015 12:39:19 0.009
19 01/22/2015 12:54:19 0.010
20 01/22/2015 13:09:19 0.011
21 01/22/2015 13:24:19 0.012
22 01/22/2015 13:39:19 0.015

about:blank

2/16/2015



Former Monoco Qil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: |1 -|p -2« | 2~

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
745 N U co [0.000 ] DA oo | po0d
| 421 O 00O ; 0,000
CBEh 0,000 | ;900
qi 5 DipOO \ \ ©000
G5 0.0 | 0000
15 &.004 | oo
[cis 0.0\4 | | 0,04
g 0015 | [o.0f
uds” .04 o003
(205 0013 0012
(245 Q.00 | 1o.0r0
Es 0.026 | [o0do
(345 0,04 | |oozo
145" O.0" | |8
435 00zZ\ | 2,01\
IS8 | S~ 4 |%.00% L | A 10,009%
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
J00 | Smedrrrrstt sl 0.0 mefu®
')l(’.? o [,L\/\I J O O |:|:|g,"mJ
I mg/m’ I

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
10 0 e, 0
Notes/Activities:

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitorin
Date: | V2~ \L/ﬁm 7 —
Upwind Downwind
Time ‘Wind Direction VOCs Particulates VOCs Particulates
Localion Location
ppm (mg/m” ppm (mg/m”
dve | gwl AW O O 0. | gw 0.0 | poll
& %o t 0,007 \ f.voq
Qoo U.f‘)(‘:’? | 0,009
0%0 0. pobs 6ol
1000 0.0n -+ |oelt
1050 D.010 F |, @p.010
1100 0015 o 1] 6.c 2o
110 D .04 40,1 ©.007
1209 0008 4 X%)
\2%0 Dolo D010
(%00 \ 0.001 ] 0.9°1
| 380 0.08D 0.010
100 0015 d | loove
1430 0.917 / 0,017
(500 0.0% Z0i3
1930 0.2)9 A 0.019
) L e = 1 To®olq — 23 09
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
9 20 N N 0.© mg/m’
1 9 O D V\‘ \{ O " &) mg}m“
I mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
150 NW O.O
%0 AYAVY 0. O
Notes/Activities:

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 12—\ Z L O17Z-
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
200 [SW [a@ud] 20 [00%0 | Dw 0,0 | nozé
850 | { 0.p35 0,035
900 D.03% 0, 0L%
90 \ 0 .030 £.01S
100D | 0.02¢ | 0.023
(032 | 0,021 0022
1196 | 0025 o014
1129 0.025" 0.0%
|2 00 p.o1> D020
LL%o 0.01% .07
%00 0.017 0,017
1230 l | 0.0(7 n 0.019
\qoo \ 0.0 l o0l
(132 l [ [0t |  looz
(500 \ | 10.0\9 Q.05
1520 | loovs | | 0,027
oo | A [ 4+ (0017 vy L—|6.017
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
1 00 A W \{ 2, DO mg,;“mj
A% 0 Y \/\l |\1( ‘,‘_rl () mgﬂ'l‘uJ ]
mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
v 0 AN ©.o

Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: 12-15 70\Z
Upwind Downwind
Time Wind Direction Location YOCs Particulates esen i VOCs Particulates
ppm (mg/m” ppm (/i
120 | 5w AW 00 [pots | o O O | 6.04%
G op \ p.o 2 N p.02\
220 0.0\ 0.035"
9o 0.01% 0 051
q30 0.0\% Doty
Y Qo (e O, 0%
(020 0.0z \ 0.05 1
T 0017 \ TR
1120 \ 0.004 2,007
\ 200 \ £.007 0.00H
| By 10 0.005" | 0.00 2
\%00 0.006 .00
1520 0.00 1 : 0. 00%
|100 0.00% 8,00k
jA%@ 0. 007 0.170
\500 0,009 0. 0
\5 %0 p.olo | 0 w0o T
{{,0D —~ dA— [poio ]| —/—/m ©.024
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
40 (] DLW 0. O mg/m’
20 © D VJ ©.- o mgf_’m“
mg/m3 ]
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
1o D/ 7.0
Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring
Date: \2-14. 2o\ 2

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Locatlon
ppm (mg/m” ppm (mg/m®
215 S U 0.0 0.0% | ow Nz 0,04 Z
Ta5 | | \ 0.01% 0.0
G5 | | [p.ets 2,01l
B \ 0,011 6.23
q Vg \ 0.© (‘i’ Op(H
ETS | 0,020 8,02
lovs5 | [0.022 0.0%9
1015 0.0.9 | 0.029
W5 REX ©.054
W45 2.03% 9,04 te
1215 0.04 0.040
|25 0.044 0. o4
\ 215 2.044 0,01%
134" 0.04% 0.5
1415 0.085 D, 055"
1445 p.045 | | 2. 17
1SV5 0,041 | 0.7
1545 0.04% \ 0,044
0 — & pode | =— 1| - 0,054
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
20 0@ Awn) " . © _mg/m’
o0 \Y; N ‘{ O ED mg/m’
I mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
1vo wWwW 0-©
100 v W 2O
Notes/Activities:

See map on back for location information




Date: (2-\"7- 72012~

Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Upwind Downwind
Time Wind Direction T oesifon VOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mg/m”
1%0 N N 0.0 [e.032] oW 0.0 0025
oo D.0%Z 0.0l
Q 1,0 0.0%5 0.025
A0 0.03% £.03%|
459 | 0039 D025
(900 | D031\ 0.02%
1050 | 0.0 \ 0.02%
1190 [ 0.0%e | ©.029
%0 I D022 \ 0.020
1200 ! 00371 l | |pozz
[1%0 0.0 0.027
iDo0 0.04( 0. 04t
1% %0 0,044 0029
oo | 1| 0.075 [ |od0
I %0 pol] poe1Z%
1500 p.0l9 0.04S
|50 0.65 | 2,050
lt, 00 005 0,050
[ez0 | — ©.060 | —+— 2= lwoss
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
100 TRV M DO mg/m’
1vO D w Ql 0.0 mg/m’
mg/m’

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
00 N o .0
~.00 D Q.9

Notes/Activities:

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 12 -\¥ ~20\2-
Upwind Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Location Location
ppm (mg/mz) ppm (mymz)
Culibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg!m“
mg!ma
mg/m:’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: Cov -éllu de¢ ¥

Retinia n}\ v AJO CAMR  meniYeving

£

v

\

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: | Z2-|9—-Zc\ 2

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m?
U5 w ww 60 [po3Z]Dw 0.9 0,050
15 | \ l 0.05 | ( \ ool
%15 \ \ \ 0.057 l \ .05
24s” \ | 0,019 \ 0,047
A5 \ 0040 | [ooqe
S | 0.030 | o025
10195 @025 | O.02
45 £.02.0 T [p.o
LS. 0003 | | o.003
145 Q.00] | | [0.002
(215 D002 | [pooe
12495 0.00 | | [ox017
i215~ 0.00 0.03L
245 5.00V Bt
1S 0,000 ©.0e0
5 0.0 | 0,020
1SS 0.005 0,610
|5 3%0 — - pooS | 2 ——f-© .0,
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
70° AW \{ OO mg/m’
Too DwW i( ©.0 g/’
mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
=) o O U—\/J C’j l O
290 o> W 0O
Notes/Activities:

See map on back for location information,

o oS



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
YOC & Particulate Monitoring

Date: 12 - 22 - Zo\ 2
Upwind Downwind
Time Wind Direction Location VOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mymz)
7495 [ Aw uw 0.0 oS DWW 0,0 | oo
S5 | .01 % | ©.003
BYs” | p.010 6,005
915 | N.00°1 0.052
g4 | 0.005 0,003
ot5 0.005 6,003
1645~ 0,002 000
e | & .00 D.01D
| 222 1145] 004 0,028
125 0.0l 0,010
1245~ 0,005~ 0.0 1
1315 0.0k 0.00%
134 S D.op e |0,007
1415 0.00" 6.029
q4s 0,004 O.oq3
1St 0.00 72 0,017
1530 | | 1 | < lpooz | 1 L o003
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
it Aw 0.0 mg/m’
7\( > w o, e mg/m’
mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
e i U w 0.0
215 IV 0, O
Notes/Activities: .

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 1 Z2-72|-201~
Upwind Downwind
Time Wind Direction VYOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg!m”
mglm“
l mg/m:’ |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: e .-;‘J; SFuam h Tws B oo #ay t 4~|rL e c’f‘s"—

/\-IO €t N
\

a- X
PoTe a0 ¥ A -")'-L";%I,,i;;_&{;‘( (d: \2€0

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: |7 -Z2(o-201 2
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
490 W AW 0.© |pDoop Dwl 0 O 0.c» 2%
%30 | 0.002- 0,022
9o0 0.000 @, 1 g
430 0,000 0.020
[00© 0,000 / ©.e17
[0%0 L.00O —+— [woz2e
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
") 77 o MV\), \f.' {O © mgfm"
Y% [ UJ_ ™ O "E:) mg/m’
mgﬂ'm3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
7% uw O 0
250 b .0 _
Notes/Activities: LA W ? iy %},f-'fi(}c-ﬁw ( a). 0 35’0 [{ Y j@ HUZ* S )

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

pate: \"Z -2 >
Upwind - Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/mz) ppm (mg/m”
%o e | uw 0.© DoV DuwJ 0.0 |6et&
qo0 ' \ 0,000 o. ol
4720 5,000 0, 007
10 00 0 00O D, o0
l 0 ZO O 0 o 0 (}Og
iLoo O.p00 no2%¢
L %2 D.000 2.0 1|
1200 D.000 Dot
1230 ©.009 l 0©||
1200 D.oco | 6.0 1)
\220 0.00 0O / 0.0V 2
{400 Doe O | o, olZ-
1420 0.000 6015
|50 0 0,000 0.01%
I;}ﬁe’ ."‘/‘ // OMDD 0107—4
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Ko O uw "I [N ®) mg/m’
¢0 U 1) \/J \|< ~), © tngy’mJ I
mg/m3

Calibration - Photoionization Detector

Zero (Ambient) Air

Time Model Serial Number
L& uw 0. o
%00 D WS O.O
Notes/Activities:

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: |- 2 2e.%
B Upwind Downwind
Time Wind Direction . VOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mg/m”
B | S L/ 0.0 o.oor| D W 0o | O.0R |
oo N, o024
5‘} 50 o0.025
100 O D027
[03D 0.03
i 0O 0.0 24
[i30 0.02.5
|2.00 | 0024
[1%0 po2Z
1200 0023
1%%0 o.oz%
400 01029
’i} 0 \ 0,0 Z/‘l
sop | L s - o032

Calibration - TSI DustTrak Model 8520 Particulate Meter
Serial Number With Zero Air Fill Background

|=T ime
% 0 4 ‘/\.) J o O mgafm3

L0 9 Dw/ 11/ O, O mgin’
|

mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
00 A D O. O
Zod oW 6. O
Notes/Activities:

See map on back for location information.



Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Partigulate Monitoring

pate: _|-5-72015
Upwind Downwind
Time Wind Direction| i VOCs Particulates - VOCs Particulates
) ppm (mg/m” . ppm (mg/m"!
@oQ 6v\)/4 uw 0.0 0,00¢ yw D O .ors
%0 vl A 0.0.%
Ho00O l 002
%0 0,026
o0 O o.021
1050 0.029
lioo 0. 020
\ %o 0.055
(Zoo 0029
[2%0 | o015
1300 ] | 0.0l
(430, l [ S.01l
oY 1] l [ 0.007
14%0 | | I 0.008
Hqg | L < —+ A — 000G
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Bnckg_ruuud
1 7%0 N “J_, v v.o mg/m’
7 20 D) \/J ‘\{ 63» O ulg!m"
] | mg/mJ |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
122 Z RN -0
a3 Dud O,
Notes/Activities:

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date; |~ 1201732

Upwind Downwind
Time Wind Direction — VOCs Particulates Voeaiioe VOCs Particulates
_ ppm (mg/m” ppm (mg/m”

320 W X%V, 0.0 |pooy [P oo |0o29 ]
Joo { { O.000 \ 0020
930 '1 | J 0025
(00D ‘- / 0.024
j030 | [ 0027
LoD | [ 002>
11%0 | 0.0l7 |
(200 \ 0.21%
1200 ( \ [ 005
1320 | -+ _— | = L |pwig

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
Gu0 A b Qo mg/m’
) . ~J Py
Foo ﬁv\/ \ OO mg/m’*

mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
P00 U 0. O
gue D W 0. O
) -, i
Notes/Activities: & '-'\Lk c“('\ wiov k o) c,l‘?;/:‘\—zd/‘;a ('.!} [53D

See map on back for location information.



Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Par%culate Monitoring

Date: [~ 70|
“Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Laocation Location
ppm (mg/m” ppm (mg/m”
920 | SW N 0©° [0.907 ] Ow 0.0 204 2
q40 O ( | 0,000 0.04H 2
179 | ] 0000 po12
|90 & l \ oo 0,0‘—'7
e 1 l 0 .00 O 0.01%
1100 l \ 0.90 & 0.7
\\3o l \ 0.00 | CQ.D“*7
(2o 2] | |  |w.eoco o047
1230 | |owoo 0052~
\% B0 | 0.000 0,068
\3%0 | [Hooo X 1%
TS / ®. 00 .09 1
4720 P.ooD 2.01%
\$0& 0,000 00s >
is15 A— A 0,000 — 0‘0*#(/
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Bsckﬁ:ﬂuud
g v Ao J: 9. _mg/m’
@y v AT 2 . mg/m’
I mg/mJ |

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
@D % VAWN 0.
30 \’5 D d & [
Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: \- (-2
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m®
@«6" geou)] uw | K¢ [ pooc] D | 0o |oass
d %o .0l 0.024
o‘[u;'@ O‘DOO 0(0’%‘
%0 0000 0029
e OO0 o0z
030 | | 0,090 o.0[%
L1 o | D o> 2.016
(%0 X 0.015_
1200 O L8 0024
1 2.5¢ pLee oo\
o 0.00C d.01%
| 2D 0,00 - 0.0,
[HeT O.00 > J— |ocod4?>
4 30 000 O\ |e30
| SeT 0. €00 i 0073
5% | —— |pepO 2 |p.l0S
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
730 bLU Nll i? (/‘ mglm“
-7 27@ D V\) \I' Oh [, mg/m*
I‘ mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
1% AW 0
1%0 Dw/ %
Notes/Activities:

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: /~[0~20)"5
Upwind Downwind
Time Wind Direction o VOCs Particulates S VOCs Particulates
ppm (mg/m” ppm (mg/m”
245 | SW | ) 0.0 | 00p €0 |ools
G5 2o o i 0.4
by 0,00€ | lo. oy
NG | 0,000 \ 0wel3
A4 s~ | |oweo \ [ oo™
’0‘41)/“ ‘ G,OQO 0:0"{0
{5 D Le) 0.o\le
JlL (4™ L) EOO 0.0l
11 L’ ‘J,-n OLOW O‘OO%
ALS D > Q.3
(245 | D90 | _|ovob3
1215 | 0,900 | 0.00S”
1215 D.o00 l 0. 00(s
45 000 Cocs
1145~ 0, &0 o1
1515 | <&~ 4 1p.ooo — Do
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
“) ;O (VL\'\) ”( D' L.) mg)'lll3
‘?;C) -,D "‘\} N-\} 0; D mgh’n5
| mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
730 UWw 0. O
7% D OO
Notes/Activities:

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _[-]1-D,01 %
Upwind Downwind
Time ‘Wind Direction VYOCs Particulates VOCs Particulates
Location Location
ppm (mg/m® ppm (mg/m”
200 | hWw 0.9 | 0,000 00 | 6.067
&%0 0.000 \ 0,010
500 0. 000 \ O .viZ
950 0.000 \ oo
1090 0000 | 00K
050 ‘ 0.0 0.2\ 2
4o O [ D.oeo [ loeq
TELZ { 0200 ocnZ
120 O |__[beoo 1 to.0p)
1250 —~ 015
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
yatd V.t \/U \‘I\ C{ o mg/m’
™ g— D v\! ;}} (-“.‘ C" mgfm"‘
mg/ma
Calibration - Photoionization Detector
Time Modet Serial Number Zero (Ambient) Air
45 uw 0o
145 ] Dw) 0.2 y
Notes/Activities: ?\;LI A_Camg wi J».mF'*‘ Ligpe  TAG i‘ﬁ-ffi{ﬁ(li (a) |Z ._-’;U"}
) ' 1 a

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

YOC & Particulate Monitoring

Date: ({4 - 20 '3
Upwind Downwind
Time Wind Direction —— VOCs Particulates . VOCs Particulates
< ppm (mg/m” ppm (mg/m”
Bo0 W Uw b0 [o0e0? p.Y [0©.00\
{50 | l O 0O D005
Yvo \ \ H.EX0O 0.007
1% ©.Cod oot
Ido0 A, boc 0.0kl
10%0 000 0023
loU .00 O NOLS
n%o p. 220 0.024
1L o0 J 2.000 ©.024
2% | | D.cop O. 0 e
1200 [ | [D.coo 0.0Z1
%30 / [ |Qaze 00224
1400 l Ho1 D 002%
i1%,0 [ 7.000 p.0Z \
1500 | A— S~ |hoco — |po24
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serinl Number With Zero Air Flll Background
7‘{'S, uw) ~ I < mg/m’
7435~ p B! Q O mg/m’
| mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
pLTd U a.Q
2475 P/ o O
Notes/Activities:

See map on back for focation information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

YOC & Particulate Monitoring

Date: _[-1S-20)7>
Upwind Downwind
Time Wind Direction . YOCs Particulates p— YOCs Particulates
ppm (mg/m” . ppm (mg/m”
F90 W _|uw |00 [dowo | DWW | ©0 | Hho2d
D50 , 0.000 0.0%(
Geo | 6.080 0,927
440 | D200 D020
9o hOOO 0.02(e
0% 0.9 0 Q.e3¢
jiee H,.000 0.0%0
1159 | | ppo0 Do)
1ZoQ | [@p0o oc\7
{1200 | 0000 0.0\
1%00 " D2 O 0015
(226 | |Oewo o0\ 1
1400 | |owoo \ 0,025
1420 [ [6.000 42— 10,099
1500 | A~ — | 0.600 O\ 2.001
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Wi \{-6/ W ‘( C‘ 2 mg/m’
245 Dw X e mg/m’
| mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
ML LA 2,
U D W o ¢/
Notes/Activities:

See map on back for location information.



Date: _ | —lls 20\ S

Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Upwind Downwind
Time  |Wind Direction . VOCs Particulates — VOCs Particulates
ppm (mg/m” ppm (mg/m”
Boo | 5W [ v o |oa| 7w/ 0.© | O
% . o.co0 | Noo 2
290 . 000 0,008
70 0.02° p.o\D
10 0o \ e, 0. oof
Ww3o oges 6.012
i 00 0,000 .00 %
L0 . o0 2.0c9
1700 |\ 0.00 © [ 6,032
[ 2% 0.2\ 0,12
%0 v 0000 0601
1% pee 2 Q.oc%
[deo | | [ lowoe 0 _o07]
(44D ( [ | Heo2 0.019
1600 L—1p. 900 —10 D28
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
~us uw y 0.2 mg/m’
‘7"{3/ D V\‘ g O. mg/m’
| mg/m’ |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
45 mw 0O
s D w O D

Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: _|—) (— 2o (S

Upwind Downwind
Time Wind Direction S VOCs Particulates Soeation VOCs Particulates

ppm (mg/m” i ppm (mg/m”
Sop [ SwW) v 0.0 [Owoo | VW [ DO [pee? ]
?1 % A 0005 & OCfi
100 | D.ooo D1 ©
A%0 P.OCd D .O0I%
IIUJﬂ’U’ 0,000 O,00
i 0 50 .00 ] 0.0
PR | B 200 0.009
(|30 \ 7 020 0.012-
(200 0,00 & | LB
1250 0200 | 0,002
|%00 0.p00 \ 000
| D0 Q.00 P.ot2~
00 Dood 0.2
4% 0.000 o014
1900 ) “— lo.p00 — |p.olo

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air I"Ill Background
‘7"{ < v\v\} '\(1 0 2 [._/1 mg!m"Ii
mL 20 v o) mg/m’
l J |:r|ghr1J
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
S AW 0,V
NG I 0,0
Notes/Activities: SO 1,{‘,". LAY % P ?.‘1,.-,{‘ : ‘\’ .’)-\“ ;kﬂ, uf
: |
/

L

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitorin
Date: | —|F - 7.0 J;’

-
4

Upwind Downwind
Time Wind Direction| YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”

o€ | SW | YW c.0 [0002-] il Q.0 022
(170 | 0003 0.0%%
| 5oV | D007 O.002-
[5%0 | L | [pooq L lowed

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
Q0 w " D¢ mg/m’
?Q 0 D b N \‘J 0 . (/} mg.;"ll‘lJ

_I\ mg/mJ

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
Boo uw 00
) T w 0.¢
Notes/Activities: Ao e r\{-- \ Llo’lj(.l‘ (l‘"\ Ju‘.‘ Azl 1A

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: {~Z21-210\ 32

Upwind Downwind
Time Wind Direction) VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
%00 | SW Uuw [ 0.J Jo0027 [ DWW 6.0 [ oo4d
%0 | ) .0\ % { 095
[0© \ 0.009 \ ©.01\
[ %0 0,008 | g.0(0
[9 00 0.009 \ p.007
(050 ‘ 0.07) | [O.01
1100 [ 0 .01 | 1p0oi8
[ %0 0.0(% 001"
{100 0.0t O.011
[2%0 0,019, 0.019
(%00 .01 0 058
\2%0 | 1 0.0l ®.ol%
f’—o/o DLO)(B s C)tOZ‘LIJ
(1450 0.0,% .\ ook
500 | 2 — 10,040 6. _|p.2j0
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
7 6/0 A V\j Y 0 f C) mgfm3
7 779 v \/J ’t‘ [jl' 0 mgfm“
| mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
190 W, V.10
130 YW o,V
Notes/Activities:

See map on back for location information



Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

pate: | 2 7-Z01%
Upwind Downwind
Time Wind Direction S ealln VOCs Particulates 5 e VOCs Particulates
ppm (mg/m” ppm (mg/m®

S [sw Uuw % 008> | oW 070 Ip (b
G (039 0 ,£%0
Qs .05 0.41
945" 0.097% o019
Y / 0.080 0.k %0
o5 | [ 90,092 0131
1¢S5 | 0.125 0,687
\l'—\i Y o.c%
172\5 l Q11 0. O
1Zus5 | | O% PALL
1305 0.2 0 4~ 1044 3]
150 0257 51 0149
1415 Q0. 150 | O35
45 6.20 1 o5
EEd X— (0,479 A= 16,137
45— ="

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
CZ b D W \I\) \;) 0 ; L../) mgh-nJ
%00 AN + 0. mg/m

3
mg/m3 _]

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
B0 v QL)
&PD D u) 0.0
Notes/Activities: waker 90nnigod o su phet oS

flu;-t‘k \3 L'Jw'vl.;m/’
4|

LT azbhatt

Faaty ) WO F, 7S

L]

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _|-23 -20,2
Upwind Downwind
Time Wind Direction —— VOCs Particulates amarms VOCs Particulates
ppm (mg/m” ppm (mg/m”
%0 | sw w DO lpozo |ww | 0O |0.020
90O | 0.0\ O.01%
Q%0 0.0 R 0.080
looo Q040 .01 2
1230 0.0 0036
{100 D.0o41 0041
p %o 0121 padd ¢
[Z00 0.4 20 0,125
[%%0 .21 \ g1\%2
1500 016 | 0,172
1% %0 0174 I A
400 0.12(0 \ [o.ko
MB0 [ S +— lp 17ls —o\%]
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
%00 U Y N mg/m’
‘Z PO V "U’ ‘I O, c? mg!m’
l mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
DoO uw o
%09 D W 9,0
Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: \-24-201%
Upwind Downwind
Time Wind Direction S el VOCs Particulalel¥ Peaiin VOCs Particulatesa"\
ppm (mg/m” ppm (mg/m”
F4s” [ Awl Uw 0.« oo | 7w/ [ 9.9 Joiy
q15 | | 0 1$9 AES
qq s \ Auds” oIUS
101S~ | 0("4,{ ﬂthq
loMs | 0n%72 ol
pes \ ¢.122 0,1%2
(4 \ 01%2 0.1%0
1215 o\ 2L AR
1245 0-\1 3\ 0147%
1315 FRWAY o\ 2%
‘3“{ 0\\\7/' 04’2’3
IS ©.10Q \ o194
1444 — — 010 — 0130
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background

%ﬂvz W\ \/\X ‘T E’L D p 4 @mgﬁ‘ml \f\
g 50 A B & 0|00 mgw’

/

|

mg&’m3 1

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
50 o oK

Notes/Activities:
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See map on back for location information



75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

Former Monoco Oil

VOC & Particulate Monitoring

Date: | - 725~ 21 %
Upwind Downwind
Time Wind Direction Sp—— VOCs Particulates o e VOCs Particulates
= ppm (mg/m® ppm (mg/m”
oo | NW AW Too [0 [ pw D.O | 0.4
g% | 0.147 o447
TR R 014949
Y% INGEEL o \4%
loo® 0] dle o~ O.i4
1Y PAEL| 9., |oIH
o0 0.4l Oi14%
%0 051 0.7
\2.00 0,151 0.\%C
%00 D.1%7 0.129
iZ 20 0.3 O.13%
[40Y 0.1 L DG
4%0 [ b e 7 M —— o729
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fii Background
4S5 AW Rl [od% mg/m’
?‘("ﬁ/ b M J'I [ s D mg»'mJ
[ mg/m‘.’ |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
s L 5.0
U< AV \f\_g | 0.0
Notes/Activities: ‘\ ‘l'"‘-u'-' S Caus L o 2\; mn‘.‘hi (-1— Puss o2 »LJJ‘-- oS
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See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: -2 -2\ 5
Upwind Downwind
Time ‘Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
1 f
S
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
mg}'mJ
mg!m"
mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
a2
— N 2D . . ™~ L o A
Notes/Activities: S & l‘—’:‘ = Y al ; CHu ¥ oA "’L\ A S asA i _{:»ek_(, K
= T
cl

3

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
YOC & Particulate Monitoring

Date: {-28-2015%
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
ll1g;’ruJ
mg!m"
mg/ma ]
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: My ‘i'o’u-* "y

v\~ CampP
/ LUl

3

-a"v‘lf—;i'!),_-f'vvﬂ wl ) <leet L»’{-df

==

See map on back for location information



Former Monoco Qil

75 Monroe Avenue, Pittsford New York

Daily Community Air Monitoring Log
VOC & Particulate Monitoring

pate: _|-26-701 5
Upwind I Downwind
Time Wind Direction Location VOCs Pnnimlutu'??_ﬁ Location VOCs Particulates$].
. ppm (mg/m” ppm (nlxg/ma)
Mg | < uw/ | o O\ | 7w 00 D224
2,5 , oA’ b [ 284
s 0129 5./93
TES AN 0.i191
qus 2.4 81\ 0134
10’5/ \ O 17 2N ML
jodes | PR 6120
45 0.1%"] 0%
145 0.164 DA1Z
1215 N 0.\%4
VATS \ DT | loago
1300 o 10171 —0.177
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil ﬂackgrnum‘i
10 WAV N DL 1 2ihgm®
7130 Dw/ L ISP 70, |4 mgin®
1 mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
NED] Al 0.2
1A0 LR\ 0,0
Notes/Activities: 3 ) C ﬂ) L5082
e

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: | -2\ -2\
Upwind Downwind
Time Wind Direction e VOCs Particulate# i . VOCs Particulates
ppm (mg/m® ppm (mg/m”‘E--
Y00 | ./ | AWV_[01%q | R/ 0.0 o id(,
B ! ] D.1lo (s i o2
240 | D123 | lo.a%¢
470 J D.1571 0164
20, 0 .15 0.15¢
1970 0.1%7 oido
11 00 0475 0.1% 6
1\ %0 0.1%4 01509
1200 0.5 0.13S
12%0 P\ NEE
1200 | 1p127] ~L 10,159
1% 50 01 nl 16,157
\4 00 PN\ i 044
14390 0. 144 0140
1500 PECL DREE
s | — 2 lo49 ~— |lot1?
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
)‘?( MVJ '&-—0\ OZ/Q m_g/m“
7"1 C)/ P V\/ - &\ “ ‘s mg/m’
mg/m“
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
%5 uw 0.0
YEGS GX0Y, ‘ 0.5
Notes/Activities: % ;th-& o -FM;« 25 ) comenan 8 lé-'JP/i,"ir'{jl- 'T)H\‘A O\Q»L.‘f‘ S
p - e K

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring
Date: T = A%
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
FIZEES UwW [ 9 Je ko | DW 9.0 [0./4%
250 040 WL
Do© n. 5\ o 19t
q %0 0.154 7. 157)
1000 o |52~ 0154
(0%0 \ 0 1S 0140
jroo o144 0.159
120 DAS2- 0,158
1209 4.119 0.170
(L%0 0~ 145~ .60
1%00 0145 OS]
E¥2 D41 4 (5B
1 #o0 0.144 &) 0,040
1430 0. 144 \ 0.0/
(500 ol | 0.147
1520 4 D10 2 19,1929
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
m ‘/\ VQ 24 IH D mg/m”®
‘7% o W £2,) 1O mg/m’
i mg/m"
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
730 VYV O, O
130 DAY O &
Notes/Activities:

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _L-—4-720i
Upwind Downwind

Time Wind Direction T VOCs Particulates p— VOCs Particulates

ppm (mg/m” ppm (mg/m”

‘EC‘U [« uw | p=o 0. b oY 0. 1(°
= E2, - 0,20 ] 0 J¢Y
0 0.154 0174
9% (9.250 0.1G%
j0eO O. (7 [ ©.72
1o 0 0.\ / 0. 17¢
| 00 8,515 0,169
(130 5.3 0,159
1700 o114 199
(2.TO 0.1eS O .%o
17200 0.2\ o /31
1 %20 AL 0. 70
14Y0 0. (41 0./SO
{0 0267 D, 1e®
] 500 1 10755 ~— [ ®. g0

Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background

1o e DT agw

1 7 W 0| 200 mg/m’

mg/m3

Culibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
2730 TRVS) {‘ \;L‘-)
7736 DAY,
Notes/Activities: Wk y *iD(rLu.’-f d B o DNLS-c F. - L ?ﬁﬂﬁ%

{.L
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See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 2.-6 2015

Upwind Downwind
Time Wind Direction — VOCs Particulates Tezalic VOCs Particulates
ppm (mg/m” ppm (mg/m”
148 [ O AW | O 0. 247 | W 0-0 o0.72.1
Y 0. 7254 ©.222
kA 0.250 0.210
& 0.25 ( O.20C
qus | 0.750e 2,250
lo(5 D22 .24
[ous” 0.25% o .20
1 & 0256 D22
114¢ 0.151 0.7&D
1715 0724 0.753
W 0.253 0,220
(515~ 0.25) 2~ |o 242
(394" | 0.254 o\ |orZ>
¢ hs” \ 0253 ' D.2%D
144 | 0.2506 o, % e
ircYs — |07 L [o.z9
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
1 L0 A O, 1() (2 mg/m*
74)0 OV\) G‘ ‘?'.U £ mg}'m“
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
%0 N O
730 D v OO
Notes/Activities:

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 2~ /—20\ %

Upwind Downwind
Time Wind Direction VOCs Particulatex YOCs Particulates
Location Location
- ppm (mg/m” ppm (mg/m”
g90 | UW | no [Py ©.0 |g£025
B %0 = 0.2¢9 D03
900 0.77L © .05 (
b"] 50 0,774 .03
jode 0.27¢ 039
lo%0 | 02671 0021\
W00 ; 0.271- 0.9%(,
W30 ! 0.271° 0039
K24 % 0.211 l 00271
(T 017k A lee3\
{3Qv 8\7:]| e .| ©.0%72
13%0 0.27) p.033
42 O \ 0.2(? 0.0
14290 ) 0.7 | — | 003°
|0 D \ §.21% 6.2 |po30
1530 . [221] 0.2 | o929
fTpacacy
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Back%r::l‘uud
'7 l'{ $J W \i 1o ‘ mg/in’
> RTA ‘ O RO  wyw
] | mg/m3
Culibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
ALY b 0.2
PHS D O

Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring
Date: Z’é 201 %
Upwind Downwind
Time Wind Direction —— YOCs Particulates Location VOCs Particulates
ppm (mg/m® ppm (mg/m”
1457 | S nw | 0O [8.273] OW 0. 0 lg.07%
915 | | i 028\ A0C3
MS 0.2%7 £.050
415 0790 H.O53
a4y 0297 /
Jois 0301 W
(oY 0.7%0] \/
s b. 21 Ce — /\
Ny s A WAL 0. | /N
5
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
h‘l’.’)o AW ’T D. 3-0(‘) mgfms
1240 V W \Q 0,0 &0 mg/m’
T I mg/ms
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
50 uwvy 0.9
750 ) O, O
Notes/Activities:

See map on back for location information
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Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Dl’lu‘:- 2= - 20\ ; L&Pw’\qo’u’(,
"v-,-,w‘nwinjip-ﬂﬂ —
Time Wind Direction . VOCs Particulates Location VOCs Particulates
ppm (mg/mz) ppm (mymg)

7‘2’\51 < WW 0.0 - .0 0. 040
s | 0.047
Qus” 0.033
jp 1S l .0(C
[bYs” : o 0
nis * 0. 01 %
L 0. &
(3 { O, 020
1AS A 002}
' 2;, S/ o, L @‘oll
s 1 e — o b [0.07]

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fill Bnckgruund
1 mg/m’
} =
%i0 ALY \ o 9 mg/m’
| mg/ms |

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
Notes/Activities: vl tag \; L‘\}./ T A 25 é‘—'?.} 1ol lave T j_.\ auf
. -] s
\2H0  Ccawp GWUL'\]B(L‘V(:I-\.% S:Lﬁe‘ulnrw |

s

% F‘L \A} E‘(("Uv' {:_'iu{ -L‘m"'! I'il_n.‘l_ 4‘) ZAAC Ql\ Wig—d

See map on back for location information



Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

l)a::::j 12.-2e0% iyl MQ
Do v w Wi ALt Pownnint”
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
%0’0 N OV\j HNO 0, Lti? ww % Gy 0372
%5 \ ) 0,250 | | oJ 32
ppd |\ 0.274 \ p-0 %
490 2,213 | 003\
100D D273 0.030
10 %9 0.272- 0072
|1 00 2.249 po1l
| %0 0.27) il do2
1200 | | 0.2¢¢ o | 0025
20 | | 0270 i 0.0z%
1300 0.2¢7 0.02(
fZ";b 077Z‘ dtd?g
1o U k p2h 2 §.c25
)42 | | 0.22) l Doz
1500 | —L_ —— | d.2e7 - 0,015
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Buckg_mund
‘7'50 \m D“\/l} '-( : &‘ 75'_)?) mg}m“
j 1% 'V\.,b\j ?‘J 1% D L |:m__!.;l’|'r1J |
mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
270 W 0.0
140 Ow © O
Notes/Activities:

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
pate: Z-1%-201%

Upwind Downwind
Time Wind Direction Ap— VOCs Particulates Location VOCs Particulates f"'L)\ E r
ppm (mg/m” ppm (mg/m” crov-Vlow)
Tas [ Sw DO _ObBeLL 000297 Jop bomiciche
SR i 0-050 | j e
Gy = ‘ 0.049 { 7
q15 0 4§ i g
Es .95 x|
lor$ D043 \ /
Loyt 0.0 %9 V
(es 0.02¢ | /
Mt 0.0 R | [
| Zy4 .o4y0 [
2

Calibratton - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
1140 \A \/‘,’ 'J\ () .G mg/m’
1
1 ,50 Y)W g, 72— mg/ny’
mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
50 M A oo
130 D oD
Notes/Activities:

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 7/ ’]“‘] ?C-iiz'

i Dorinuiiag BowERT— A0 WAl
Time Wind Direction VOCs Particulates VOCs Pa‘rticulates
Location Location
ppm (mg/m” ppm (mg/m”

Q4g [swW [ ww/ | 00 | 6,002 o\ T
474 9.0 0,067

*fj ot [0.94R
1% i H0%57 S g
L | [0 % By \Lp
T I [po%= g e
1219 0.0% .
7299 0.057
%19 0.0%p
1249 0.0'5) \

1919 0.0%% \
49 | A— A [0.0%Z j e

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
e % AW by /. O mgt/m’
%@ M’ (@) V\, f E D.O mg/m’
| mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
/
41 ? O w W 0.0
bLo D« 0,0
Notes/Activities: SEray -“.’;Q “U & A PNOSES CJL{:’.-: |
1 i A

See map on back for jocation information



Former Monoco Qil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 7/ -\5-72015%
Upwind Downwind
Time ‘Wind Direction e VOCs Particulates —— VOCs Particulates
P ppm (mg/m” ppm (mg/m”
21 [ SW | wd [ 0D ~ oW | 9.2 |0weq
S 0.0 0009
1S 0.0 0 pole
g4s 0.\ 0.90(,
Qs 0.\ 00D
a4 0.1 Ooos”
10 1S 0.1 ~&‘ | 0.00
ods” | | 0% i \ 0L
1S \ | [Dooz-
14 ’;,/ i l 010’)3
A DM | .00
1245~ ; 020 |
s | b .0p©
‘Eplkﬁl | / O0.poe
115~ [ | ppo©
US| —— —_ | 4 | p.oov
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Too | W 3 DO o
— ww A NA mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
g AN/ 0,0
09 LW fusd O 7
Notes/Activities:

e iﬂ_‘(ipﬁu»\*i l;.&m. _J'th"-d[‘k
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See map on back for location

information.



Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
YOC & Particulate Monitoring

Date: 2 -1% - 7201%
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
- ppm (mg/m” ppm (mg/m”
[Jds [ oW [uw 0L | 04 6.2 | p.017
[ 315 0.0\l [ 2016
1S 0.0(% \ Vo135
1S D DD 0ol
145 [ 0009 ©:.008
19\& | 00071 0.9071
o4 5~ I 0.00( 0,06
Wy [ 0004 0.90%
(TS | ) 0¥ QLo
S [ 0012 \ .02
\ < [ 907 0.00%
1212 0.003 0,003
1 !’7\1( : 100 G 8] 400 %
\ 4 0.0 1% J2 2 |
[Wdg b.o%o 0002
(95 0.0-0 0.008
[ECE ~— |p.0o% ~— | 000"
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
q ’bO W U\] '\l, U' O mg/mJ
7@9 H \/\) ‘\ 0 . = mg/m“
l mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
1590 W o
1%o oW (.2

Notes/Activities:

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
pate: 2 -19-201%

Upwind Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”

s\

Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background

mgfml

m|,;z'1:|:|1

mg/ m’

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air

Notes/Activities: A2 N Mroumherd— Aot ] ) Cavprn Moy da, e
o - [ J i 1
1

aDlud L / -

v

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 2.-20-Z20\ 5
Upwind Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m®
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
mg/m’
mga’m3
mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
ye . o { B , s n [}l .
Notes/Activities: Qeeansag qn'\,\\ 4 1 Avyhg S i' v T ';"
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| " - 2 _ 4 y
eyt D NP Wpq 7o ve S frae M
U 1 al | b

v

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date:  Z-2\-720\%

Upwind Downwind

Time Wind Direction Tecaile VOCs Particulates — YOCs Particulates

. ppm (mg/m” , ppm {mg/m”

1S [ SW | WR | p© [ 6w00] | DW 0.2 | —
A s p.02Y j 0227
ais | | 0.009 ! 0.0 1
15 l 009 Do\ 2
S l | ooz 0,.0(%
od9 | | | 009¥ O\
e Lo P oo 0.012
ws| | 020 0,010
(L | p.001 D.ev%
1245 \ [ |Ooo¥ 0009
1315 [ [0007 0.0

| 54" Ao 0.2)9

NS 8207 \ 0,007
Lo 0010 \ 0.9l
}ﬁ'ﬁ- N —_ — i .00

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
7 ’50 \A\N \( 2" 4 o mg/m’
1 w D \/\1 \( 0] ES mefm’
I ! mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
T30 ™y DO
-
120 W 0.1
Notes/Activities: eSS, . “gl ’( e il S

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 2 -27-70I i

Upwind Downwind
Time Wind Direction T VOCs Particulates ——— VOCs Particulates
ppm (mg/m” ppm (mg/m”
1o | SE ww [ 9.2 = AN [ p.72 —
410 1 5021 \ 0, o1
G50 \ 0.0 7t pio2
Q19 \ 0,014 202%
150 \ 0.6 0.075
[0 00 \ 0.0%% 004G
0 570 | 0.07Y o0%
10 \ Q.07%0 0070
-1 &.920 0.0%
1L2d O~ © H\T
‘150 [).D\e R4
b0 0 016G D.olo
1357 Dol (2010
410 0.015 INIES
v so o — |op 1 I — e
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
‘) 773 \A,\/\} /\{ E.j ! &) mg)‘m"‘
1.47 © 'Y) V& | 8> mg/mn’
mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
V%0 W "}f [
REN) DU 0.7
Notes/Activities: Qe 5% oval -(lu.r.f oS

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Datee 2-23-20(3
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg.fm'”
%] [sg |wwW 00 Joosz|DW [ 672 [po13
290 005w 05|
51 0. 067 6.063
901 0.06S 0. 0lZ
411 0.081 o b
oo 0,017 0012
1927 2, 0k% 0.071Y4
{\07] 0. o\ | ZE:
X 0,055 ©0.053
172071 0,044 0.6
iy & o4(p 0 o410
V50 7| l 0, °%0 ©.030
X | 0.1 0,057
407 \ 0.04% \ B 040
AT T To0ol = 10017
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backeround
‘7!5 VW —517 \e 0,0 mg/m’
e} ls/ i) wW-8073 R)' | 0 O mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
ng. XN 0.0
NS U 0.2

Notes/Activities:

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Datee 2 -25-70\ 5
Upwind ~ Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
. ppm (mg/m* ppm (mg/m®
240 38F | W Yy W 0.0 o004l | oW 0.2~ |0.(Z25
% 10 D.oq4 ( 0,044
auo 0.03] | 0,048
gq.0 0.0% | 0.035
g40 | | 019 0030
0] 9 0.05 0.030
oy 0.02% 0,02
nw 0,0%2 [ 0.032
(o 0,020 l p.0271
12.\0 0,071 D022
1240 0.01% 0.024
AN 0.027% 0,020
1340 0.02.% p.01
(410 0.029 | p.otl
4o 0. 025 \ 0.02]
K10 d g A |ootl
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
le l/LV\) ”’6—/‘7 \{ 0.O mgﬂ'm:l
‘TFLC) b“) — 30 g N\J D, mgf’mJ
| mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
7_'1/0 v 0,
11O SN O.Z
Notes/Activities:

See map on back for location information.




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _2-ZLle 70\ %
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
| ppm (mg/m” ppm (mg/m”
1572 [ sE W 0.0 | 005% | oW 410 5.05@
321 | 4 \ 0.0k | 6,055
AL51L \ \ 0 0419 ] 0,043
4172 l 0- 249 [ 6.03%
fHsL \ 0.4 0.024
1022 p.2%71 0.0271
052 0.03% 0,027%
1127 0.025 0.017
\\ 52 0.030 0,015
227 o1 \ 0.0%9
(252 0.029 | O.02]
%22 0 03%% \ 0.oz\
(%551 ©.0%2- 0.027
(M2 0.0 24 025
M5 L 6.025 6,022
15211 ,_L__ —~— [’)‘Oth == ﬁ10l7
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Bal:kgrmmd
730 | uw-3509 K, .2 —
0 Dw-gvs Y‘ 0. mgfm®
mg/m3

Calibration - Photoionization Detector

Zero (Ambient) Air

Time Model Serial Number
150 U 2,0
1H 0 D W) (b
Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

- >y
pate; 227 7015
Upwind Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m® ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
m|;|afm3
mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: al\"i 22\¢ & Llaevius i COMP Fns nﬂm&lb:fi
\ ) \

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: 2-28 2015
Upwind Downwind
Time Wind Direction Location YOCs Particulates E estion YVOCs Particulates
,\\)\0\ , ppm (mg/m” ppm (mg/m” _
M50 | W AW 0.¢ [pord | VW 0.o | pw?5
310 | 16025 \ 0024
%50 \ 0,02V 0,052
410 \ 0021 0049
qGo D.02-1 0.0
{020 D O\ 0.029
lo SO 0-0(4 Do 1
(L LO 0(0[% 6,007
{50 .07 p.ooZ
\ 220 | 0.010 0,002
1250 [ [v.az 2200
(310 Do\ \ D.oc
%50 0.00% 0.000
Mzo | | 0.00% 0.02%
w50 | L L |roog | [peoct
Catibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
122 U_VO’G( ~] '7( 0,0 mg/m*
7 90 7 W - 8D } \) bl Cr;' mg/m’
l mg/m:’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
70 Uuw/ 1. O
%0 D/ o,
Notes/Activities: i,lnr‘ \ 'l_}_k € _ :;; .C luvrses

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
vOC &j}’articulate}_\’flnnitoring

Date: 5 -\~ Lo D

‘Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
. 7 ppm (mg/m” ppm (mg/m”
A [50 W vl 0,0 0.Co 0L | 9,200
%00 i { 000 0 oo
%50 \ \_ lp.co 9.010
420 | 1\ [0 p OO
250 | 0 ol D.079
19 20 0.0 0.260)
|©50 O.014 ©.o04
i\20 0.0 O.000
W50 0.009 ) O1Z
12720 0 .00% 0.0
1250 1 0.00 1 0 o
Bio [ Ip.ocT Dol
1% 50 [ 0 L0 0.065
M20 f 0.007 D OO
|50 0.00F () OO0
15190 0. 009 0010
550 ~ = J oo
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
120 V\\/\/\- <1 Y 0.0 mg/m’
11‘) -DV\) -~ 2073 ~“\‘ 0 mg/m’
| ' mg/m:’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
‘17 g o) LA &, 2
7 ?) e 7'7 \/\J C:" o=
Notes/Activities: }}w‘ 9 Z--\ € }: —(1 ey Fad

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Datee H-L-20,%

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
2 [ano W (A ) 2.2 |ooig [DW NO |owoT
@\ 0 | 0019 0.05D
go | | 0.019 0,012
20 \ D.014, 0.0(7]
a4 0 | D.o\% l 0.0z
19\0 0.4 0.3
e O0.01\ O, 0%
W\O 0,012 0.0 %
i\uo 0,014 0. 00\
{ Lo b.0o17 O w03
i Z24o O. N 0,0\2—
1510 0 .04 D003
12340 | | ©.0,5 0,003
14,0 [ D oM 0.003
1440 O.ollg Q ooz
1510 0.0% 0.003
]61‘0 ,‘—/ 3107 — | .o

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
12o ww ~ 517 X 0.0 =
119 W ~R03 -J“ © <2 mg/m’

I mg/m3 |

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
120 ww ©:0
120 D s.o
Notes/Activities:

See map on back for location information



Former Monoco QOil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

vVOC &/l}’artti}(ulatc Monitoring
Date: 4~ 1 -7 O\
Upwind Downwind
Time ‘Wind Direction —_— VOCs Particulates — YOCs Particulates
, , ppm (mg/m” ppm (mg/m”
4@ 150 w AW e H.oo Tow 6.6 O.000
219 l p.p0% 0.0cO
&y 50 \ 0.0 0.0\ 0
AL 0 O sl 0. 000
Q50 0. 006 o\ 0021
Lo 10 0.0\ 0 Lo
||]‘7/0 [9‘0\‘-& DeDO"’l
1\ 10 .0 H,00¢
\\140 0,000( — {_)'Ol(b
1219 0.00% 0.2 |6ocA
{250 0. 001 0.0
[P2e | [0.007 I [0 ol
\% 60 | 0. 207] —— | p.cos
(420 \ 0.0071 0> 6000
EC) | v.009 1 n,000
1920 | —— J_ 100071 Jd— 2010
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
250 WO =517 1 OO mgh'
7%0 2w "3V i = g/
| mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
%0 AW e W
150 Qv g .
Notes/Activities:

See map on back for location information.




Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 2-5 -20\5%
Upwind Downwind
Time ‘Wind Direction o VOCs Particulates e VOCs Particulates
ppm (mg/m” ppm (mg/m”
~ [0 W W w 20 [pos ] YW [0 [o2c7
410 \ 0,020 0050
“40 | 0,09 0.0(Z
Y \ 0, | O o171
q1o | 0.0 | 2,071
10\ 0 6.014A | p.0\3
lon 0 0.0\ D.00%
n (v 0,012 ©.014
iluo 0, oY 0. o0
(2\9 0.9\ 2~ o003
\ 2UO 0012 /.01 2
e 0.01% 0.©20%
VY0 .05 0.0
\M o 0.0 O.0e3
Rt A [ O.olle 000 2
150 [ ©.60\% D0
jgio | L L lea] < [6e03
Calibration - TSI DustTrak Mode! 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
A \/\\/\)\5/( .-7 f 2,0 myg/m®
170 -1 i 7). wigli?
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
17 ':) w W .o
/17)\8 (‘S\ 7,_,

Notes/Activities:

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Loy
VOC & Particulate Monitoring

Date: Z2-(-20\3

- Upwind Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
40 | W A 2.0 Jows] | oW | &5 | 00235
410 0.0\1 0.23%
LYo 0,91% D235
410 0.0 0.0%72
Q"’io 0.01.0 / 0023
{0\ O 000 % o022
’0‘10 — D‘OOO 0|0|‘
Lo .\ | o014
TEE \ \ 0.0\ |
AN 0.0 Yo
12 to 000 (s
1%10 2.0
%40 0.5
1y 1o A1 - 0.0Xe
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
110 TS 1 ‘tj D o mg/m°
1 '7/0 A9 Viis <0 ’% }( 0.0 _mgfm’
mg/m3

Calibration - Photoionization Detector

Zero (Ambient) Air

Time Model Serial Number
RS i & o
110 W 5 =
Notes/Activities:

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 1~-70\%
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
. ppm (mg/m” ppm (mg/m”
Zog |wW [ WW [0.0 TpoT | 7w 0.% loozh
g 30 0.0\% i 0. 00
4y 0 0,01\ | 0.000
430 0.0\0 | 2.000
o@D 0 .00 / D.OOD
(03D g .of! 2000
1109 0.0 600 %
W30 0. 0\% 0«xXH
{200 0. N2 O, o
| L%o 0.0\ 2 0.00 |
200 — | 0.04 D ood
1330 o1 |owon \ Jd0 ©
1400 0.0\ O Do
14 %0 \ 0,001 0,00
500 \/ — - —~ D CCcO
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
1 %0 nwwWw-517 ‘{ 0.0 mg/m’
b 2)0 U W %0 > d\j 0.0 mg/m’
mg/m3

Calibration - Photoionization Detector

Zero (Ambient) Air

Time Model Serial Number
) 27 ('LVJ o, >
7150 Dwn§ 0.5
Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & _l’ars_izulatc Monitoring

Date: J o5
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Loeation
ppm (mg/m” ppm (mg/m”
A [109 [\ uw) | 9.2 | pool] pw 0.3 | opov
i R \ 0.9071 i 0007
gto \ 0400[] J 0(00(’\
9 %0 l 0.00% 0000
9o 0 \ D.001 |
920 6.0k /
j00? D.09
{0 %0 &\ 0.00%
11 00 0 .o
TEZ | 0005
200 [ | 0.007
1276 0.005.
1300 oY =
i%%0 0. o4
(400 0.0 3%
450 | L 1 Joeoo?> ol 3
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
G4s | Ww s 17 Y 0.0 my/m®
G)"i ‘7/ D W =l go"s }" L\r E,) mga'm"
4 ‘ mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
LS ww o O
Las 0w 6.5
Notes/Activities:

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 2 -1|-Z V|

Upwind Downwind N
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
s W 0.0 D ,% O.opt
bss | \ 0,005
125 2,000
54
BUY
BES
s
dos \
(025 |
j055
11 2s o\
S5 [
(225 \
1255 ——
1225 0.2
(35S | |
42 £ A Jd 1
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Bnckgrnund
mg.-’m"
Lboe VWO - g 03 \( o mg/m’
l mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
l O nw \/H - D
| Lpo AN 0.3

Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 5-TZ -20153

Upwind Downwind
Time Wind Direction S VOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mg/m”
1°° | W &,© p.oid | Ow OA |0.00D
7%0 0055
@O0 o, 277
2 o 003\
Qo0 0,012
0% 0 0.,0%p
oo A o.04%
(0730 24\ 06.037
LW po i 0,098\
W20 [ 0,020 0,025
{200 0.H30
{130 0,019
i 200 S | O Z'_T
13%2 Sz 00?6
jUoO O.0ilp
|4 %o 20177
|G o0 .02
(530 —— 0. olle — D015
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
u]ghu“
(.(,—ZO DO~ S \( C.= mg/m®
] mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
{p <7 VS e, o
L %o 7 W 05
Notes/Activities: Mo e \} q Ry {'H v baad lerad oo el orlee {_k r{.',n.,, a 't (vl- £ L"\l\f,/
|

f o \)f:'l lfl";L oA ;-,Lfﬂ'
. d

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _2-\% 20\
Upwind ) Downwind
Time Wind Divection YOCs Particulate?i-‘t - vVOCs Particulates
Location Location
; \ ppm (mg/m” ppm (mg/m”
20D | W nw o o025 [ VW 0.5 |pe25]|
=200 O.OZ5]
7%°2 2.0 249
%0 D 0.03 7
z%0 | \ 0,044
000 | | logoz
430 L \ | |oort
100 O oy ON%
1030 \ pe%
1 09 \ pA75
iL20 | 0. 03%
1200 = 0092
12%0 .7 0 .009
150 ) \ / / 0,029
1%%0 \ |'r O .07
[{on L - - |p.o26
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
‘rp&? Ay vefeay l_,(/L mg/m’
(oo DQ/\) ‘ﬂb 2 \( ! O mg/m’
| mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
(s 0O AW 0.
oo N 0.3
Notes/Activities: ¥ \nack SR el e keak @ Lj,y\r_;w. fiady_o " da }/

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: o (4-20.%

Upwind i Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
b0 | W T o< | DpPZ 4 VW 0% |0.066
%0 0 | ] \ 0.02%
€20 | i \ . oAl
900 \ 0.005
oY \ 0.00 77
[0 \ 2 098
W30 / o129
oo f 0.194
TENS l AR
120 © 0.21%
[B%e =
300 Ol2
(2% | A~ = I A— (D
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
Wiy s "\.TWLOK . mg)‘mJ
700 DwW ) '{ O mg/m’
l mg/mJ |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
799 i o, o
780 7AY 0,2
Notes/Activities: W\n By '{; ')-./ a -u-u,k ALYy l:"c'f,k (:3\] LJ,('?' F ety & { a ’{"L-L,f

=

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date 2 15-70\%

Upwind . Downwind
Time Wind Direction VOCs Particula(esEVL VOCs Particulates
Location Localion
ppm (mg/m® ) ppm (mg/m”
(¢ | W W 0 00%% | PV | p& [00O
1S | \ 0.0\3
775 |\ o0z
%05 J.024
855 0.03%3
05 0.039
A%9 0.HO
100 r; I 0.0 21
1095 | 0.037
itog | 0.02L
NicEs 0. 037
1205 0.029
1735 \ 1 0.037
(200G _ kifi . 0 odUs”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
bheion g pust X = mg/m’
b5 DW-H03 B o.O o
| mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
G \5 I o=
big_ Dw : 0.
Notes/Activities: 5}(’ L‘}-\ 4&' f.i.{-:‘ W m!-l f gw, LL{; 5 L‘M\

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date % ¥ -20\ %
Upwind Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Location Location
ppm (mg/m” ppmn (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgfm"
_VV( ) 8b } mg}m“
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air

|

Notes/Activities: ;

L ?f.—\t" = Co i 5 AW wAL |(t‘} “‘:’:u\.q = h(é""-!u({,h‘[

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 4 ~¥] - 20\

Upwind Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Location Location
ppm (mg/m® ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backpround
mg/m“
mgfn:lJ
mg/ma
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
¥l
Notes/Activities: K.—'{' WA, CAva [’ \u‘:;v{ 1\\ oy w1t i ‘-,‘;{j-f"' uf CE{(E
J [ I
~)

See map on back for location information



Former Monoco QOil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: S 20 -20\3

Upwind Downwind
Time Wind Direction YOCs Particulates'*’ YOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”

(0 W ) 0. O 0O0Z T PW o H D o7
226 f 0otq
yad” .02\
1% 0.029
S0 \ ©.029
336 \ | 0.0
“doly o004
a2 O-.ot7
ool 0.0i3
102 / Qoo 1
Lo (e | ©,00 2
36 o. o
120 D.op
2 3 0.00%
1200 O.0\9
123 ! = — 0007

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil] Background
N ‘914\.4_6* LLD rﬁ‘v(,d) mg/m’
(7150 DWW -%0o3 ()/ by o 0 mg/m’
mg/m3 |

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
oo TN =X
1,00 Y o, +
Notes/Activities: Hisa ele O oz sl ..uy c \/LL( .'\C-(:Q o Aap: VO AT AR ,.f }l G Y]
4 = v 4 ]

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring
L-2|~20\"

Date:
Upwind | Downwind
Time Wind Direction Location VYOCs Particulales Boestion VOCs Particulates
ppm (mg/m” ppm (mg/m”
617 | W uw o | 00701 9W |oq-1.0 [091
N \ 0,027
142 f oo24
(§ V1 |I 0.4
e M | 0.920
N2 | 0035
0) ng ! 0,55 ‘3
[01 8 | 0.052~
(040 | l 0 |
h17- E, 0.060
N7 1 0195
(217 | 0.024
WASY/Z | O.0(5”
\o\ 2 - — A o053
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mglm"
L2 50 9 W - gﬁ) > ~ o O mg/m’
mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
t 50 ww O.o
(=50 Dw . Qv
Notes/Activities: 5P \)a’-‘._ (_Is’.ri Vo MJTJ",\J ¢ \«.L < .\{?_(,_(:gx (,) ib_)_y“g wli L,\'(; & ( .'_F oLy

TD-0uw M-.L'hm% Glf o4 -jo

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: > 272-2c\ 3
Upwind Downwind
Time Wind Direction VOCs Paﬂiculatew VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
1o | W W i 2.9 0,00% | Dw fgd -1 O.onle
bt [ Q.co
210 | 0.009
150 [ 0.2l5
&lo [ 0.0
% 0 p.ood
40 | O
450 | 0,00%
010 | 0.0
losT — / 0.0
170 o, \ / 0,000
57 I [ \ 0000
110 3 ( 0003
<0 -2 6 .Rd
|3 09000
1950 0.000
1479 L \ 41— [0.007
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
MNeinn L epeirdd mg/m’
(,;. (X% DI - Lo :; \(’ (SR mg/m’
mg/ms

Calibration - Photoionization Detector

Time Model Scrial Number Zero (Ambient) Air
VR [ A L’\.} 96,('_]
= OM - (,oF

Notes/Activities: * T & A

I.'I. 1:'1-'"1.11‘.\ \1!* O-\{v " © t"-“{J

¥

See map on buck for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
YOC & P%rticulate Monitoring

Date: -2 g—*’Z,O 5
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m® ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg/m’
mg/m’
] mg/mJ |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
A
Notes/Activities: Recn, [Buow; CAM® Mo \ocng . Sugpens {Lé.f
[ ' !

See map on back for location information



Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 2(p -2\ 3%
Upwind [ Downwind
Time Wind Direction VOCs Particula lé'wl/ VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
L9 W Un/ 2.0 6020 [ O [o4-1.2 | 9022
LY ( 6.09%
14 | 0.05 1
754 l p.oss
@24 | \  [p.e12
254 \ of9%
A1y |\ |po029
254 | ©.034
j¢ 19 DO
oY | 6.1\
1124 \ 0,000
(\5Y 8 | 0.06%
224 | 0. | [o®06
254 | ] | 5,000
1224 | | A 0000
1254 [ L1 6.2 - [0.00
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Bm'kgzmud
Voot AN 2 D muZV mg/m’
gop | DN%HID s o9 mg/mn’
| ) mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
fo®© Wain) >
koo L oM-1.2
Notes/Activities: *’K(l (.:‘[[ “i O V\Lt -./‘-:} L)A’ "\l ey ® { . A’(q_,_f
g

I

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: 2 -2 1-2-01 3%
Upwind i Downwind
Time Wind Direction VOCs Paﬂiculak#l . VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
(o U G |0oz20| DWW [oHd-14 | 2007
62% i 0003
0% f 000S
71%2% .00k
Bo & 0.007
7. A 0.0lD
909 6.\ 0.025
4724 0. ool
(0% ] D002
1°2% - | 020
1o% o2 | 002t
(154 | 0.0od
209, D.0Y
% \ D00t
{20% \ 0.0
13%% \ |ocevo
|40% 2 - 000D
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
\ vog l mg/m’
s f’@ /O"\.} = %0 3 N\’ 0-O mg!m"
mg/m3 J
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
£ 50 A oo
el ST, o 1 —hifleag b+
Notes/Activities:

* .\.0*{‘-'-\1'--(35“” i ""\_fu @ \"lk\"‘uw'\.'ﬁ., f’i’ "-t‘ J'L}f
!

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 2 2% 20.%

Upwind i Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Ly W TR o v — | DWW Do o183
o / ael3 | 001G
740 [ oo 2,020
Z|v | ©.214 .09
Z40 L.old 0 .02
G0 \ Jd.ovYy 0.0\ 4
240 \ 0.0 .02\
{0, 0 O o100 o,0\%
joHC 0.0% 0Ll
Lo 0.0 0.3
hqO | 0.0 ¢ i\
1210 \ o O\ I ooil
(249 | 0.2 l 9.009
1510 | 0 05~ \ O (3
(%40 \ 0.007 \. Ooole
Mo | 2 = ‘ L |o-%06
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
v 1@ {/\ Wl e S_ 11 % Ove? mgfrns
({ 10 D VV’_ - 32 % % ’\{ '{_} O mg!m“
| mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Uz ] 2>
e 1o Dw 6.0
Notes/Activities:

See map on back for location information,



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: _3-29-22\3
Upwind Downwind
Time ‘Wind Direction Location VOCs Particulates — VOCs Particulates
ppm (mg/m” ppm (mg/m”
i | uwl | 0.0 0o | pud 0.0 [p.03i
s 1 pedd |’ \ 2.0%%
U5 0.031 \ oY
145~ 0.0 0045
g 4 ()\037 o034
{44 0251 P Z-
99 .05 0.042
445 ] poOLS .03\
T 0.02L Bl | 0.o2%
1045 0,023 [ 0.020
e D.oIS [ low260
ds 0015 I g1\
20 2913 ! € .0
245 0,025 6.0l
1515 o o1 0.00°
By 3 L |0 2— |6.010
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
k00 (VR ";\,7 \,{’ G2 mg/m’
Gpo | OW~305 B 0, = g’
I mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
4,;, < 2 A 0.
| oo A Q.o
Notes/Activities:

See map on back for location information.




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _“4.|-1 0%
Upwind Downwind
Time ‘Wind Direction Location YOCs Particulates S VOCs Particulates
ppm (mg/m* ppm (mg/m”
1o | Uwn/ f.o 2092 OwW |94-1.2 |0.047
Lo p.o11 1 0. old
2190 0. o\ o.ot4
150 O.0\| A
4 20 2, o\ & .04
50 0 ©1 2 I O os
9 20 0. N0 0.\
06 SO £.01 \ o, 2| K
loze 2T\ o.0il
10 50 | 0.00O O.025”
(20 1 J 0% o.01%
1150 ©-2{C £2:2i\
A\ 212 oot 3 p.olo
125 @.0\6_ g.o10
132C z. 0l 0.0 0%
30 — N o.0 |1
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
&()(] (/L\/\j -5\ ? e.D mg/m’
Lc Qoo kY W ~go% 0. mg/m’
mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
W Ze)
T)\A) O\4-17 —7 réd g g et {r.-- e &
Notes/Activities: -(’ Lo 2% v } .

See map on back for location information




_/,n(/’

Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: H -2 -z221 5

Upwind Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
T14 M U 2~ p.eoe| Vw o9 [0oB
745 0.015 o.028
RS~ o012 0.015”
248 e o1 .03
as o,0\ O .ol
qys & 009 © .03
1015 o ©0 0.9&
1045 0.0i0 0,012
s pD,.009 0.0(9
45 0,097 0 .04
NS 0.017— | e, olb
(244 .ot 0019
1314 | o 02 0,022
1345 A 0. 012 - |p.oR
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
oo | uw- S| oS me/o’
) Dl -05 0.0 mg/m’
mg/mJ
Calibrafion - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
mw/ (Y *)
D \/J sl

Notes/Activities:

,€ ‘V\t\,‘\f\\(/ﬁ

See map on back for location information



Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: H4-2 -2\ 3
Downwind
Time Wind Direction Horalin Particulates Location VOCs Particulates
(mg/m” ppm (mg/m”
A Yo [\W N ©.oNB|] oW R
o ‘ |20l
140 I \ 0,019
g0 [ \ o.o1
g40 [ | [o.0<
QLo | |e.oid
q4o | [o.04)
o1 © | 0,074
{0440 [ o015
\wio g.olZ
Wha % 0.010
210 0.0
irve 1 2.01%
(%210 ‘1 2,07\
\» 40 \ 0074
l}‘—i:o L ' — | N0
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
¢ Z’C) ww -517 £ mg/m’
¢ 5© VW g5, &> mg/m’
mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Uuw &
Dud o, >
Notes/Activities: c ‘ WA LS

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
vOC &Errticulate Monitoring

Date: -z
Upwind Downwind
Time Wind Direction] - VOCs Particulates T YOCs Particulates
ppm (mg/m” ppm (mg/m®
ko3 | W uw 0-% |oo070% 4 |0.097
1045 g / { O .071
7%% \ _/ : O, 27
QB0og L 0.075
23 \ / 8 017
q}’“f \ / ©.0 14

ke \/ | 0,016
1905 A 0.0%4

0% A 02
LWes /[ \ 0.0%0
1125 [\ Jd — lo.ptS
L 295 A |7 ‘

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number ‘With Zero Air Fil Background
D W - 3 03 H.C mg/m’
Uyl ~s1 71 0. _mg/m’®
l mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
Dy ee® &4
Notes/Activities: ’*k bd‘{_!'"}{ - -{ ;\_cn\‘:!«..m [ = .«,{"I-I_g & Tw \\.;_-,- L\ '5“};3.‘{-..‘{‘,\

See map on back for location information.



VOC & Particulate Monit
Date: ) -S-29 |

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

Q@lg

Upwind Downwind
Time Wind Direction S— YOCs Particulates S ocaion VOCs Particulates
i ppm (mg/m® ppm (mg/m”
EZFTARY 0.5 [0.031 0b [oioo0
L0 ; o.04| ] 0057
200 | D049 \ 0.03%
%50 ' 0w | 0.04z2
ﬁa @& 0 <0 g} ! D.ol0O
A% 0.0s0 L O.p 7?2
090 Dol & ' .01 8
0 3 £ 0p 0009
io? L [p.00¢ J— |dozo
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
é, 5 O nw 0.2 mg!rns
6 ?;@ Ly, V\l o) mg/m’
mg/m:’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
W.ow 6.5
Dw 0.3
Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

pate: H4-% 705
Upwind Downwind
Time Wind Direction M VOCs Particulates B oalion VOCs Particulates
ppm (mg/m” ppm (mg/mg)
plo | W uw v | 0,09 29 |po72
(o 0.01% \ 0,075
o 0.019 © 0%
740 0.013 6.9 |
%10 0.0(9 .0
PO ©,027 0, 0%|
qio 0.02G 0,01
it 0,091 O OTF
T2 0.025 0 0D
ie4¢0 0020 007%
inyo 0,029 p,01%
n4o 0050 0071
(710 2,029 0.079
| 2o 0:0%72 0,969
150 0.029 p. o070
I:f,‘-w ©.1032 0.0 D
I~ho 0,030 0. 7|
10 g [0.0% — [0 068
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Yoo VW -~ %07 % o. o mg/m’
Lo i SIT 02 mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
W W oS
D \.J O ,‘?
Notes/Activities:

See map on back for location information




VOC &

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

Particulate Monj;oring

Date: -9 -701 %
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
. . ppm (mg/m” ppm (mg/m”
A %o [w N/ 0.5 DWW [lo-t.4 [ Dogs”
10 0 NV \ 01015~
1%@ \ / \_lo.072
L) \/ 0,070
2%0 /\ 0.2170
o 4@ /N 0.0
420 o | d 064
0O AW VsOlg f 0:0‘_7@
{° 370 0.010 | 0.069
[ 6® 0.90%8 2 .0GS5~
T 0 I\ 0,061
1200 0.01S n .32
R 00721 0,011
1220 0. 0% 0,069
1%5 2 090722 0,070
1400 0.9 e 0.072.
'\1470 050 7,,4 04072’
1500 ~_ |Oo.079 0,066
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Uw -\ 7) £ . mg/m’
D W Q ¢ *’2) ?,l < mg!m"
mg/m3 _l
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
nawj 0.5 !
“7‘1 ’lr‘\ - f’q (L"“L.-“.""U»tl,:h
Notes/Activities: O CC 6 AL ( ;Q a2 z\ [ I ]

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: H-1© - 20\
Upwind " Downwind
Time Wind Direction Location YOCs Particulates - VOCs Particulates
ppm (mg/m” ppm (mg/m”
2 lazs | W W 0.4 0p21 |~ £o,032
705 ! 0032 [ 0,087
135 l ©.0% | 0,091
205 v.,0%4 \ 2091
8‘;775/ 0;07/7 H 0gs
Yo5 o, ©.0%4
925 0.0%( ©. 0%
185 033 B 00371
[0%5 e =t )
11 0S
Nn%s
(v
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
6 ov W -7 o) g/’
[/ 1) b\mjwl’o 3 0O mg/m’
mg/m3

Calibration - Photoionization Detector

F
O 5 +I,.q. u'\(/bf.’ i Laku .«/;449

Time Model Serial Number Z.ero (Ambient) Air
L7y V\/ 7] ‘L[
O wJ | ~2—
Notes/Activities: I,.,_p £ t._i";; e s f‘:-:hgt,k."r cap vovL /u,“ { l_o 0
’ N

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring
Date: -15-2o0\v’S
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
7
Calibration - TSI DustTrak Medel 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
hWw -s\7 o0 mg/m®
"\D‘VV' s $ 03 o= mgm'!|
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: :\]C (jnj_q-v( qui Sv *{'M,-{l-.;ui‘__’ wher¥- So gpo G -u\va

Mo AL T Wy

L

See map on back for location information.




Date: 4l-1le-200%

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Upwind Downwind
Time Wind Direction Location VOCs Particulates A VOCs Particulates
ppm (mg/m” / ppm (mg/m”
koo [ W ww | * 8 s /1 9w | 02 [pe29
(20 \_/ L 0039
_:f(() o Y | 2:.910
%9 / \ 0.0%
G b0 6.027 2.024
220 @.02 0.0%%
900 002 0033
Fhe o014 o . 2olp
| qeov 002> ©.0%3
e 0.0t 0.05%
hoo 0022 22l
(122 0022 0.0] (z
{200 Dol o.0ts
2% 0,025 0.v20
i 500 0.024 | 0.9l 1
t5%o 0.925 | g.olS
{YeD 0.025 0.0k
150 0 827 D:.0(S
(50D 7,025 | 0.0k
8% — 007275 S
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
i&\/“i ‘5\7 O. e mg/m’
7w -80 = ( ) = mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
W 05
D W 0L
Notes/Activities: & LCb S50 n.ng‘.-i ' e

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: H-17-72¢173
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
. ppm (mg/m” ppm (mg/m”
oo | W wwf [ 2.7 Jowey 0.2 |o.col
¢ %0 ) O 00% ( 2,003
100 0.009 | .07
9%0 10 \ o3t
%00 Oot% | lp.0o3
5% 7.0\~ o -0
ZYE 0O o 2P
J) 30 72 tOOg O ocd
{coD 201\
fe 30 cote
{102 0.0l |
170 0.0))
ilop 0.O0%
12 % 0.0k
1500 0,001
V%50 C.009 1 —
oo
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
tw - S17 .0 mg/m’
{7\/&.‘ = ?06 14} ,B mgfmJ
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
U wf oy 2—
2w 0.3
Notes/Activities: WA A 8 dsA GO \'r,'-! [ 1

AP Egy

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: Y | -2¢\3
Upwind Downwind
Time ‘Wind Direction YOCs Particulates VOCs Particulates
Location Location
Y ppm (mg/m” ppm (mg/m”
v | bss | W W 0.5 lowo% i-2:5 | 02
125 o oLt £.092-
154 A, 0 .00
g25 0 .018 ©.0(1\
455 Q0lG 0.c]O
415 O 02D 0 .60
955 o021 | g.0z0
[025 0.0%| 00T 2
w55 D.032 0 .02Z
liz5 [ 0.032 o027
1155 | 0.0 20 0,02
1225 f 0.028 0,022
1255~ D.025 .oz
1525 0,023 0.010
V54 0.022 0.013%
w75 D.021\ | 3,231
1455 0.022 | 0,006
1925 —— l0.0273 A~ Towved
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
U\,VJ "g‘ 1 0.0 mg/m’
ﬁ W - ‘50‘% e D mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
) > 5 :
| -2.5  Lack ‘e Mmzf. A LS""-‘-*VVC/
Notes/Activities: (_‘i wizz2le- t i

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring
Date: A -19-20173
Upwind Downwind
Time Wind Direction Location VOCs Particulates 8 s VOCs Particulates
| ppm (mg/m” ppm (mg/m”
o I VY| b | 0.2 Joo2s |18 [0.mF
120 D24 owjl
Qu O €. 02% W ;054
%o 8,021 O.0ils
oo O 0,095 viol3
CED 6,034 o.0l49
o &o | 0.0% @ ol4
Jo»o | 0:0%% )
e 0.052 oCll
Woo (2.6%2 N,0K8
jrot 0.032 0 we]
i230 0,031 0.20%
L0 p.o3\ S.0cd
350 ; & 0d4
o s/ ©0eo
[4 %0 \/ 6.c09
150 O \ 0.074
(S%0 /\ C.olZ
i, o0 . — |e.001
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
nWw -S'i 7 o e mg/m®
Y] UJ ~go3 0. O mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
v/ 0.l .
b)) \.\{ i i'i"trger“'l.-.; wel Jomc .s“-w L~
Notes/Activities: Li T \ ‘C -

See map on back for location information



Former Monoco QOil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitorin

Datee H-22 -2 e\ <
- Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m® i ppm (mg/m®
950 [W uw 0.2 Joess | ow o= |0, 999
Q2< 0035 ©.0c9
4s© 0.0%% 0.0
[07 O 0.0 e.0iD
05D 0.0%% 6.0097
90 v 030 ©.,012-
Llj‘() 0;63'\ 0.‘-‘7@0]’
1210 J 0.0%0 0010
{220 IR OV
(550 0.031 &.0(2-
= 0.93\ ©.007
({0 0.0%, 0.0
15210 ol 0.0% I Ye
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backgraund
Ww/ ~5\ N 0. mg/m’
? ll\if -4 .3 ©O.0 mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
bow (o P
D &, &
Notes/Activities:

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: Ll-23-zu 5
Upwind Downwind
Time Wind Direction Vo VOCs Particulates Location VOCs Particulates
A _ppm (mg/m” ppm (mg/m”
100 w ZaN 29 [ peidy oo |00 ¥
1%0 | ) 0025 4 @.o1%
P Yo 0 .03%% ‘ .0 i"‘}
245 ¢.03% \ ©0.og
4o 0.0?\ o.019
P, £.07%0 o090
(000 4.050 RIEY
10730 | 0.0 5\ ®.90%
(120 | | 2.03\ 0,005
s || | 0:0%¢ [ 0009
izo0 | | | 2,033 0021
1230 | d.0% 0005
(300 0.0%% p.0eS_
330 0.071 0.209
TE / 003\ 0,005
2o | | 0.0%\ 6 00l
%0 | | 0.047 0.90%
530 | 41— — — | 0wl
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
h, w Sl i) L mg/m’
VVJ/QU ) e, O mg/m’
mg/m“

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
/
n V\l 2 IL‘
0 V\/ Op
Notes/Activities:

See map on back for location information




Former Monoco QOil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

4/1‘1/101 )

Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Localion
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgfm"
mg!m"
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
j L . 1
Notes/Activities: Ay "\"?_'Z‘-Q /.» i~y sz'V?-E-\ Es my\,zbd o _‘_..Q
” 7 J ) \

See map on back for location information.



VOC & Particulate Monitorin

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

Date: Wﬁ A-25 -z 3
Upwind - Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
5 1Az2 | wl mw [ 65 v [ D) [ 00 o023
9 160 . 6.04% \ o022
%20 \ O 050 @-.0'2,5/
350 | 0.05% o 02%
810 | 0. 044 0.029
Q50 \ v 38 p-029
20 .01 o024
o0 0031 e .01
\2o 0251 O.ollz
G0 0 o144 .ol
\7.2.0 o, 0%6 o009
1250 0.035 .0i7
1225 035 9.01%9
| 350 [ 16,034 &0l
1410 —al0.033> 1 06T
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
uw -si11 0.0 mg/m’
O w B 6 5 (21K =) mgﬂ’lu"
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
X Y
v (28 ]

Notes/Activities:

= &

See map on back for location information




2

1

Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Commumty Air Momtormg Log

o 2,6«/20-'5

Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
120S uw/ 2% 0,055 | v/ 6.0 o042~
7‘7/5 o, 255 o, 038,
3125 o L4l Vo3|
359 0030 ©.033
925 | 2,054 \ ©roy\
155~ | Iwoze 5014
[e2s” 2,932 .08
ioﬁ"{ p.-©232 O .028
1128 &Z.0%2 o .008
\gg” O. 031 0 o6&
\ 275 0.0%0 o .03
1255 o.v33 6. 00m
1925 0.0 %4 O.0c5”
%254~ & o4 ovos|
T o004l [ |oeez
{ 4‘ S —_— __'___ C\0o00
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
i1 b\i -« | 7 2 mg/m’
2w -5} .o mg/m’
mg/m3 ]
Culibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
L\,U\)’, 0SS
D\-‘\I bt &)
Notes/Activities: I

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & P, rtlcul.ite Momto%g

Date: -29
Upwind Downwind -
Time Wind Direction - VOCs Particulates S alan VOCs Particulates
ppm (mymz) ppm (mg/m!)
4 05s | w o /. © | pedl D) 0.< |2k
e 715 0. s ; ooy 7
wi <4 0.058 L.oZZ
3 25 0.045 ©.024
85, ,{ ,{ O"'lq) 002 ‘J/
15 0045~ 6,023
855 & .o40 0.9
225 l 5.0423 0-014
1055 l 0.029 0027
nis 0.0%4 J 0.015~
W55 O.03(e O.01\
‘2_7/(’ 0~03g d.00
[1s¢ 0.93% 039
225 0. 0350 0.010
1355 p.0b\ 0008
125 0.03i 2 wo
1455 A |e.wo32 — | o004
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backpround
wwl —S\) .0 mg/m’
) ~H6 3 .0 mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
u\/\l fio L Sus bt a-{j""c‘
Dw £, %) to I“Lum ccari'-(
Notes/Activities: el & o w.--.,\ CL [ X3 lC_'-F w}_u'\_{,l-..w M

See map on back for localion

information



vOC

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

& I’:{lrticnlate Monitoring

Date: ~Zo -2
Upwind Downwind
Time Wind Direction S VOCs Particulates Soeaiion VOCs Particulates
- ppm (mg/m” ppm (mg/m”
A %0 [JSE | ud o |- , [ ow 6.0 |p.o0 Z
%00 i \N/ ( L. ove
240 \ /D l |
qao |\ |o.02& |
1.%2 | lowzs |
oo | loewz+
0% 2024
e 0.024 l
30 o 02y |
1% 2,02\ |
1230 l 0.02.\ l
X Zh) -'/ (D, 0 (7 S N o we—ng
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
'V\—V\! - < -7 (.~ mg/m’
P \l\[ ) o S mg/m*
l mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
lA,vJ = = "LLL{ ko oshanst—
Dw/ GO
Notes/Activities:

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: S~|- ) 0173
Upwind Downwind
Time Wind Direction YVOCs Particulates VOCs Particulates
Location Location

ppm (mg/m” ppm (mg/m?

50 | SE W 0% |p0%x O0.pn Dol
120 \ 0. 024 , QD2

150 0.03S 0.01%

%lo ©.0%9 0.0(©
Z K0 0.0%5 Coots
450 0.0%2 604
| ip20 Q.03%Z 0. .ceN
%) 9.030 | 0,00
nio 0.030 B, 0F|
iSo b.011 0.00%

1240 0.02% 0004

(150 0,02% b poT
1320 0.92% 0,000
LI 0.07% 0.00C
1120 0029 0000

(440 A 0.037 L lfeee

Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
A wJ - 11 @ ) mgjm3
Ow - ? 0’37 O < Eg;'m3
‘@rﬁ mg!m“ |

Calibration - Photoionization Detector

Time

Model

Serial Number Zero (Ambient) Air
ww 0.4

Notes/Activities:

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: D2 -2 oD

Upwind B Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
LS5O LG Uuw 0.% |poz1 |TW o O Jo.oje
q20 | 0,024 &.piY
1 \ lp.ors 0,008
%20 0.024 | |0.022
B0 0.035 \ |p.ozd
410 0.02% 0.00%5”
450 po3% ©.0z |
iclo 0,052 0.0l
iosp 0,030 0.005
\1Zo 0N.030 0.000
(150 0,0277 /
1220 [ Joo2% [
1150 | p.02%
1% 20 | 0.028
1% 0 On Q‘Z,g
14 2o 0.02%
|459 S |0.027 5
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
ww - \"( 00‘..} mg/m’
TA%Y) Yo% O.0 mg/m’
mg/m3
Calibration - Photoionization Defector
Time Model Serial Number Zero (Ambient) Air
U@ 0.9
W .0 ‘
Notes/Activities: v Nowe \L— vp,{_ﬁ ’\-.p r\bt?ﬂv\‘u:;&; gw-j ‘Hﬁ‘u .“:(i\f\ﬁu‘r]l rllﬁy

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 92013
Upwind Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m®
THo | A we  [0,7 [N ~ 1 D o.© [6w03
2.0 g — 0079
%W 700> 0,039
A0 0 .007 0.3
o440 0.000 0,.0%\
folo 0 .00 | RS
10 q O p.030
19 0.022
iido © .04
" 2\o 0,0%2%
[Z4v 0.00Y 0.03%%
(%o 0000 0.0t%
1240 0.0%
419 ©.039
419 _ ~4— [0.03%
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
TENE ‘5\1 0.C i:|1gm:l3
D~ Ql_b:% @) mg/m’
mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
WD -}
AWAVS) o
Notes/Activities: wihww trwde o -’—;.::1 o £ 4 {}.\[’f\#{ =5 C ’l u‘)‘./

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: [ -(¢-2w\C

Upwind Downwind
Time ‘Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”

100 N ww 0.7 S DI {.< | pole
—13/0 0&0’;7{2» 0‘011
Qo d.0%1 0,270
g %o 0,654 ©.0\e
400 0.0 0, 06l
q %0 (A .00
0o O 6.0%2- 0,007%
|0 %0 £.041 0,00\
li ot n.03%0 ®.009
n%0 A4 0.0% | 6.0cY
g2_° (o] O % O ch } b.ooo
230 (.7 |0.03Y
i 300 O, D (o 05 |
L3 5 | oAHS
1400 | 0.04%
(“ho 0.055
1500 2~ lp.954 A | A=

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
‘.A-\’\} - 5"@ ()¢O mg!m’
D \'\) = CO t O mgfm“

mg/mJ

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
Uuw 0.
7D |:S
Notes/Activities:

See map on back for location information




Date: _S5-1-Z¢ ) .-

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Upwind Downwind
Time Wind Direction S YOCs Particulates o cal VOCs Particulates
ppm (mg/m” ppm (mg/m”
£55 | W tan () p. 034 « | B | oo
s | &, 0l /
I N 0,055
b1 Dot
@'5‘)/_ 0.0 21
215 p.0%4
455~ e, 016
lo e~ 0.0\
055" 0.021
s 0,020
ngs 0.0372 &4
!’LZ 5 005D
(199 .45
Y51 o35~
1555 0.5
1175 0.092
M54 ~— |0.4%8 — [ L
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
) st 1 0.0 mg/m®
YW B4 (@] O mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
W I\
7w J. B
Notes/Activities:

v\)r}l)\é ¢ Xoewnth W LQ- tJ 3 -.u({‘..-z %% CQ»*L.‘)\’

See map on back for location information,
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Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Mm%mring
Date: S5-8-7<\

Upwind Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m® ppm (mg/m”
705 W Awn) [ 4 D024 7wl 2-2 [0o®5
21%5 ©o2%¥ ) 9.6¢ |
oS 0,079 0.000
%355 0,03\ | 0,00%
9n% &.03\ ‘ 0.014
435 0.0%%” Q.002
1005~ 003\ 0.00%5
10%5 0.0%57 ] 0003
oS~ ©.0%0 0.004\
1% 0.029 000G
1205 0.029 0.000
12%5 0.07% f 00O
%05 0.01% ©.000
1425 0.028 0.006}
1705 5.03) £.000
14 %5 0.021 — |o0.0coo

Culibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
UWw ~57(7 £ e —
D wW-g0? 0.0 mg/m’

mg/m3

Calibrafion - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
nWw [-1
DS 24D
Notes/Activities: “lp&(.‘_ )(J‘V\Lk — A Q_{Q -%’.—.' < “{3{’ S ess fq (A0 kr

See map on back for location information



Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _S-9-29\3>
Upwind Downwind
Time Wind Direction Location YOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mg/m”
700 | W w17 [ p.29 [©N | p.0 [0.00]
1%0 00255 0090
Eod 0.029 p.0o0
490 0.029 0.092-
Qo0 0035 0.0\
A4%9 0. %9 0-00o\
1000 DY 0,00(,
032 0.032 0.00%
ilo© 0.029 0 OO0
(1% 0.029 0.000
(70D 0.4 0.0l0
1%0 0.04@ | 0.0z2{
%00 0.049 0.0t
[4%0 g.049
i V!o ¢ 0,05\ |
4% | 0.0 ‘
1Soo \ 0.0t5
(£ 20 = |p.050 — | A
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
W~ 517 0.0 my/m’
Dy -2075 0.0 mg/n’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
L 1.7
RyAVS .0
Notes/Activities: W:;)i_{J ‘(u-yu' k - u.‘a(& ‘(’2! su(\){\‘,-g"ﬁ A ) ;

See map on back for focation information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _D-~10-2 @\ 3

 Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Loecation
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
me/m’
mghu“
mg/m3

Calibration - Photoionization Detector

Time Model

Serial Number

Zero (Ambient) Air

Notes/Activities:

MU C"&"CMQ MO Wt btu..("'.mﬂ

;/41{(.-\.1‘- .\.' Ll“'t-f- =

Yo «oin

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _S-1%-720\7%
Upwind Downwind
Time ‘Wind Direction Location YOCs Particulates S— VOCs Particulates
) ppm (mg/m” ppm (mg/m”
5% | W [N} 1o Jowzz | pWJ [ 5.0 [0005
115 0.0%¢ s 0.0\
195 0.0\ | 0,004
€15 0.0%0 0.066
%55 0.0724 0,006
14 b o2 0.009_
Q55 0.02%0 0.005
1015 06,0292 0.005
055 0.029 d.00Z
W29 ©.0%0 6.004
W55~ 0,032 0.009
215 0,05\ 6.003
1255 D.03% QRO3
"3’2,4 172 Oz'zs- 0. OOQ
1565 0.0%0 0.07%
1129 0,030 0.0
155~ 0.0%L 0.830
(51 ~ — D.ols
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Ww -5 171 H.0 myg/m’
VW~ Yo % N0 mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
uwy, [.D
D w o, O
Notes/Activities: Wi .k(_ ,,- { Tl fk 7 ‘;-U}‘

( (= ‘»"l-L;‘!,FVI b (Q w ‘_'Jk{ i

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _g“'r';’lq -2\
Upwind ' Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
e | W v Do | ] oW 0.0 |eo.024
%\ \ ! 0.0(3
g9y e U 0.0(2
s \ ] o011
qas LY 0.020
Wwis N 0,05
|OUS /7 \ 0.0(4
U / i 0.c09
s O.05 0.009
1214 0.0%7 I 0,005~
1245 0.03% } 0.ccrf
(315 0.03( J 0.0c4
1245 0.9k 6,000
115 0.0%¢ O oo
1945 0.0%3 1 0.0
1515 S4— 0055 —— |eood
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
ww - 37 0.7 mg/m’
VW - 8o _77 o0 mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
W \f\.:-“ O, e
T J ©.©
Notes/Activities:

“-".‘AW AN M‘J(LQ ‘l’-— “:Lfi;}g[{‘:') ;Q'«{(;‘/

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _ S5-15-201%

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
779 [ W Aw 0.0 |po%g | pw [0 00173
15 ' d.0%4 a0l
740 ﬁ)'otl { 0.0(2—
£50 0.041 p. o065
dz0 0.0 .09
gse foi{Ll Q.02|
1020 0.04 0.0ll
(05D 0041 6.013
itze 6.7 0.029
1140 0.4 0.000
j220 0,045 l 0.0/3
(250 0.0471 | 0.012
(%2 0.011 \ o.0q
{550 0.051 Q2
Mo 0.0 0. llo2
1t 0066 0,111
(520 - 0.070 J— | 0.0
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
lA-\A»I 51 7 C ), E2 mga’m1
v V\} g@'z &, D mg/m’
mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
o YV \TWAY. SR, I A P )
OV [.O /
Notes/Activities: '.nJ--S(-(_( Ao .._C/V/ ;,M-‘,ﬁ 41 v {, : {15 C‘i‘( -‘3\'/

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _S-1l-2e0\ S
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
ng | W o1 10079 0.0 [oovd
145 0,0%2 | n.ovs
419 00732 \ 0. 00
ZhS p.% 2 l
oD 0OLF
o5 O o41%
W\ £.0690
g 0033
ngeg 005k
AL 0.0%2
(245 00% 3
(35 6.024
(345, 0.054
1115 | 0.072(p
415 /~  |p.0o5% __
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Ww 511 0o mo/m’
PwW a0 ©.0 g/’
mg/mJ
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
IRV o]
O wJ 0O
Notes/Activities:

i.nr’."tx"-(_-h/ 4 LAl 1_5 UL-L““?C;L 'j"; 51 E‘.\I’L“J' E=, /5)»'*3\/,

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring
Date: S-1" 1201 %

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Too | m/ 0.1 [0.07Z 6.2 [0.0:%
‘?30 b;ﬂg\ 010(7-7
%0 O &, 0 6.000
250 6071
“00O 0.061
330 0,051 |
Lo &O© 0,051
(O0 [ [p.031
120 | D G5l
790 £.0%5
(230 \ 0.052
1' ; 0 y 0 s 0\5 = /L"'" : e
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
LUV 6-' 7 DO my/m’
O\)s &0 3 0- D mg:‘m"
mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
TN 0.7}
DV 0.3
Notes/Activities: \_L}.;;\.;» v X Ceec - Ut ;Q Li' = ({;\\ fe =< (lue.c t‘_

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Dat: 5-72C0-70\3
Upwind Downwind
Time Wind Direction S VOCs Particulates S VOCs Particulates
ppm (mg/m” ppm (mg/m”
60 | W WW_ 160 1),.059 0.0 b0t
1o b, Az ) ©.0 2\
150 003 [ |o.oor
%10 0 0GS 0.0
550 O, oele 0.01%
2o 0.074 b.cOk
450 0071 0.0
lo70 0.072- o o34
105 £.06% 6 O
“ 7’0 b nOﬂﬂ&f 0.©06
127 0.©17% p.oe |
1229 0.074 p.oe |
i370 ©.020 D.ceo4
1550 0074 1 oo
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
ww 5l 7 0.0 mgf‘m"-
\7 \'\‘ wo ’} U .-D l'ug!lu3
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
W, 0.0
Y w o .
Notes/Activities: W;*.(C-Lw' A\ vtk LL'D((_{ Yo ‘}w_(\ag.ﬁ cS (,QUCJ‘{'

See map on back for location information




Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: 5 -T1-720\ %
Upwind Downwind
Time Wind Direction T VOCs Particulates W— YVOCs Particulates
ppm (mg/m” ppm (mg/m”
200 W W 0. [0.806 e 0021
139 0.090 0,025
200 \  [0,cEL 0.01
2 %o | (0o ol
00 | [0.0%1% D.OS
a4 %0 | _[0.0%% 0,02%
icoo 0.0%Z D.070
1050 0. |00 0,025
[loo D\ 0. 029
(%o 0. 1% 0.028
VEL 0.16% p.029
1250 D.1s 0.021
{300 0. i\ 0052
1330 | 0 ,00C> 0.029
1900 — |[p. 0 A— 10023
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
M‘/U :5.?7 O, myg/m’
O Vé @ -2’ £, C mg/m®
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
VU/OL o, o
7 J . 6.©
Notes/Activities: it \2 i S ULC \(/ W %KUL Xe 5 \«R\ i‘ VLA r&“‘- )(

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _5-77-201%
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (myms) ppm (mg/mJ)
N
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backpground
mg!m“
mg!m"
mg/m:’

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
Notes/Activities: (; w2 Dam ‘Rj ,U_
i - -

R‘Lu\ 15 {] l"ﬂ_F "IM. L'vt‘.l '\'t‘:-«;-umﬁ‘l_

3

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 5-12% 72017
Upwind Downwind
Time Wind Direction Tetion VOCs Particulates Location VOCs Particulates
ppm (mg/ms) ppm {mgr’m‘“
740 | ) 0.0 pwlet 00 [0.001
b0 6.0ki i 0.000
@ Ho 0.062
Qio O obZ
240 0.0S
1414 0.07%
040 8. 0%0
jHo 0,077
1tyo p.07%
WA 0,070 I
Y, 0.0¢%
%10 D.06&
1548 0,068
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
TR\ ‘5-[ 1 O mg/m®
OW gb’ b ﬁ /4 O m.g.’mJ
mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
M ©.O
T W D.°@
Notes/Activities:

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: S -24-201%

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Localion Location
ppm (mg/n_l” ppm {lm;."m"'
9% [ Sy M 0.0 [0.042 [ ) o.© [Dpoe
2v0 | \ 0.04 6
qoo — __l0.ouG ——

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
Uws 5‘ 7 (8] (» mg/m®
DW %97 O, L.r} mf,.,r,.lfmll
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
ww) &, 0
1 -
O NEN=
Notes/Activities: ('l oo — C 'onL{ P < -..‘U’_-;_.I'{\-Q qﬁi‘(ﬁg AIAJE _‘/u L] A
v

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: S -28-Z2ei ™5

Upwind Downwind
Time Wind Dircetion e VOCs Particulates Location VOCs Particulates
: ppm (mg/m” ppm (mg/m”
1%0 W uw ©.C (0,052 | Du) ©.c |00
& 00 0 05 > {
g %C 0,069
G900 £ .0l\
%0 0.6 =
100 0. 0% 0210
\0 30 0.07Z 0,000
noo 0.070 | £.00Z-
nN%¢ 0.067 [ |p.c00
{200 s 6,010 J— O, oe (
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
Lw ’-;\" {?,_{-" mg/m’
Dw %@ /!7 O.© mg/m’
mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
Uw &,
D W O,.O
Notes/Activities:

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date:  S5-79-) 5
Upwind ) Downwind
Time Wind Direction YOCs Particulates YOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
Mo b ) == mg/m’
% kil mg/m’
mg/m°
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
.~ & - - -
Notes/Activities: ﬁ-l o < vbe r*_"—-{' A ‘\ =S {'—().'ur’ ‘{t:‘- LB e |

See map on back for location information.




Date: &-% - 2o >

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m® ppm (mg/m”
s | \W | | OO 0.3 0.0 |poze”
745" 0,090 4 p.oH(
2.5 0.0H [ 0,050
s 0.06% 0.025"
A5 0.1 0.07%
o4& 8,094 p.ot%
1015 0,047 0.027
lo% s 0. 097 0.02Y4
TS D.09 0.023%
WHS 0.0% 0. 0172
VIS 0.047 o.oc#
|24 0.0%@ t ©. 0
[3\S” 0,045 | o026
1745 1 pos> J— |o.odl
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backpround
LLW g\ 7 0|. ('"' mg!m’
v N %‘ g &, C-’ mg!m“
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
XN 0.0
DWW ‘ oo
Notes/Activities: Lu&;‘g,:&(_ .Il',, ks pasc (X_ ‘]‘( 5%“? (\3 Ves < (_ﬂ._, _‘;‘l"

See map on back for location information




Date: f-_"_?,—lc’ 1%

Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
220 | \J uw | po (o651 | DWW Qo |00
V50 o.0477 [ ]
220 R [ /
250 0 o095 |
92 74 o.o4s” [
s O o044 l
/O 7€ O.od7
[050 0.045~
120 0.0496
1% Q.o45b
220 0.049 \
lzg© 0054 \
1320 0.V52, \
(%50 0,054 L
i 20 0.054 I
1450 A~ 10,055 e T
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil _ Background
\L\b ';l 7 @( o mgfm“
PR B0 S5 0.2 mg/m’*
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Uw 0.«
o w) 0,0

Q\\ N

I.“', u.‘h'

Notes/Activities:

See map on back for location information
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Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 2~ -2e, %
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mp/m” ppm (mg/m”
IHs N T 0,0 [Dos] DITN) 0.° [poi3
35 \ 0,054 R Vo X112
344" | o0t L |o.o1]
9.5 | 0067 0,022
ZETS | 0.0 0.02]
(0I5 I 0,005 0.0
1095 [ 0.064 0023
e 0.10G 0027
nN4s_ 0,04 o022
1215 6,054 0.023
1245 005 0,025
1215 0.09 002%
345 p.065 0,024
[H15 ), 065 0024
(445 0.055" | _|o.020
15V 5 | 0.9 | ooz
1545 — |p.097 —|0. 024
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
\}\V\; 6‘\‘ ’! N mg/m’
Dw S0 2 2. 0O mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
“w 0.0
T W 0.0

Notes/Activities:

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _ L -S -2\ 3
Upwind Downwind
Time Wind Direction o VOCs Particulates T VOCs Particulates
ppm (mg/m” ) ppm (mg/m”
1%0 [ W UW [ eo Jpeg] | UW | 4. [eRZXd
%40 1 0.05% 0.0}
£ 20 D057 0,003
qo00 0,059 0 .0C%
AB0 H.062 e.0C72
|90 006 3 ©.00%
[030 D.ess 0005
Woo .07% 0,004
L 20 o.u7\ 0000
17400 0.060 0.0\.S"
17 %0 0,060 0.0t%
(2,00 l 0,07\ oot g
13%0 | (0063 .09
14¢ 0 D, Oy 0,01%
i1 50 0.0\ 2.0 22
15pD = 904 N 10623
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backsround
VLVJ 5" 7 ﬁ}, t\' mgfm“
DVJ 2 3 DO mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
UAAL &’ ,((:)
DA 0.1
Notes/Activities:

See map on back for location information



Former Monoco Qil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: (¢ “lo-2C15 G ~7-20V%
Upwind Downwind )
Time Wind Direction VYOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serinl Number With Zero Air I-'III Background
mgf‘m“
mgfm"‘
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
2 { = — —
Notes/Activities: N (% ‘.:J N \ ‘- & é-& ,u"-:\‘\ 2.5 —9 jocr  WWET

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
YOC & Particulate Monitoring

Date: (e ~le-2°=\3
Upwind Downwind
Time Wind Direction Location VOCs Particulates Location VOCs Particulates
] ppm (mg/m” ppm (mg/m”
e | AW oY 206 | W 0.0 HP00
RS Q.06+ 0.00%
gns 0,065 6,008
9.4 0.062- 0,007
Qus_ 0.0 0.003
10156 0.015 .04
IR N.0 11 L.oos
N5 Doll 0.00(
1l 0,075 D02~
\WALSY 0076 o.cc |
1295~ 0.0 2,006
1% 5 0075 000
‘M5 ~ |0.07 J_—[0,e01
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
W S'(7] 2.0 me/or’
?V\') 5%0‘ 3 o A D mg}m“
mg/mJ

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
V\'\Id 0 O
v w 0.0
Notes/Activities:

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: (2 - 1\r2e)\ 3
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m®
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgﬂ'm3
lng."lﬂ“
mg/ma
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
= * i C B oz = i
Notes/Activities: Rea WO r&f'd Vtm.‘i i vd us 2 - activ ;i 25

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & erticulate Monitoring

Date: -\ 2-20\5
Upwind Downwind
Time Wind Direction Location YOCs Particulates np— VOCs Particulates
ppm (mg/m” , ppm (mg/m”
123 | wW uw [ Ao [pos€ | ow 0© |[O.e09
153 0.057 | 0,010
2773 D.05( 0.0)0
g ’7’6 0.0 55)’ 0,03
Q2% &O.054 0.017
15 % 0.054 0,029
10275 0.05p 2.0z}
/v 5-:'? 0 105—7 0.022
1123 0,059 0018
155 0051 0.007
122% 0055 0,025
1252 005" 0029
(%23 0. 08" 0,072z
[353 0:0(2. \ 0024
“Hzy, LRIy po023
452 — [0.062- — |0.00(
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Wi 5177 0.0 mg/m’
YW R0 2 c.O my/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
W 8,0
LYAVN] 0.0
Notes/Activities:

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date (@2~-1% TI\%
Upwind Downwind
Time Wind Direction YOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgfm“
mg/m’
[ mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _(o-)1Y\-2¢c\3
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
1
\nJ
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgn’mJ
mgfm"
_l mg/mJ
Calibration - Photoionization Detector
Time Madel Serial Number Zero (Ambient) Air
Notes/Activities: R 0\: A

(I M ‘P \N.l!b- Li jf,v"x"hwz}z c‘; _L‘?-MA 1 )’ﬂk

v

See map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: (2~ 17-2c\ 32

Upwind ) Downwind
Time Wind Direction — VOCs Particulates 1. G VOCs Particulates
: ppm (mg/m” ppm (mg/m”
140 | W Uw 0 0035 | vw | OO o0 039
Az \ 0,025 ! 0 .06
S4o 0,025 [ 0.027
8,10 0.0 | 009
40 D.OI"I C.'tC'q(
jotLo go17 0.047
040 0-0\C 0.c08%
i< 0.0y O.c71
hye 0.914 6.057
YA % 2:0] _ 0. 94
12.4€ 00\ 1 0037
1510 0.1 0,054
(240 Pe2% 0.207
4o 0.02F 0.0 7%
M40 0036 0.07%
1510 1 loow — |opY(
2 (%
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Uw 517 0.© mg/m’
V w %03 0 mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Un) 0N

Notes/Activities:

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Dat: _—18-201 >
Upwind Downwind
Time ‘Wind Direction VOCs Particulates VOCs Particulates
Location Location
/ ppm (mg/m” ppm (mg/m®
732 | d VLW 0. Lo | .o | W 6c [0.043 |
200 0.012~ 0,043
%30 6,009 0.040
Lo ? p.©(D Nn.04o
9%0 0.009 ) 0,038
100 o —— Tlo.0i0 '; 0.0%%
[0 20 0.0 |[Oelo l 0,092
I\ QO 5 0.003 ' 0,031
L 20 1 0.7 ©.036
200 0.0\ | 0035
1220 Q014 0.0%k
1%0® 0,970 : 0,034
1% 50 0.014 ':. 0.02Y
1400 O.0lle \ 0.032-
420 0,022 ‘; 0,033
| 5D 0.01% : 0,03
{S5%  6.017 0035
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backsround
wWw /“SA\-? o.8 mg/m’
v V\_) go 'z @, © mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
i j' DO ~D?
1A 20D
Notes/Activities:

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: @-19-2©13

Upwind Downwind
Time Wind Direction Location VOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mg/m”
1% | W A L0 6022 T DWW 0o [eo063
15— . 0005
927 (.90 5
B572 0,003
a7 0.0\2-
4% 0,005~
Toly Xg ¥ J 0.005"
o5, [ 0.00{ |
h22- [ 0,06
Nz | 6.007)
12271 | poe’]
152 \ .07
1321 \ 0.00%
%551 0.007
422 \ | le.coq
Y524 - | & - (6017
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background )
uw 0.0 n|g}m"‘./f> ;
M %51 7, O mgftn" -
mg/m:’ |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Uuw HO
IV N

Notes/Activities:

See map on back for location information



Former Monoco Qil
75 Monroe¢ Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: [ -70-201 5
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m”) ppm (mg/m”
220 | A Jv 010 | ODW [ Do [pod3
150 00071 0.041
Z20 0.00(g 0.045
%50 R.00% 0.051
910 0. o\0 Ow%5
450 0.0\ Hi0%3
(020 oot 0027
1052 C.015 ©.041
W29 0.0(4 6,03\
(Se p.olS U 0.025
12725 | Jo.oe> 0.029
|25V [ 005 0,030
5 TR S
|4zo | [0.01? LT (o070
[asv 4 [ 00 |[0.030
0,0 2. 0%\
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Uuwi § |7 \Cj(, (/" mg!m’
DwW e} 0. mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Wil oY
DIN 0.0
Notes/Activities:

See map on back for location information




Former Monoco Oil
75 Monroc¢ Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: ((~2]|-101%

Upwind Downwind
Time Wind Direction Location YOCs Particulates f.oodien VOCs Particulates
ppm (mg/m” ppm (mg/m”
bs0 [, W [0 [oos [ QW o |, [
120 p.017 \ /
150 0,013 \ /
g10 0.0175 \/
85 [ 0.014 [
110 0.o\le 7\
q Sv 0¢0 1l l \
[0 W 0&0 \dl l )
lo ST 0.021 0. 0\%
Wz o o721 0.0%@
\\5U 0.024 003
\2 10 0.0V 00335
\150 0.02% [ 0,032
1370 porl / 0.037]
| 550 0,050 W D.oq
4 2O p.o21 0,639
14<o0 L Tpon = T0.659
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
nuw 5‘t7 ?7; ’L' mgfm“
V\A‘\ 803 (% r {/_ mg,(nlJ
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
WA 7=
D VQ (9] A

Notes/Activities:

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: é"ZL[ -2 D
Upwind Downwind
Time Wind Direction o — VOCs Particulates g, e VOCs Particulates
ppm (mg/m” ppm (mg/m”
70S | W wal | 0.9 (0063 [ Dw 09 lo0.047
<35 { 0.0\ ©.0%17
RS | D.os4 R
235~ | 0.0%%
Qos” D.059 D087
25~ 0075 p12%
[cog 0.05b 0272
[0 55 0,055 0. 1S
Hos” Dv05‘1 0,029
113s 0.05 2 o\s
1205 0.0t 0,069
e 0.05% 00Ch |
%05 H.os 1 o072
1535~ N0SS | o 124
[Hos~ 05| \ __|poke
‘M35 0.0 \ 0120
|50 —— [pos4 — [B20D
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
\/\A‘V\s §t7 e mg/m’
D wW @0‘4 0, O I‘l’!ﬁl’llj
4 3
mg/m ]
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Wi oD
pw 0D
Notes/Activities:

See map on back for location information



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: @ -25-26\5
Upwind Downwind
Time Wind Direction —— VOCs Particulates Feeaia VOCs Particulates
ppm (mg/m” ppm (mg/m”
[T (» W WA 0.0 6.6y | VW 0.0 0.04 3 |
14l I ©0ok3 o\24
I \ 0.0LL 0,102
QU6 0.0k 0.0\
q1ls 0.0k~ 0.090
116 5.6 0.091
o\l 0.070 0,092
1o 0.03% 0,065
W\ D.o4z2- 0.065
W6 | .02 0.07%
AP ov2% 0.\05”
1%l D.OLZ- 0.0
134 0033 0\OZ
il pO3% o\
44t 0.04Y D110
S i - ldot¥ ~— loiz2-
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
t/\.«\l‘} f'),L ’7 DVO mglm“
D “ %D % OO mg/m’
I mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
W Q.
N o UV
Notes/Activities:

See map on back for location information,



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
pate: L2 (e 200\ 5

Upwind - Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location

ppm (mg/m® ppm (mg/m”
770 Wi WW 0.0 b.o95 | pw 0.0 oM\~
150 | 0, 044 D.09°7
410 | IR 0.0kl
g60 0037 0.0
qro0 0 .OBG 0.059
450 0,037 0072
1070 .09\ 0.06%
\tGv £, 030 0.066
N19 0,027 0,08
W\So 0.072% 0.07%
\Z1D : 0.5H29 D.045”

150 | 0.029 0.05 |
%20 '1 0.0%0 0.10%
(350 | 6.0%7% 0.0¢3

|4 20 | 6,035 ol A

[450v ~— [p036 o.\04

Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background

bw 47 o0 mg/m’
vV"\- %015 C’w [ mg/m’
i mg/m3 |

Culibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air

{am) D.D

Notes/Activities:

See map on back for location information



VOC & Particulate Monitor

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

ing

Dat: -2 7-20,35
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m® ppm (mg/m®
500 A w W 0.0 0,034y | W 0.0 0.0 0
i¢ %o X 0. 04%
0O 0.02¢ 0071
)i 39 0.3 0.0%]
1220 0.0%4 ©.045
(2.%0 0035 0.045
1530 6.027 001k
JH50 0.993 0.051
1% 0943 0.056
1500 0,041 J - 1005%
1550 0052
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Buckgzmmr.l
s\ 7 o) mg/m’
D\J 20> 0.9 mg/m’
: mg/m3 |

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
i
WA 0.0
T
7w 0.0
Notes/Activities:

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & IZrticulate Monitoring

Date: (&~ )<t =20\ 5
Upwind Downwind
Time ‘Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
mg)m’
mg/in’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
» de: 220€- | Mo CAMR  Mavfiss -
Notes/Activities: v 277 oy O : () \\pv it oning _—
/ ; /)(
/ f

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: -\-2¢\%

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
754 | M Juuwl [0  [047 | DW 60 P2 S
DIS ' D101 2 [ 0.
g5y ©.042 0,107
U[/]/g/ 6L07% 0“0\
955~ 0013 0.096
1025~ 6,082 0.099
[05S £.101 6.1l
125 D MNZ 0.1271
s~ 0.8 0,131
(725~ 10,122 0,145
1255 e Ao CHVI7, =3 0.14%
[ ?7/7—; fd ,'_ {

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
!&VJ 7 O (@] mg)’m]
[al
D W HO mg/m®

mg/m3 |

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
) CO
\-') V\J 1 0) D
Notes/Activities: DUt taSt f 'U'"l'!.t A

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: _7-1-20\%
Upwind Downwind
Time Wind Direction Location VOCs Particulates = VOCs Particulates
ppm (mg/m” ppm (mg/m®
qio [ W WD |02 [Owed | pW 6o [o0,090
“150 D.04% 0074
Q20 0.050 0069
gso O0.04 ©.06|
qro 0.04D .00
456 6.0%% 0.05S
jo2© 0.0%7 0054
jo S0 ©.030k 0.050
W2V 0.03% 6.049
nse .03 0,051
1220 Q.03 0.049
125D 002k | l6.047
\5 20 0.03% | ool
\%57 po3% ] |04y
1120 0.043 [ [ow047
1450 0.o4s 0.b50
519 5 0.0 0051
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
w\J 0.<© mg/m’
D \A) 6’) C) mg‘-'m3
mg/m’

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
\1 A O, &2
DA (7 O
Notes/Activities:

Sec map on back for location information




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: __ 1- 520,73
Upwind Downwind
Time ‘Wind Direction i VOCs Particulates Location VOCs Particulates
> ppm (mg/m” ppm (mg/m”
oys | W W 00 [l | DU | ©.© [OnZ
NS 0.0%4 ) 0.088
249 N.06% | 0.013
a\5 0057 ©.0@|
M5 0.645" 0.053
A5 () 0;7 o057
qus 0.040 0.060
lovs™ 0.43 0.0582
10\ 0.047 | 0.0l
[115 0,042 [ 0,055
N4s o3 o 05|
2\ S 0.04\ 0.05 |
1245 0.042Z- 0.050
1%\8 0043 0.05k
34 p.048 O.06Y
415" ©.0k) ©,070
NS L 0063 S
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
\J,V\) /- mg/m’
T)\/\) C, o mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
A 0.0
AV 0.0
Notes/Activities:

See map on back for location information.




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: _ |-H -70N\3
Upwind Downwind
Time Wind Direction S YOCs Particulates e VOCs Particulates
ppm (mg/m® ppm (mg/m”
¢ls | N Un[ | on 0075 | Du) NSO o0
z4s” 0\ | ©07] ; 0.087
g 0.9 |00k ! 0.0%3
945 ' 0.085
10(8" 094
045" 0.05%
s~ 0.0653
1M 0.059
S 0. 062
1245 o055
(B\S5 X34
1245 0.0£8
415" | — C— [2.0632
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Buckground
LLLL) & £ |1'|g3fulJ
D V\I o= mg/m’
mg/mJ I
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
WA {:’: O
D w OO
Notes/Activities:

{L‘“ '\'I- 7 \él \’{AL A Fu v \};’

See map on back for location information,



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: - (’E ~7e\ 137
Upwind Downwind
Time ‘Wind Direction . VOCs Particulates — VOCs Particulates
] ppm (mg/m® ppm (mg/m”
705 | W uw 09 [po15 | ow 0.0 0,090
735~ 0.072 D.og%
QoS D067 0.0e5
¥35 0,061 0.0%7
qo5 0. 09 0.084
S 6.0( / 0.02%
[005~ 0,056 / 0.67¢
035 0.0\ 0.07%
110~ 0.04Z 0.062
T 0.045 0,052
(205 0.040 \ o054
235" 0.052 \ 0,059
{2305 0,046 0 .o44
\335’ O 032 0,040
Yo% 0.02D 0,034
435 ~_ [po30 — lo.042-
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
‘A_w 9 . (> mg.-’m"
@ \0 0¢-C‘ _m_g!m“
L mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
WA s
S wJ V2 %
Notes/Activities:

See map on back for location

information,



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoripg

Datee "7 -\10- 7€| =
Upwind Downwind
Time Wind Direction| S YOCs Particulates e VOCs Particulates
: ppm (mg/m” ppm (mg/m”
kHo W [ 0o [peoi® g.040
2lo | 0,070
Mo | 0.0k |
9\ | [o0052
%Yo | 0.04%5
210 ‘ 0.0
44o 0,034
0o 0.0 2\
L, | (0029
e D 02& —
{40 0,023 ©,030
12\0 D.020 0,035
VAP 0,074 0. o4
13\0 0.032 0.0k \
(390 " lpe37 0.045
1419 | lo.o34 0052
1Mo T loaiz Qo52-
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Backeground
M—\J‘\) O > mg.-’m“
b V\) O‘ :" mg)‘m“‘
mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
VAAA) O O
O
Notes/Activities:

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Mnni_g;iring

Date: "1y -20i 5
Upwind Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Location Location
. pPpm (mg/m” , ppm (mg/m”
N7 |\ W [ 0O [poZ] DW 0.659_
750 0029 0.055
c,»l@ 6‘02% 01 C’(':)’?)
4570 0.02% 0.042
4920 0.02& 0. 044
950 0.02% Q043
VLY 0029 c.oq2
050 0.02¢ 0,041
1170 — (0022 6.0
iLgo 0.\  |b.o3\ 0,043
1220 0.01% 0.04
(2500 0,0%0 0.04
(%70 0.027 0,039
1250 0.9727 0030
[420 0.021 0.035"
|50 —~— @02 0.03%
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
uw i mg/m’
P‘J ©. \:; mglm“
mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
“W O,
Notes/Activities:

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Pa rtncul.ite Mum;zmg
Date: _— [ ~\7 -7\
Upwind Downwind
Time Wind Direction S VOCs Particulates . VOCs Particulates
ppm (mg/m” ppm (mg/m”
G4y [ w 6.T [oorC]| ow 0.05
15 0.053
145 0051
15 0.0 {
My 0.05
M5 | 0091
945’ [ o042
f'o | "7 O;O%g
Jods Op25_
nis~ 0,02
14S e 0,029
1205~ 80  bo0iS 0021
(145 ‘ poll 0035
125 \ 0. ol4 002G
1245 \ 0.041 0.0 25
M9 —— o013 0.02¢
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
l/(\)ci o, 2 mgfm“
D W 00

m !m"
mg/m3 |

Calibration - Photoionization Detector

Time

Model

Serial Number

Zero (Ambient) Air

AW

N L

Notes/Activities:

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Mopitoring

Date: “1-\S -201%

Upwind Downwind
Time Wind Direction — VOCs Particulates Tocain VOCs Particulates
- ppm (mg/m” ppm (mg/m”
s | W W o\ (o6t | Dw (]
145 0.041 0.0 bt
B\s_ D047 0.060
i< 0.043 0074
‘2?“; | 0-. 0‘[7,. O: OL’-"('?
945 0.0{2 0.090
015 0.045 0092
lovs” A 0.0S0 0241
W 6.1 |04 =
U5~ O] 0,060
S 0.04S 0.05%
245 o.o4% 0.011
FAv3 o.044 0. 0b\
1345 DoY) 6057
RAsY | p.04o 0.091
s~ 4 0029 0.041

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
Y 0.0 mg/m’
V) D= g
mg/m3
Culibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
VVS! o, |
Notes/Activities: ot Npade pat i Wity at oy ¥ onppyess
NG ] (Y
- T . { -

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

1-\-20(3

Date:
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ; ppm (mg/m”
leso ) | 0.0 [0043 T I G071
7zo 0.0%7 0,070
150 ©.037 0.017%
% 20 0039 0,074
450 0.034 0.0%
‘i 20 0.0 35 0 406 }
450 0.03¢, 0.0SZ
020 0,066 0005
[0S0 : 0.067 0,054
1720 [ 0.4 % 0.070
LH50 o.M 0,05k
{7 O D.041 0,059
750 0.0 0051
1320 0.04 (e e 007
1550 0.049
420 - 049
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
Md\) 0 F mgflu‘!
D) \JJ o ' O _rng;’mJ
l mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: M\',{,' i € O v il C:{(ji_ H;L \(Q\A_ﬁf LL{.‘ b[t &Q}{ ‘h:\ 5&1.{‘ ‘(}; ~¢sS
Aust S

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 7 -13-22175

Upwind Downwind
Time Wind Direction —— VOCs Particulates Loeation VOCs Particulates
- ppm (mg/m” ppm (mg/m”
200 w UKW 0O [¢020 |DW | 6.2 |poSe
728 | .05
G oo (-
&35 o ose
960 J o o5
X [ > ok |
1000 l o.052
[0%0 | 0.04Y
Loe .otz
1L1%2 1 0044
1290 | 0.e43
1230 \ o946
| 300 | | 0.0S2
1330 \ | le.ou
JHo o \ J | le.7z
14 ©0 | 6.060
500 | o652
15 | | / 6013
[0 g | A J— |0.09
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg/m’
tngh:l:lj
mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: \:}Grku \C u\_/wu L-"’ u‘.v(ﬂ( drln 1/ 22 L\r A‘{” ri‘.vu /J {"L‘ ’J'wg,‘ﬁ”“!‘*‘ff;
0 "
aAd=t f

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: _ /24P ?7

Upwind Downwind
Time Wind Direction Location YOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mg/m”
02 | NwW | uw 20 [ o0l0 | b | 2@ |kio2o
7%o \ 0018
Zo® ‘ .07
& Yo ©,2(1
qgpo o211
9% 2.2/l
oo 2.0l
jo3®© Dalle
1L OO AD.0le
(L350 O.Olle
(200 0.020
1230 &.017
12,00 ©.0(8
(3% .07
Yoo 0.217
492 0.e1
| 50D J — 0.2

Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background

rll;{.l’l:l‘l'1

mga’mJ

mg/m’

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air
L) A i i
Notes/Activities: Woﬁ,\‘&v\ x“'uu\ L L Ve ;j‘ \!—0 S-V\/Q M; < J& i 1{)'{-——/

ﬂ L
\piesc (W< é)fl':i»r:'fri & o f)u{i\%}fﬁsf} NoC 5

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: _7-1&.70L*

Upwind ) Downwind
Time Wind Direction Location VOCs Particulates Location VOCs Particulates
ppm (mg/m® ppm (mg/m”
900 W) U\ .0 | 20| DO 22 | p.o(9
4 %o / ! 2.023
lo 0 © ) ®.00
Jo%0 f p.0l7
oo ®.023
30 o .o
1200 l .o |
1230 \ 0 22
|3°0 © 035
1330 Oopr2
[H00 .0(7
| "f'}o el P 0.0l 7
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg;'mJ
mg:‘m"
] mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: ,,.\-J‘.,,-.,‘_\. AL 4 U \( W~ ,,:V\

1Y
W o= \0F 5oy )(1 s <u .{{;\, €55 \iC S

7

See map on back for location information



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 7=~ -1
Upwind Downwind
Time Wind Directi p— VOCs Particulates T YOCs Particulates
ppm (mg/m”) ppm (mg/m”
es® | Nw [y peo |00 PW | po |s02&
wir 4 \ .02
15D | 2,02@
L 20 | 0049
&s50 \ 002
Q2%© | 0.0%
a5 | &.025
1e)0 0. 9‘”
{os© 0,02
{20 0.0(8Q
l|&=© 0.?28
12720 0.0%
1250 0.0(g
%20 & .020
(30 0.0
1Mz6 | - le.sn
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg}m“
mg/m’
—l mg/m3 ]
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

"iof;-id-bc.{?fm.izﬁ Elgo“mjﬁ._imm 1&9('5

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: _1-21 -2\ 3

Upwind Downwind
Time ‘Wind Direction S VOCs Particulates Docaiion VOCs Particulates
ppm (mg/m” ppm (mg/m”
 Ls© w hw 0.0 o220 W o0 |pods
20 ©.03%
5% ».0%0
{lo 0.0°25
50 0. 024
20 o. 046
SO ©.043
(020 I ©.411
(050 / & .oMo
2o | ©.028
4 o019
(22< 0.023 |
(250 0027
1529 l 0 024
(%50 J— S A— |o.030
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg!ms
mgfm“
mg/m3 l
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: x

o\ue %@1&%

X0t Yeone b wsedl

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: _7-36-2 013
Upwind Downwind
Time Wind Direction Location YOCs Particulates S VOCs Particulates
ppm (mg/m” ppm (mg/m”
T3%0 | W Uw & O 2070 | OW 2.0 6,053
8 neo 1 ) 002 e
g% 0,040
Q00 0,02\
256 6.033
\00 ¢ 01043
1020 048 |
\loo l ©,159
3e \ 0.025
[200 | ocol3
[2%0 / 0.021
| 200 0.027 |
1%%0 6.023
(4o 2 0.02!
(4w,0 0.0\
\5 00 1 0.0
\$ 20 0.021
(o0 c— L lo.or7
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgfm]
111|g{_n:13
mg/ms l
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: n T Sudpie v&_p [

wakt— Yeonde el

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: 7-31-206\3

Upwind Downwind
Time Wind Direction Voo VOCs Particulates T VOCs Particulates
ppm (mg/m® ppm (mg/m”
S50 | W Uuw o.e ©.020 | DW 0.0 O.046 |
226 ' 0 .04D
150 0.92@
A 6,065
£50 0 952
qze 2.e41
O 50 0.03b
1020 o.ee
105D i ©.¥6
ThX \ | o.c%4
[L50 O.plS
|22° ©.023%
1230 O, 4
(320 0.02%
1350 © .o5¢
(420 . i 9 .024
Calibyation - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fi]l Buackground
mglm"
mg}m"
mg/ms l
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air

Notes/Activities: é%ﬂ,_g' L7Se

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: B.\-20\ %

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”

Calibration - TSI DustI'rak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fi ill Bnckgruund

mgfm"

mg/m*

mg/ms

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air

Notes/Activities: = b L= o W o~
/1

L=

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: $-2-2215
Upwind Downwind
Time Wind Direction P VOCs Particulates — YOCs Particulates
ppm (mg/m” ppm (mg/m”
Too  |pwwo | Liu) 02 | 0.063 (oL H.© | P05}
11%° \ | @057
o0 | 0.050
% Y0 0,055
900 ©.0506
%0 0.0%0
oo © 0028
[0%0 0,034
o0 0,0 2% 003l
1%9 0 029
200 0095
\2%0 8.050
\»00 . 0"}1
(%70 0,044
1400 g — | O.04)
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
m_g;"m3
mg/m’

mg/m3

Calibration - Photoionization Detector

Time Model

Serial Number

Zero (Ambient) Air

Notes/Activities: [am:hc ¥|CH o !ﬁ = fF‘ b‘io s I\Jd I.A,.G-(_ﬂg\

See map on back for location information,




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: F-S-Ze\"5
Upwind Downwind
Time Wind Direction Location VOCs Particulates Location YOCs Particulates
ppm (mg/m” ppm (mg/m”
17170 |W uw 0O 0028 DO | 0.0 | Do4Z
150 ] O.oqy
2o | o .04l
25D o.0%2%
gZo 2,03\
So 0.020
02 o.042
1050 0.934
|20 0.022
50 D.oz4
\2Zo 0,020
1750 0.02(
| b2 0.020
1%50 0.020
[tzo : 0.020
1450 — 0.020
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Bm:lgrmlnd
mg/m’
mg.r‘m"
mg/m’
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

bio so\e & ?.-..u‘co\

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: TV -le-2on3

Upwind Downwind
Time Wind Directi Locati YOCs Particulates el YOCs Particulates
cation p— (mym3) calion e (mg/m3)
700 | N F7X0] 0.2 | pol% | DW 0L2 10032
- 20 J o.02 (
0© 1 ©0.030
EX o .03\
A0 0.92%
PED p037
190 0.02%2
10%Hd 0.025
[og 0.0% |
%0 0.029
\200 0:0%|
(220 0.025
(%00 0.02%
%30 5.042.
(4o 0 .Dlel
\4do 0.047
[500 * 9.041

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
mg}lu“
mg{m“
3
mg/m |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air

-

Notes/Activities: we {,o\-l L SM ._&_ o \wnj' &f

> /

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: E-7-2-0\>

Upwind Downwind

Time ‘Wind Direction . VOCs Particulates B ation VOCs Particulates

ppm (mg/m” ppm (mg/m”
Ao | W W oD pI9Z¢ | W 0.© | o.043

1%0 2.044
goo 8,039

| 2%0 0,045
0{ 0© O 9%7
91%0 0,073
(op? 0.05¢
030 \ 0.053
I_:‘_ Da @so?eo

\%e 0, HéG]
|go0 0,00k
(2%9 O.0ble

_'%00 0.6

| 220 0.7

1420 0.0l
(H%e 1 - o2

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background

mg;‘m"‘

mg/m’

mg/m3 J

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air

Notes/Activities: \D-}OSD\\.I-L’ _éhdrvb\-f ﬂA

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: £ - -—2o\S
Upwind Downwind
Time Wind Direction oeation VOCs Particulates Socdtion VOCs Particulates
ppm (mg/m” ppm (mg/m”
T70 | N\J wS [ w0 [PuR[WW | @0 [o0,037
150 \ 0.037
220 o043
@50 004 |
920 0,022
%0 4,020
[020 | |©.027
lozo 0.020
\12.0 H.020
Kso D.0290
17,920 o X1t 1
l25p o.020
1320 .02l
|$5© 0,02% |
142 - — | 0.02¢%
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
mglm“
mgr’m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

See map on back for location information




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: R -9Q -2\ 5

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg.fn:l3
mg.’m“
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

Rara Ko O muﬂ:)&&g,

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: _§-12-2«15%

Upwind Downwind
Location pm (mg/m” L opm (mgjm”

1Us [ gW | uw p.0O po22 | W 2:0 | MolSs |
45 t 0.02"
&g \ (0,029
quy 0.024
p\ \g 0027
anG 0,037
015 0,028
\OV5 I 0:02%
\CY | © 0Be
\.\*‘ 5 0.04t
I\ 0 mz"f
{7245 0,024
r&\g o|03§

kL C o.M2

M\ S

T 0.037
1945 0:043

1515 - 0.04%

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background

mg{m“
mg;"m:|

mg/ms |

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air

Notes/Activities: L;i 950\J¢ S? 1&1{’,&_
v > X L

See map on back for location information.



Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 8-\3-22\5
Upwind Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Location Location
ppm (mg/m® ppm (mg/m”
I( ‘alibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background
1:ngfl’::|1J
mgima
mg/m3

Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air

Notes/Activities: , 2,:“"‘1 1{2._1} [4 ' HQ CMP MLA2 v :l'lﬂf t[“l_ e
]

See map on back for location information.




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: H-1Y-2013
Upwind Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Locati Location
ppm (mg/m® ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgfm"
mg/m’
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: g . v MV C'AW M‘X" C;uﬂ

See map on back for location information.




Former Monoco Oil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: & -1S -z2 1%
Upwind Downwind
Time Wind Direction Location VOCs Particulates Se— VYOCs Particulates
ppm (mg/m” ppm (mg/m”
e ow 6.0 0.025 | pw ©0.° | 0038
™o P.0%0
& 0.037
F40 0.031
ao 0.026
Q40 \ [ posSL
LAY 0. 029
lodo 0.032
\he 0.c36
4o 2.p2%
\b 0,027
M0 0.077
12140 0.19
\54po I’ g.o';;
Yo 0
Mip | 0o37 |
1510 2.6
\540 e o |15
Calibration - TSI Dust'I'rak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
m_gfm"‘
mg!m’
mg/m3 I

Calibration - Photoionization Detector

Time

Model

Serial Number

Zero (Ambient) Air

Notes/Activities:

—

L:‘e("d"-— Qg touzp c_fl_

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: G-lle-20173

Upwind Downwind
Time Wind Direction Location VOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mg/m”
(ets | W AW [ 0w (0929 | DW [ 9.0 [posg
il 0,026 \ 2.049
5 0,024 \ 0,086
| 319 0,025 l o.04(
NG 0.075_ | D.04{
Q5 0.025” \ 0.0%
LeCs 0.07% [ [o.0%e
[0S ©.027T | | 0.0332
jonng D025 | O 07k
(115 0025 0 .0%4
S 0,027 O,035
2\ \ 0979 o .02
1515 ©.03% 0.041
0,0%5 | |o.044
s - ©.0%e 4 [o.044
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
mga’m"‘
mge’mJ
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air

Notes/Activities: M [ C’C\) m.l.!l_ d

See map on back for location information.




Former Moneco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: ?*-!‘?—2_013
Upwind Downwind
Time Wind Direction Location VOCs Particulates Location VOCs Particulates
ppm (mg/m” ppm (mg/m”
eeo w uw 0.0 |00 | W 0.0 | p.ebb
1so 0.0k 0, 0ké
%10 6,004 .18
ﬁ go 0 10 &S [9) .D? o
A70 0.055 0278
Qoo 2,055 o181
1020 0. 05‘{ 0, OQL
\05° 0.053 0.09%
\120 0.057% 0 .oM8 |
119D 0,052 0.0l
1220 0,052 o.ogg_
12%b 6.0%% 0.0%
\319 D.vsS2 0,07
\%%v D052 0.953
Mo 0oSs2 0.05%
Ll L1 A bo52 _ o7
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
nlgflll"
mg/m’
mg/ms l
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

\rose\wve & R )

See map on back for location information.



Date:

Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

DB-10-221%

Upwind

Downwind

Time Wind Direction
Location

VOCs

Particulates

ppm

(mg/mg)

Location

VOCs

Particulates

ppm

(mymg)

1%° '\

Calibration - I'ST DustTrak Model 8520 Particulnte Meter

Time Serial Number

With Zero Air Fil

Background

Calibration - Photoionization Detector

Time Model

Serial Number

Zero (Ambient) Air

Notes/Activities: MMWJ

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: g- 2| -2a13

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
myg/m®
mg,?m3
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities: W=

See map on back for location information.




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring
Date: §-22-2e(>

Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Locati
ppm (mg/m” ppm (mg/m”

Calibration - TSI DustTrak Model 8520 Particulate Meter

Time Serial Number With Zero Air Fil Background

mgﬂna

mg!m“

mg/m3

Calibration - Photoionization Detector

Time Model Serial Number Zero (Ambient) Air

Notes/Activities: ﬁ“ﬂ! . gqu, gél

See map on back for location information.



Former Monoco Qil

75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: $B-Z>5-2°\%
Upwind Downwind
Time Wind Direction| VOCs Particulates VOCs Particulates
Location
ppm (mg/m” ppm (mg/m®
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fill Background
mg/m’
mg/m’
mg/m3 |
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

bipSoe Q@r_n,tf .

See map on back for location information.



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: 4 ~ZHeZ2 0\
Upwind Downwind
Time Wind Direction VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - 'I'SI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mg.-‘m“
mga’mJ
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

Ratn Al cAMP Mvn‘v-—}w.‘.‘uy/
]

See map on back for location information.




Date: D-Z1-240\3

Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Upwind Downwind
Time Wind Direction| VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppim (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil] Background
mg,’rns
mg{m“
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

Wiesee sprayed

See map on back for location information.




Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log

VOC & Particulate Monitoring

Date: B-2¥ -20(3>
Upwind Downwind
Time Wind Direction/ VOCs Particulates VYOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgfm‘!
mg[m“
mg/m3
Calibration - Photolonizution Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

_ \Sweehe ng_s;ﬂd

Ale ‘r,.'c-_g' . a conites

LA ui'-l':'i ﬂ..'t‘n‘i"rf\.POA

See map on back for location information,



Former Monoco Oil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: D-29-20\3
Upwind Downwind
Time Wind Direction VOCs Particulates YOCs Particulates
Location i Location r
, ppm (mg/m” ppm (mg/m”
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil Background
mgﬁna
n'lg;fmJ
mg/m3
Culibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

Wiesdoe Sp «augl 23

See map on back for location information.




Former Monoco Qil
75 Monroe Avenue, Pittsford New York
Daily Community Air Monitoring Log
VOC & Particulate Monitoring

Date: = 2013
Upwind Downwind
Time Wind Direction| VOCs Particulates VOCs Particulates
Location Location
ppm (mg/m” ppm (mg/m®
Calibration - TSI DustTrak Model 8520 Particulate Meter
Time Serial Number With Zero Air Fil] Background
mgfma
mga’m"
mg/m3
Calibration - Photoionization Detector
Time Model Serial Number Zero (Ambient) Air
Notes/Activities:

\viose\w e SQeol ¢ &

See map on back for location information.




TrakPro Version 4.51 ASCII Data File

Model:,DustTrak Il

Model Number:,8530

Serial Number:,8530122516

Test ID:,001

Test Abbreviation: MANUAL_001
Start Date:,12/19/2012

Start Time:,07:12:21

Duration (dd:hh:mm:ss):,0:08:22:00
Log Interval (mm:ss):,01:00
Number of points:,502

Notes:,

Statistics,Channel:, AEROSOL
,Units:,mg/m”3
,Average:,0.021
,Minimum:,0.000

,Time of Minimum:,11:34:21
,Date of Minimum:,12/19/2012
,Maximum:,0.236

,Time of Maximum:,11:27:21
,Date of Maximum:,12/19/2012

Calibration,Sensor:;, AEROSOL
,Cal. date,06/21/2012

Date, Time,AEROSOL
MM/dd/yyyy,hh:mm:ss,mg/m”3
12/19/2012,07:13:21,0.063
12/19/2012,07:14:21,0.037
12/19/2012,07:15:21,0.050
12/19/2012,07:16:21,0.037
12/19/2012,07:17:21,0.037
12/19/2012,07:18:21,0.042
12/19/2012,07:19:21,0.048
12/19/2012,07:20:21,0.038
12/19/2012,07:21:21,0.039
12/19/2012,07:22:21,0.038
12/19/2012,07:23:21,0.041
12/19/2012,07:24:21,0.044
12/19/2012,07:25:21,0.045
12/19/2012,07:26:21,0.044
12/19/2012,07:27:21,0.052
12/19/2012,07:28:21,0.043
12/19/2012,07:29:21,0.044
12/19/2012,07:30:21,0.046
12/19/2012,07:31:21,0.047
12/19/2012,07:32:21,0.046
12/19/2012,07:33:21,0.047
12/19/2012,07:34:21,0.048
12/19/2012,07:35:21,0.046
12/19/2012,07:36:21,0.044



12/19/2012,07:37:21,0.046
12/19/2012,07:38:21,0.049
12/19/2012,07:39:21,0.050
12/19/2012,07:40:21,0.044
12/19/2012,07:41:21,0.045
12/19/2012,07:42:21,0.048
12/19/2012,07:43:21,0.048
12/19/2012,07:44:21,0.045
12/19/2012,07:45:21,0.046
12/19/2012,07:46:21,0.049
12/19/2012,07:47:21,0.046
12/19/2012,07:48:21,0.046
12/19/2012,07:49:21,0.051
12/19/2012,07:50:21,0.048
12/19/2012,07:51:21,0.047
12/19/2012,07:52:21,0.047
12/19/2012,07:53:21,0.046
12/19/2012,07:54:21,0.047
12/19/2012,07:55:21,0.048
12/19/2012,07:56:21,0.069
12/19/2012,07:57:21,0.057
12/19/2012,07:58:21,0.058
12/19/2012,07:59:21,0.056
12/19/2012,08:00:21,0.057
12/19/2012,08:01:21,0.049
12/19/2012,08:02:21,0.053
12/19/2012,08:03:21,0.049
12/19/2012,08:04:21,0.048
12/19/2012,08:05:21,0.049
12/19/2012,08:06:21,0.049
12/19/2012,08:07:21,0.049
12/19/2012,08:08:21,0.049
12/19/2012,08:09:21,0.060
12/19/2012,08:10:21,0.050
12/19/2012,08:11:21,0.050
12/19/2012,08:12:21,0.050
12/19/2012,08:13:21,0.050
12/19/2012,08:14:21,0.050
12/19/2012,08:15:21,0.050
12/19/2012,08:16:21,0.050
12/19/2012,08:17:21,0.053
12/19/2012,08:18:21,0.053
12/19/2012,08:19:21,0.052
12/19/2012,08:20:21,0.055
12/19/2012,08:21:21,0.053
12/19/2012,08:22:21,0.060
12/19/2012,08:23:21,0.071
12/19/2012,08:24:21,0.056
12/19/2012,08:25:21,0.053
12/19/2012,08:26:21,0.053
12/19/2012,08:27:21,0.051
12/19/2012,08:28:21,0.051
12/19/2012,08:29:21,0.051
12/19/2012,08:30:21,0.056



12/19/2012,08:31:21,0.056
12/19/2012,08:32:21,0.056
12/19/2012,08:33:21,0.060
12/19